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Two-phase flow boiling in mini/micro-channels is an essential topic for studying and 
developing miniature cooling systems which have a wide range of industrial, automotive, 
nuclear, and aerospace applications, since they insure providing higher heat dissipation and 
ability to work at surface temperature higher than those provided by conventional channel sizes. 
Therefore, it has gained much more attention recently and several extensive studies have been 
carried out for predicting the essential design parameters such as heat transfer coefficient, 
pressure drop, void fraction, and critical heat flux. However, most of the available predictive 
methods are mainly empirical correlations and few analytical models. Moreover, several 
essential and fundamental flow boiling phenomena, such as heat transfer mechanisms, liquid film 
dry-out, and bubble dynamics, are still unclear and need to be investigated and clarified. 
The main objective of the present thesis is to investigate the characteristics of two basic 
flow patterns, namely, annular flow and slug flow for flow boiling in a single horizontal 
mini/micro-channel under uniform distribution of heat flux. A one-dimensional semi-analytical 
model has been developed based on the principle of the separated flow model. It predicts heat 
transfer coefficient, pressure drop, void fraction, and critical heat flux in the annular flow regime, 
which is usually observed at medium and high vapor qualities. The basic model equations are 
derived by applying the mass, momentum, and energy equations for each phase. The obtained 
equations are initial value differential equations, which are solved numerically by Runge-Kutta 
methods. Furthermore, the influences of interfacial parameters on the main dependent variables 
have been addressed. Liquid film, trapped between the vapor core and tube inner surface in the 
annular flow regime, is an essential parameter since the evaporation of liquid film is the 
iv 
 
dominant heat transfer mechanism in this regime and the critical heat flux (CHF) is identified 
based on the dry-out of the liquid film. Therefore, the liquid film was fairly predicted, to estimate 
heat transfer coefficient and CHF in annular flow regime. Moreover, a semi-analytical model for 
slug flow has been developed based on the principle of drift flux model to investigate the 
characteristics of slug flow pattern such as bubble velocity, bubble length, liquid slug velocity, 
liquid slug length, and bubble frequency.  
The effects of working fluid properties, mass flux, heat flux, and channel size on the 
modeled parameters have been taken into account. As a result, it has been found that in the 
annular flow regime, the CHF increases with the mass flux and channel size, while it is inversely 
proportional to the critical vapor quality. Furthermore, the results of two-phase flow boiling heat 
transfer coefficient showed that heat transfer coefficient increases with mass flux and vapor 
quality, while it decreases when the channel size increases. Regarding the pressure drop results, 
it has been observed that the pressure drop is inversely proportional to the channel size, and 
increases with the mass flux and vapor quality. Additionally, it has been shown that void fraction 
increases with vapor quality and decreases with channel size. Also, the bubble frequency in slug 
flow regime has been predicted, and it is shown that the bubble frequency increases with vapor 
quality and mass flux. Furthermore, it has been noticed that the peak of the bubble frequency 
increases with mass flux. 
The proposed flow boiling models have been validated against extensive two-phase 
experimental data in literature for the critical heat flux 𝐶𝐻𝐹, heat transfer coefficient ℎ𝑡𝑝, 
pressure drop ∆𝑝𝑡𝑝, and void fraction 𝛼, respectively, for different working fluids (Water, CO2, 
LN2, FC72, R134a, R1234ze, R245f2, R236fa, R410a, and R113) in horizontal micro-channels 
with a range of hydraulic diameters of 0.244 ≤ 𝐷ℎ ≤ 3.1 𝑚𝑚, and a range of the Reynolds 
numbers of 1,900 ≤ 𝑅𝑒𝑒𝑞 ≤ 48,000. The annular flow model predicted the tested experimental 
data of the 𝐶𝐻𝐹, ℎ𝑡𝑝, ∆𝑝𝑡𝑝, and 𝛼, with mean absolute error of 20%, 18%, 23%, and 3%, 
respectively. Furthermore, a good agreement with the experimental data of bubble lengths and 
bubble frequency has been obtained with MAE of 27.83% and 29.55 %, respectively. 
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The demand of heat removing, from high heat flux devices, has led to a search for an 
alternative, attractive, and effective cooling system compared to those obtained from 
conventional ones, which is likely to be available in flow boiling mini/micro-channels. In other 
words, employing two-phase flow boiling micro-channels insures providing higher heat 
dissipation, higher heat transfer coefficient, and ability of the channel to be employed at surface 
temperature higher than those provided by single-phase micro-channels. Therefore, two-phase 
flow boiling in micro-channels has become a very significant and an essential topic for studying 
and developing miniature cooling systems which have a wide range of industrial, automotive, 
nuclear, and aerospace applications (e.g. cooling turbine blades, cooling concentrated photo 
voltaic cells (CPVs), automotive micro-channel‎ heat‎ exchangers,‎ …‎etc. ).  
By reviewing the available literature for flow boiling in micro-channels, it can be noted 
that three main important parameters of two-phase flow boiling have been focused on how to 
understand and clarify the essential flow boiling phenomena in micro-channels. These 
parameters are two-phase heat transfer coefficient, two-phase pressure drop, and critical heat flux 
(CHF). Knowing the heat transfer coefficient is very crucial to determine the thermal capacity of 
the micro-channel based on the required application. Moreover, knowing two-phase pressure 
drop is very important to calculate the pumping power and consequently to choose the proper 
pumping system. Regards to the predicting CHF, it is of importance in order to avoid the device 
overheating and damaging. 
Two-phase flow in micro-channels can be classified based on several aspects into several 
branches. For instance, based on the number of channels: two-phase flow can be classified as: 
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single micro-channel, and multiple micro-channel. Moreover, in terms of flow orientation, the 
two-phase flow can be subdevided into vertical, horizontal, and inclined. According to the 
working conditions, two-phase flow can be classified as adiabatic two-phase flow and diabatic 
two-phase flow. Furthermore, it can be subdivided into subcooling and saturated two-phase flow 
based on the inlet conditions of the working fluid. Based on the distribution of applied heat flux, 
the two-phase flow boiling micro-channels can be subdivided into two-phase flow boiling with 
uniform and non-uniform heat flux. In the present research, the work is focused on saturated 
two-phase flow boiling in a single horizontal circular micro-channel subjected to a uniform heat 
flux. 
Although several extensive studies have been carried out on two phase flow in 
mini/micro-channels either experimentally (e.g., Tran et al. [1]; Zhang et al. [2]; Revellin and 
Thome [3]; Zhao and Bansal [4]; Fan and Hassan [5, 6] ; Lim et al. [7]) , or analytically (e.g., 
Moriyama et al. [8]; Kandlikar [9]; Elazhary and Soliman [10]; Kim and Mudawar [11]; 
Megahed and Hassan [12]), many essential flow boiling phenomena (e.g. dominant heat transfer 
mechanism, onset of dry-out, bubble confinement and coalescence, liquid film behaviour, etc …‎
) are still unclear and need to be investigated and clarified. Additionally, one of the challenges 
that have been encountered in such area of research is getting a reliable predictive method either 
for heat transfer flow boiling, pressure drop, CHF, or void fraction that can accurately predict the 
flow boiling heat transfer characteristics under different working conditions.  
1.1. Motivation 
Microelectronic chips have many applications (e.g., Micro-Electro-Mechanical Systems 
MEMS, and very large scale integration circuits, VLSI… etc.). In recent years, there has been a 
tremendous increase in using microelectronics either in aerospace or industrial applications. 
Achieving high performance is a key factor for employing microelectronics, and to achieve this, 
the generated heat flux through the chips needs to be dissipated. As a result, a proper cooling 
system is required. By reviewing the literature, one can see that there have been a few cooling 
systems that may be used for cooling microelectronics (e.g., air-cooled systems, liquid-cooled 
systems, two-phase‎ cooling‎ systems‎ …‎ etc.). Additionally, it has been known that these various 
cooling systems have different cooling performances and limits. For instance, air-cooling micro-
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channels can dissipate high heat flux up to 80 W/cm2 as addressed by Kandlikar [13]. On the 
other hand, in 1981, Tuckerman and Pease [14] proved that a very compact water-cooled heat 
sink was able to dissipate around 790 W/cm2 with a maximum substrate temperature of 70 C. 
Colgan et al. [15] indicated that a single-phase micro-channel heat sink is able to disspate heat 
fluxes up to 400 W/cm2. Kandlikar [13]  revealed that flow boiling in micro-channel would be 
anticipated in much higher thermal performance than single phase micro-channel heat sinks. 
Among the available cooling methods, it has been promised that two-phase micro-
channel heat sinks, effectively and efficiently dissipate the generated heat from micro-electronics 
(e.g., Tran et al. [16]; Kandlikar and Grande [17]; Kandlikar [13]). Consequently, many 
experimental investigations for studying two-phase flow in micro-channels have been carried out 
in the last three decades for pool boiling (e.g., Kandlikar [9]; Cooke and Kandlikar [18]; Zhao 
[19]; Piasecka [20]) , for mini/micro-channels, and for flow boiling in mini/micro-channels (e.g., 
Bao et al. [21]; Lee and Lee [22]; Liu and Garimella [23]; Huh et al. [24]; Bertsch et al. [25]; 
Bortolin et al. [26]; Yang et al. [27]). On the other hand, the analytical work conducted in this 
topic, particularly for flow boiling in micro-channels, is very limited and inadequate to explore 
the characteristics of two-phase flow boiling in micro-channel.  
It has been reported that most of conventional two-phase correlations (e.g. Sani [28]; 
Eckels and Pate [29]; Hambraeus [30]; Zurcher et al. [31]; Oh et al. [32]; Lima et al. [33]) are not 
applicable to two-phase flow boiling in micro-channels, due to the size effect on the flow pattern 
and flow boiling characteristics. Furthermore, even those correlations performed for mini/micro-
channels (e.g. Tran et al. [1]; Zhang et al. [34]; Revellin and Thome [3]; Zhao and Bansal [4]; 
Fan and Hassan [5, 6]; Lim et al. [7]) are limited for specific working conditions. Furthermore, 
vapor quality is one of the most important parameters which has been employed extensively for 
investigating two-phase flow boiling. The evidence from the available literature shows that the 
two-phase flow boiling heat transfer coefficient is influenced significantly by the vapor quality 
with a discrepant tendency. The reason for this discrepancy is related to the adopted heat transfer 
mechanism which is affected by the flow pattern regime, or the chosen correlations which may 
not be applicable for the real conditions. Thus, more investigations for flow boiling in micro-
channels would help for developing a reliable general flow boiling heat transfer model that is 
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applicable to different flow pattern regimes and wider range of operating conditions and working 
fluids. 
Liquid film plays a significant role for developing flow boiling heat transfer models for 
slug and annular flow regimes. In other words, for flow boiling in mini/micro-channels, 
predicting the liquid film variation and employing the critical liquid film thickness concept are 
key parameters for predicting local two-phase heat transfer coefficient and critical heat flux 
(CHF) respectively. Although several relevant investigations have been conducted for measuring 
and predicting liquid film thickness (e.g. Irandoust and Andersson [35]; Fukano and Kariyasaki 
[36]; Saitoh et al. [37]; Revellin et al. [38]; Ong and Thome [39]; Han et al. [40, 41]), the 
applicability of proposed correlations is either limited to a specific working fluid or certain 
channel geometry and working conditions. Consequently, further analytical and experimental 
studies would allow for better understanding of liquid film evaporation behavior and are strongly 
recommended to be carried out for a wide range of operating conditions and working fluids.  
Studying the CHF analytically may help avoid the tremendous cost of CHF experimental 
test, particularly those related to the nuclear reactors. For instance, according to Pioro et al. [42] 
(1999), the cost of CHF experimental tests for nuclear reactors for the period 1980-1999 only in 
Canada was about $30.0 million. Furthermore, prediction of CHF is a crucial criterion for 
estimating the thermal capacity of the mini/micro-channel heat sinks, and an essential design 
parameter that helps avoiding the damage of the mini/micro-channel heat sinks. Consequently, 
several experimental investigations for CHF have been performed recently for flow boiling in 
mini/micro-channels (e.g. Pioro et al. [42]; Qu and Mudawar [43]; Zhang et al. [44]; Wojtan et 
al. [45]; Qi et al. [46]; Kosar et al. [47]; Basu et al. [48]; Hsieh and Lin [49]; Tibirica et al. [50]; 
Kaya et al. [51]), and as a result, many experimental data sets and empirical correlations are 
collected and proposed for specific working conditions. On the other hand, only few semi-
analytical saturated CHF models for flow boiling in micro-channels have been developed (e.g. 
Kandlikar [9]; Revellin and Thome [52]; Du et al. [53]). Since it is of importance to have a 
reliable CHF prediction model that can be applicable to a wide range of operating conditions and 
cover wider design parameters, extra efforts in analytical modeling for saturated CHF for flow 
boiling in micro-channels are needed. 
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1.2. Objectives and Organization 
The main objective of this thesis is to investigate the characteristics of two-phase flow boiling in 
annular and slug flow regimes, and to provide a reliable predictive method for predicting the 
critical heat flux, heat transfer coefficient, pressure drop, and void fraction in horizontal micro-
tubes under uniform heat flux. This has been done through achieving the following consecutive 
sub-objectives:   
1. Developing a semi-analytical model for predicting the liquid film thickness in annular 
flow regime during two-phase flow boiling in a horizontal micro-tube. This stage was 
essential to study the incipience of the dry-out phenomenon and to predict the critical heat 
flux. 
2. Developing a model to predict the two-phase heat transfer coefficient, pressure drop, and 
void fraction in annular flow regime. Effects of phasic enthalpies, viscous force, inertial 
force, and liquid film evaporation were considered in modeling. Following, the influence 
of the main operating conditions, working fluid properties, and channel size on the model 
results, were investigated. 
3. Developing a semi-analytical model to study the bubble dynamics, bubble length, and 
bubble frequency in the slug flow regime based on the drift flux model, for a better 
understanding of flow boiling phenomena in mini/micro-channels. Extensive experimental 
data available in literature was used for validation of the developed models.  
The thesis has been written in the format of manuscript-based-thesis and consists of six chapters. 
A detailed literature review has been provided in chapter 2 for two-phase flow in single 
horizontal mini/micro-channel for both adiabatic and diabatic conditions. The main objectives of 
the present work have been listed above for reader convenience, and repeated at the end of 
chapter 2. Investigation of critical heat flux (CHF) for flow boiling in a single horizontal 
mini/micro-tube subjected to a uniform heat flux is presented in chapter 3. Predictions of heat 
transfer coefficient, pressure drop, and void fraction have been studied and presented in chapter 
4. The main characteristics of slug flow have been investigated and presented in chapter 5. The 
summary of this work and recommendations for further researches needed for flow boiling in 




2. Literature Review 
The aim of this chapter is to review the literature on two-phase flow boiling in mini/micro-
channels, and address the essential aspects that should be focused on for better realizing and 
understanding of flow boiling phenomena in mini/micro-channels (e.g., micro-scale channel, 
basic flow patterns, flow pattern maps, two-phase heat transfer coefficient, two-phase pressure 
drop,‎critical‎ heat‎flux,‎ …‎etc.‎).  
2.1. Two-Phase Flow and Associated Dimensionless 
Groups 
In order to study flow boiling in micro-channels, a simple way is used for describing the 
level of influence of the various essential parameters either if they are force terms or energy 
terms. Thus, it is crucial to identify some most common dimensionless group, used for two-phase 
flow boiling in micro-channels. Table (A-1) shows the essential dimensionless groups for two-
phase flow in horizontal minin/micro-channels which are presented in the literature (e.g. 
Irandoust and Andersson [35]; Chen [54]; Akers et al. [55]; Rohsenow [56]; Wu et al. [57]; Ozawa et 
al. [58]; Li et al. [59]; Kandlikar [60]; Ducoulombier et al. [61]; Baba et al. [62]; Bretherton [63]; Shedd 





2.2. Channel Classification Criteria 
In the literature on two phase micro-channel, the relative importance of the criterion used 
to‎ define‎ the‎ word‎ “micro”‎ has‎ been‎ a subject of considerable discussion. Furthermore, the size 
effect is one of the challenges faced in studying two-phase flow boiling. Additionally, it has been 
revealed in previous studies that two-phase flow boiling correlations and models developed for 
conventional-scale channels may not be applicable for micro-scale channels. Therefore, several 
studies have been carried out for clarifying the criteria that identify scale transition (e.g. Ong and 
Thome [39]; Kew and Cornwell [67]; Harirchian and Garimella [66]; Suo and Griffith [68]; 
Brauner and Maron [69]; Triplett et al. [70]; Mehendale et al. [71]; Kandlikar [72]; Cheng and 
Wu [73]; Li and Wu [74]; Revellin and Thome [75]). Table ‎2-1) shows different criteria which 
have been reported in the literature for channel classifications.
8 
 
Table ‎2-1): Shows different criteria used for channel classifications. 
Author(s) Criterion Classification Notes 
    
Suo and Griffith [68] 
Ω = ρfgD
2 4σ⁄  
Capillary slug flow: The authors suggested the gravity effect is neglected and 
the flow is as capillary slug flow at this critical value. 
Ω < 0.22 





Small pipe: They reported that the stratified flow pattern disappeared 
when surface tension overcomes the gravity and the 
bubble confined in the pipe. A pipe with a diameter less 







Kew and Cornwell [67] 
Co 
Small pipe: They revealed that confinement phenomenon plays 
significant role for boiling in small hydraulic channels 
when confinement number 𝐶𝑜 ≥ 0.5. Co ≥ 0.5 
Triplett et al. [70] 
Co 
Micro-scale size: They addressed two-phase flow patterns in capillary 
tubes. They defined micro-channel size as those channels 
that have Confinement number greater than one 𝐶𝑜 ≥ 1.0. Co ≥ 1.0 
Mehendale et al. [71] 
Dh 
Micro-scale size: They studied two-phase heat transfer in micro/meso-
channels and classified heat exchangers into four main 
categories. 1 μm ≤ Dh ≤ 100 μm 
Miso scale size: 
100 𝜇𝑚 < 𝐷ℎ < 1 𝑚𝑚 
Compact scale size: 
1 𝑚𝑚 < 𝐷ℎ ≤ 6 𝑚𝑚 
Conventional scale size: 





Micro-scale size: He considered  200 𝜇𝑚 is the critical size in two-phase 
flow, and presented channel classification criteria based 
on gas flow consideration. 
10 μm≤ Dh ≤ 200 μm 
Mini-scale size: 
200 𝜇𝑚 < 𝐷ℎ ≤ 3 𝑚𝑚 
Conventional-scale size: 
𝐷ℎ > 3 𝑚𝑚 
Cheng and Wu [73] 
Bo 
Micro-scale size: They discussed basic phase change heat transfer 
phenomena and classified the channels based on the ratio 
between buoyancy and surface tension forces. Bo < 0.05 
Meso/Mini-scale size: 
0.05 < 𝐵𝑜 < 3.0 
Macro-scale size: 
𝐵𝑜 > 3.0 
Li and Wu [74] 
Nconf. 
Micro/Mini-scale size: They introduced a new criterion to distinguish between 
two-phase flow in conventional scale and micro-mini-
scale channels taking into account the influences of four 
basic forces, gravitational, surface tension, viscous, and 
inertial forces. 
Bo.Rel
0.5 ≤ 200 
Conventional-scale size: 
𝐵𝑜. 𝑅𝑒𝑙
0.5 > 200 
Harirchian and Garimella 
[66] 
Nconf. Micro-scale size: 
A new transition criterion for distinguishing between 
macro and micro-channels for flow boiling in multiple 
micro-channel‎ in‎ terms‎ of‎ “convective‎ confinement‎
number”,   
Bo.Rel
0.5 < 160 
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2.3. Dominant Forces and Scale Size Effect 
There is evidence that the channel size and orientation affect the domination of various 
basic forces for two-phase flow boiling in mini/micro-channels. Moreover, some previous two-
phase flow studies have reported that hydraulic diameter, and basic forces in flow boiling such as 
surface tension, viscous, inertia, and momentum change of evaporation have significant effects 
on both flow patterns and heat transfer characteristics in micro-channels, Kandlikar [72, 60]. 
Soliman [76] studied the effects of transition from mist to annular flow regime on heat 
transfer coefficient for condensation in horizontal tubes. He classified the forces acting on the 
two-phase flow into dominant destructive forces which are represented by the inertia force of the 
vapor phase, and stabilizing forces which are represented by the surface tension and liquid 
viscous forces. Moreover, he proposed a transition criterion for defining the transition from mist 
to annular flow in terms of a modified Weber number based on the force balance between the 
above mentioned forces. 
Kandlikar [9] developed a theoretical CHF model for pool boiling on the upward-facing 
surface based on the force balance of a departure bubble. It has been reported that at the onset of 
the CHF, the force of the momentum due to evaporation is larger than the effects of buoyancy 
force together with the surface tension force. Moreover, Kandlikar [13] performed a scale 
analysis to investigate the effects of various forces, to estimate flow pattern transitions, and flow 
stability for flow boiling of water and FC72. It has been revealed that five main forces, namely, 
surface tension, viscous shear, inertia, evaporation momentum, and gravity forces play 
significant role for flow boiling in mini/micro-channels. Additionally, it has been pointed out 
that momentum change of evaporation and surface tension forces are dominant and significantly 
influence flow boiling characteristics, mainly for small channel size as shown in Figure ‎2-1. 
Furthermore, buoyant and drag forces play essential roles for vertical flow boiling, 
particularly for studying bubble dynamics and its effects on heat transfer and pressure drop. Lee 
and Mudawar [77] developed a mechanistic model for predicting critical heat flux (CHF) for 
turbulent flow boiling in vertical mini/small tubes. They predicted the elongated bubble velocity 
and liquid film thickness trapped between the elongated bubble and the wall based on the force 
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balance between buoyancy and drag forces, and considering the influence of the lateral force 
which was created due to the bubble rotation.  
 
Figure ‎2-1 : Shows the effects of tube size on different forces for flow boiling of water at G=200 
[𝒌𝒈 𝒎𝟐 .𝒔⁄ ] and 𝒒𝒘
" = 𝟏𝟎𝟎𝟎  𝒌𝑾⁄𝒎𝟐 , (Kandlikar [13]) 
 
Kandlikar [72] revealed that as the channel size decreases, some parameters become 
more significant. For instance, the change of momentum of evaporation, which affects the bubble 
departure and growth diameter and consequently the confinement phenomenon and flow 
patterns, becomes more important in small channels. Moreover, the significant effect of inner 
wall roughness related to pressure drop estimation becomes very crucial as the channel size 
decreases. Furthermore, Kandlikar [60] analyzed the basic forces influencing the flow boiling 
features for flow boiling in micro-channels and proposed two dimensionless groups, 𝐾1 and 𝐾2. 
𝐾1 is defined as the ratio between the momentum evaporation and inertia forces, while 𝐾2 is 
defined as the ratio between the momentum evaporation and surface tension forces. It has been 
reported that higher values of 𝐾1 indicates the dominance of momentum evaporation force which 
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influences the interface movements, while 𝐾2 controls the movement of the interphase at the 
contact line, yet the contact angle was not included in the definition of the dimensionless 
group 𝐾2. Overall, the proposed two dimensionless groups were introduced to be implanted in 
predicting CHF.  
Shikazono and Han [78] investigated the liquid film thickness for flow boiling in annular 
flow regime considering the effects of viscous, surface tension, and inertial forces, as well as the 
channel size and geometry in micro-scale two-phase flow. It has been found that in flow boiling 
micro-scale, in addition to viscous and surface tension forces, inertial force has a significant 
effect on liquid film thickness even at laminar flow, and should be considered for future 
developed two-phase flow liquid film correlations. Based on the flow visualization and 
measurement of the liquid film thickness for flow boiling of R134a, R236fa, and R245fa, in 
horizontal mini-tubes with a range of inner diameter of  0.50 ≤ 𝐷ℎ ≤ 3.04 𝑚𝑚 , Ong and 
Thome [39] revealed that the effects of gravity force are insignificant, while the surface tension 
and shear forces are dominant for 𝐶𝑜 ≅ 1.0. In other words, the gravity force effects decrease by 
decreasing the channel diameter. Moreover, in terms of void fraction, it has been reported that as 
the void fraction increases, the effects of surface tension and gravity forces decrease while the 
effects of shear forces become more significant and dominant. Additionally, the effect of gravity 
force is still significant for 𝐶𝑜 ≤ 0.34.  
2.4. Flow Patterns and Flow Pattern Maps 
Identifying the flow pattern and developing a reliable flow pattern map is very significant 
for predicting transition boundaries of the flow patterns. Therefore, several studies have been 
done for investigating flow pattern and flow pattern maps in mini/micro-channels (e.g. Kandlikar 
[72]; Garimella et al. [79]; Revellin and Thome [75]; Saisorn and Wongwises [80]; Karayiannis 
et al. [81]; Alexeyev et al. [82]; Kattan et al. [83]; Coleman and Garimella [84]; Yang and Shieh 
[85]), for different working fluids, channel sizes, channel orientation, and working conditions.  
An excellent analysis and experimental investigation of two-phase capillary flow in 
horizontal mini/micro tubes were performed by Suo and Griffith [68]. They investigated two-
phase flow of various working fluids, (Water-air, Water-N2, N-Heptane-N2, N-Heptane-He, and 
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N-Octane-N2), through 0.514, and 0.795 mm inner diameter single horizontal mini/micro-tubes. 
Three main flow pattern have been observed, namely, slug flow, bubbly-slug (where the bubble 
tail is broken up into smaller bubbles), and annular flow patterns. The transition lines of the 
observed flow patterns were determined based on both the measured data and the conducted 
analytical work. It has been revealed that the slug flow pattern can be observed at the following 
restrictions: (𝜌𝑓 𝜌𝑔⁄ ) ≫ 1, (𝜇𝑓 𝜇𝑔⁄ ) > 25, and (𝜌𝑓𝑔𝑅𝑜
2 𝜎⁄ ) < 0.22. 
Alexeyev et al. [82] investigated experimentally flow patterns for two-phase flow of 
Helium in horizontal mini-channels with 1 mm gap size of rectangular and round slots. They 
developed flow pattern maps for two-phase Helium flow in terms of liquid and vapor superficial 
velocities based on the obtained and previous data. Moreover, five basic flow patterns were 
identified which are bubbly, stratified, intermittent, annular-dispersed and dispersed, and mist 
flow patterns. Surprisingly, slug flow pattern was not observed in their experiments, and it was 
attributed to the influence of either a geometrical factor such as the slut shape or a hydrodynamic 
factor such as the liquid-vapor interface instability. Furthermore, the authors revealed that the 
transition lines of the two-phase Helium flow patterns were different compared to other fluids 
due to the effects of the physical properties of the Helium which are influenced by the operating 
pressure.  
To better understand flow pattern and transition boundaries for flow boiling conditions, it 
would be essential to consider the influence of applied heat flux on flow patterns. Therefore, 
Kattan et al. [83] developed a flow pattern map for two phase flow boiling in horizontal tubes, 
which is applicable to both adiabatic and diabatic conditions, based on the experimental database 
of five working fluids, (R134a, R123, R404a, R404a, and R502) in 12 mm inner diameter 
horizontal tube. Five main flow patterns were included in their flow pattern map: intermittent 
flow (I), annular flow (A), mist flow (M), stratified flow (S), and stratified wavy flow (SW). The 
flow pattern map was coordinated in terms of mass flux and exit vapor quality. Furthermore, the 
onset of partial dry-out that occurs at the top of the test section has been predicted based on the 
maximum heat transfer coefficient in the annular flow regime. The transition line from 
intermittent to annular flow is represented by, 
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  𝑋𝐼 𝐴⁄ = [0.34







Coleman and Garimella [84] studied the effects of tube size, and geometrical shape on 
the flow pattern of air-water two-phase flow in circular and rectangular horizontal small 
channels. They presented flow regime maps of air-water two-phase flow and identified the 
boundaries of flow patterns in terms of liquid and gas superficial velocities. It has been 
concluded that for adiabatic two-phase flow in small tubes, say less than 10 mm, the tube size, 
and the surface tension force have significant effects on the observed flow patterns and their 
transition boundaries, where the stratified flow pattern was suppressed and the range of 
intermittent flow is expanded.  
Yang and Shieh [85] investigated the effects of working fluid and tube size on flow 
pattern characteristics in small horizontal tubes. They studied the flow pattern of air/water, and 
R134a in small horizontal tubes, 1.0 ≤ 𝐷ℎ ≤  3.0 𝑚𝑚 , where six different flow patterns were 
observed which are bubbly, slug, plug, wavy stratified, dispersed, and annular flow patterns. The 
authors used superficial velocities of gas and liquid phases for identifying the boundaries of 
observed flow patterns. A significant effect of the surface tension on the transition boundaries of 
the flow patterns in small channels was reported. Moreover, it was revealed that for the same 
tube size, and working conditions, the transition from plug flow to bubbly flow for the air-water 
flow occurs earlier than that for R134a due to the high surface tension of water. Additionally, 
none of the flow pattern maps available at that time was able to predict flow patterns of both 
tested working fluids.  
Triplett et al. [70]  investigated two-phase flow patterns of air-water flow in 1.1, and 1.45 
mm inner diameter circular mini-tubes, and 1.09, and 1.49 mm hydraulic diameter of triangular 
cross section mini-tubes. Five various flow patterns were observed which are bubbly; churn; 
slug; slug-annular; and annular flow patterns. A flow pattern map coordinated in terms of liquid 
and gas superficial velocities was presented, and compared with some available flow pattern 
maps which did not give a good agreement with the measured data. In a follow up study, Thome 
and El Hajal [86] developed a flow pattern map for evaporation in small horizontal tubes by 
modifying the flow pattern map of Kattan et al. [83] and involving the Rouhani-Axelsson drift 
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flux model [87] which was developed for predicting void fraction. The proposed flow pattern 
map is presented in Figure ‎2-2, and valid for adiabatic and diabatic flow conditions in small 
horizontal tubes, but it was not validated to be applicable for macro/micro-tubes. The transition 
line between intermittent flow and annular flow is determined by the correlation proposed by 
Kattan et al. [83] for fixed Loackhart-Martinelli parameter 𝑋𝑡𝑡 = 0.34. 
 
Figure ‎2-2: Flow pattern map developed by Thome and El Hajal [86] for evaporation in horizontal tubes 
considering the effect of working fluid. 
 
In 2005, Hassan et al. [88] developed two universal flow pattern maps for two-phase flow 
in vertical and horizontal micro-channels in terms of liquid and gas superficial velocities. Four 
basic flow patterns were defined, bubbly flow, intermittent flow, churn flow, and annular flow 
pattern. It has been revealed that the effect of surface tension in two-phase micro-channel is very 
significant and influences the flow patterns as well as the transition lines. Based on the force-
type dominance, the authors divided flow patterns into two main types. The first zone is that 
mainly controlled by the surface tension and this includes bubbly, slug, and confined flow 
patterns. The second zone is mainly influenced by the inertia force, and this includes dispersed 
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and annular flow patterns. Based on the experimental database from their and previous studies 
for two-phase flow in macro/micro-channels with a range of hydraulic diameter of 0.1 ≤ 𝐷ℎ ≤
1.0 𝑚𝑚, the authors proposed two flow pattern maps for vertical and horizontal flow in micro-
channels. The authors reported that a lack in two-phase micro-channel experimental database 
still exists and more experimental work particularly for channels with 𝐷ℎ ≤ 0.5 𝑚𝑚 is needed. 
Furthermore, in order to implement the proposed flow pattern maps, the phasic superficial 
velocities are needed which make it a quite hard to identify the transition line correctly. 
Additionally, the effects of applied heat flux on the flow patterns and their transition boundaries 
is very significant and should be considered for determining flow pattern boundaries. 
Recently many researchers have studied the relation between heat transfer and flow 
pattern maps. Cheng et al. [89] analyzed flow boiling heat transfer and flow pattern maps for 
flow boiling of CO2 in horizontal tube. Based on the observed variation in heat transfer 
tendency, the authors proposed criteria for predicting flow patterns transition lines from 
intermittent flow to annular flow, and from annular flow to dry-out flow which are given by, 
  𝑋𝐼 𝐴⁄ = [1.8
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In a major flow pattern study, Revellin [90] investigated the flow patterns of R134a and 
R245fa for flow boiling in 0.790 mm and 0.509 mm inner diameter round single micro-tubes. 
He revealed that seven flow patterns were recognized and identified as bubbly flow, bubbly/slug 
flow, slug flow, slug/semi-annular flow, semi-annular flow, wavy annular flow and smooth 
annular flow. Figure ‎2-3 shows the flow pattern obtained for R134a. In general, it has been found 
that the basic flow patterns that have been observed for flow boiling in horizontal micro-





Figure ‎2-3: Flow patterns for R134a flowing with G=500 [𝐤𝐠/𝐦𝟐 . 𝐬] in a 0.79 mm channel has an 
average heat length L=70 mm at Tsat=30 ℃  and‎∆Tsub=30 ℃, observed  by Revellin [90]. 
 
Revellin et al. [91] carried out diabatic two-phase experimental work for investigating the 
main bubble characteristics and flow patterns of flow boiling of R134a in a 0.5 mm inner 
diameter horizontal micro-tube by developing an optical measurement technique. It has been 
revealed that the bubble coalescence phenomenon and mass flux affect flow pattern boundaries. 
Moreover, the authors developed a new diabatic flow pattern map, as shown in Figure ‎2-4, for 
evaporation in horizontal micro-channels based on visualization data of flow boiling of R134a, 
and R245fa in 0.509 , and 0.790 mm inner diameter single micro-tubes. Four main flow regimes 
were observed namely, isolated bubble regime, (IB) coalescing bubbly regime, (CB), annular 
flow regime, (A), and post dry-out regime, (PD). The IB regime was identified as the zone where 
the bubble generation rate dominates the bubble coalescing rate and this includes the bubbly flow 
and the slug flow regime. The CB regime was identified as the zone where the bubble coalescing 
rate dominates the bubble generation rate. The transition lines from IB to CB and from CB to A 
flow regimes are represented by the Eq. (2.22) and Eq. (2.23) respectively. Furthermore, the 
authors recommended including the influence of flow instability on flow pattern transition 
boundaries for future work in order to extend the ability of the model to predict the incipience of 
back flow in two-phase flow boiling micro-channels. 
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Figure ‎2-4: A new diabatic coalescing bubble map for evaporating flow in circular uniformly 
heated microchannels: R-134a, D = 0.5 mm, L = 70 mm, 𝑻𝒔𝒂𝒕 =  𝟑𝟎 ℃, 𝒒 𝒘
" =  𝟓𝟎 [𝒌𝑾 𝒎𝟐⁄ ], 
Revellin and Thome [75].  
 
In a follow up study, Zhang and Fu [92] investigated the effects of tube size on flow 
patterns and transition boundaries of liquid nitrogen in 0.531, and 1.042 mm inner diameter 
vertical micro-tubes. Four basic flow patterns have been observed which are bubbly, slug, churn, 
and annular flow. For the micro-tube size, they have observed confined bubble flow pattern, 
which is characterized by the axial expansion of the bubble that has hemispherical shapes at both 
ends of the bubble. Furthermore, mist flow pattern has been reported due to the existence of 
small droplets in the vapor core, and dry-out of the liquid film. The authors have pointed out that 
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even in vertical flow boiling micro-channels; the gravity force effect is insignificant compared to 
inertial and surface tension forces. They compared their experimental data with some available 
models for predicting flow pattern transition boundaries, and concluded that none of the existing 
models was able to predict micro-channel flow pattern boundaries. Additionally, they measured 
heat transfer coefficient and void fraction, and reported that in vertical micro-channels, heat 
transfer enhancement was observed in annular flow regime. 
Rashid et al. [93] studied the flow boiling of R134a in a 0.781 mm inner diameter of 
horizontal micro-tube subjected to uniform heat fluxes within the range of 5 ≤ 𝑞𝑤
" ≤
45 [𝑘𝑊 𝑚2⁄ ], and mass fluxes (100 ≤ 𝐺 ≤ 400 [𝑘𝑔 𝑚2. 𝑠⁄ ]). They reported that main observed 
flow patterns are isolated bubbly, confined bubble, elongated bubble, slug flow, semi-annular, 
and annular flow patterns. Furthermore, they predicted the main bubble features, such as bubble 
length, velocity, and frequency considering the effects of main operating parameters. It has been 
revealed that bubble frequency increases by increasing mass, and heat fluxes, which significantly 
affects the flow patterns transition lines. They recommended conducting extra flow visualization 
of flow boiling in micro-channels for a better understanding of two-phase boiling in micro-
channels. 
Arcanjo et al. [94] conducted experimental work for studying bubble characteristics and 
flow patterns of flow boiling of R134a, and R245fa in a 2.32 mm inner diameter horizontal mini-
tube using a high speed video camera with mass flux range, 50 ≤ 𝐺 ≤ 600 [𝑘𝑔 𝑚2. 𝑠⁄ ], taking 
into account the effect of inlet saturation temperature. Four main flow patterns were observed 
which are bubbly, elongated bubbles, churn, and annular flow patterns. The authors presented 
flow regime map of the obtained results in terms of mass flux and vapor quality, and compared 
the transition lines of the observed flow patterns with those proposed by Barnea et al. [95], 
Felcar et al. [96], Revellin and Thome [75], and Ong and Thome [97] at saturation temperatures 
22, 31, and 41 ℃. Their experimental data gave good agreement with those developed by Felcar 
et al. [96], and Ong and Thome [97]. Based on flow visualization, the authors measured bubble 
velocity, length, and frequency. It has been concluded that bubble velocity increases by 




Celata et al. [98] carried out two-phase flow experiments for studying the flow patterns of 
flow boiling of FC-72 in a 0.48 mm inner diameter horizontal micro-tube. Basically, four main 
flow patterns have been observed namely, bubbly, slug, annular and dry-out flow patterns. 
However, two mixed flow patterns were observed without clear flow pattern boundaries namely 
bubbly/slug and slug/annular flow patterns. The churn flow pattern was not observed in such 
small size of the micro-tube. It has been pointed out that the flow boiling instability has been 
observed due to the backward and forward expansion of the elongated bubble in axial direction. 
The authors identified the observed flow patterns in terms of mass flux and exit vapor quality, 
and compared them with the flow regime maps of larger tube sizes (2.0 ≤ 𝐷ℎ ≤ 6.0 𝑚𝑚) 
developed by Mishima and Ishii [99], McQuillan and Whalley [100], and Ong and Thome [39]. 
It has been revealed that none of the used flow pattern maps was able to predict the transition 
line from bubbly flow to slug flow of the 0.48 mm micro-tube data. The authors attributed this to 
the shift movement of the bubbly flow toward the sub-cooled region due to decreasing the tube 
size. Furthermore, they noted that the flow pattern map of McQuillan and Whalley [100] was not 
able to predict the transition line from slug to annular flow for mass flux 
 (𝐺 ≤ 1250 [𝑘𝑔 𝑚2. 𝑠⁄ ]) since it was originally developed for large tubes at adiabatic working 
conditions, which is not the case for micro-tubes at diabatic conditions. On the other hand, both 
flow pattern maps of McQuillan and Whalley [100], and Ong and Thome [39] were able to fairly 
predict the transition line from slug flow to annular flow regime of the FC-72. Overall, the 
authors reported a need for developing a method able to quantitatively describe flow pattern 
boundaries and covering the sub-cooled and saturated regions in micro-tubes.  
One of the crucial parameters affecting the flow pattern in micro-channels is the reduced 
pressure. Therefore, Mastrullo et al. [101] investigated the effects of reduced pressure on flow 
pattern transition boundaries of flow boiling of CO2 and R410A in a 6.0 mm inner diameter 
horizontal small tube. They performed their experiments for the range of mass fluxes  (150 ≤
𝐺 ≤ 500 [𝑘𝑔 𝑚2. 𝑠⁄ ]), and heat fluxes (5 ≤ 𝑞𝑤
" ≤ 20 [𝑘𝑊 𝑚2⁄ ]) for reduced pressure range of 
0.57 ≤ 𝑝𝑟 ≤ 0.64. Additionally, they compared their observed flow pattern transition boundaries 
from intermittent to annular, which is denoted as  (I/A), and from annular to dry-out flow regime, 
which is denoted as (A/D), with the flow regime maps of Wojtan et al. [102], Cheng et al. [103], 
Barbieri et al. [104], and Canière et al. [105]. It has been noted that none of the tested flow 
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pattern maps was able to predict the flow pattern transition lines fairly, except the annular to dry-
out flow transition line (A/D) which was well predicted by the flow pattern map proposed by 
Wojtan et al. [102]. Consequently, based on the performed comparison and 1420 data points, the 
authors developed correlations for predicting the flow pattern transition boundaries for slug, 
intermittent, annular, and dry-out flow patterns by predicting the vapor quality at which the 
transition occurs. The proposed correlations predicted the transition lines with reasonable MAE. 
Ali et al. [106] investigated the characteristics of flow boiling of R134a in a 0.781 mm 
inner diameter horizontal micro-tube subjected to a uniform heat flux ranging from 5 to 45 
[𝑘𝑊 𝑚2⁄ ] with low mass flux, 100 to 400 [𝑘𝑔 𝑚2⁄ . 𝑠]. Five main flow patterns were presented 
as follows: bubbly flow (isolated bubble flow and confined bubble); slug flow (elongated bubble, 
and slug flow); semi annular flow (slug annular, and wavy annular flow); annular flow; and mist 
flow pattern. Considering the effects of working conditions, it has been revealed that wavy 
annular flow can be obtained at high mass flux, while mist flow pattern was observed at very low 
mass flux. Furthermore, it was reported that bubble frequency increases with mass flux, and 
increasing the pressure system leads to a shift of the transition boundaries toward lower 
superficial vapor velocity due to the sub-cooling effect.  
It is of importance here to notice that Ali et al. [106] employed the experimental dataset 
of Martin-Callizo et al. [107] which was measured for flow boiling of R134a in a 1.33 mm inner 
diameter vertical mini-tube, to study the effect of tube size on flow pattern neglectng the 
influence of flow orientation. However, churn flow pattern was observed for vertical flow in the 
study of Martin-Callizo et al. [107], while it was not observed for horizontal flow. Furthermore, 
Ali et al. [106] reported that, due to the confinement effects, the transition lines from bubbly to 
slug flow are shifted to lower vapor quality for smaller tubes than those for large tubes. On the 
other hand, due to the significance of surface tension in small channels, they revealed that the 
transition line from slug to annular flow was shifted to higher vapor quality for small tubes than 
those observed for the large tubes. 
Transition boundaries from intermittent to annular flow regime play a significant role for 
flow boiling in micro-channels. Charnay et al. [108] investigated the characteristics of flow 
patterns of flow boiling of R245fa in a 3.0 mm inner diameter horizontal small tube considering 
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a wide range of mass, 100 ≤ 𝐺 ≤ 1500 [𝑘𝑔 𝑚2. 𝑠⁄ ],and heat fluxes of 10 ≤ 𝑞𝑤
" ≤ 90 [𝑘𝑊 𝑚2⁄ ] 
using high speed video camera. Four basic flow patterns have been observed, which are bubbly 
flow, bubbly-slug flow, slug flow, and annular flow. It has been found that (I/A) transition line is 
dependent of applied heat flux. Furthermore, the authors measured bubble characteristics and 
demonstrated that at the peak of bubble frequency, the flow pattern changes. Additionally, they 
linked the (I/A) transition line to the dominant heat transfer mechanism, where they observed 
that transition boundary from intermittent to annular flow corresponded to the transition from 
nucleate boiling to convective boiling heat transfer mechanism.  
Recently, Tibirica and Ribatski [109] conducted an experimental work for studying flow 
patterns and bubble behavior for flow boiling of R134a, and R245fa in a 0.38 mm inner diameter 
stainless steel horizontal micro-tube with a heated length of 200 mm. The authors performed 
their experiments employing a high speed camera (105𝑓𝑝𝑠), for a wide range of mass 
fluxes, (100 ≤ 𝐺 ≤ 900 [𝑘𝑔 𝑚2. 𝑠⁄ ]), and high heat flux reaches to 𝑞𝑤
" ≤ 226 [𝑘𝑊 𝑚2⁄ ]. Four 
basic flow patterns have been observed namely as bubbly flow, slug flow, annular flow, and dry-
out flow patterns. The authors analyzed bubble characteristics and proposed new correlations for 
predicting the bubble departure diameter and bubble departure frequency for flow boiling in 
micro-channels. They found that bubble departure frequency increases with mass flux. 
Furthermore, the authors highlighted the main interfacial waves that affect the observed flow 
patterns and result in interfacial instability. They reported that the interfacial waves can result 
from five main sources: 1. they can be created due to the dominant of drift vapor velocity; 2. 
Oscillation of liquid slug; 3. Bubble coalescing phenomenon; 4. Bubble nucleation in trapped 
liquid film; 5. Non-uniformity of applied heat flux. Additionally, liquid entrainment droplets 
were observed in the vapor core for 0.4 mm micro-tube due to two different sources of interfacial 
instability which are caused by liquid slug instability, and bubble coalescing phenomenon. 
2.5. Heat Transfer Mechanisms 
Flow boiling in micro-channels has a complex nature from the point view of the heat 
transfer mechanism. This is still a debated question that needs to be well clarified. Furthermore, 
it is very crucial to adopt the real heat transfer mechanism that goes with the corresponding flow 
pattern for more a realistic flow boiling model. In other words, knowing the heat transfer 
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mechanism is a fundamental issue for modeling two-phase flow boiling flow, particularly, in 
mini/micro-channels. Some previous studies reported that the dominant heat transfer mechanism 
for boiling in mini/micro-channels is nucleate boiling based on the relation between the heat 
transfer coefficient and the applied heat flux (e.g., Lazarek and Black [110]; Wambsganss et al. 
[111];  Bao et al. [21] ; Yen et al. [112]; Kandlikar and Balasubramanian [113]; and Kandlikar 
[60]). On the other hand, some other researchers, (e.g., Lee & Lee [22]; Jacobi and Thome [114]; 
Qu & Mudawar [115]) revealed that the convective boiling including liquid film evaporation is 
the dominant heat transfer mechanism in mini/micro-channels. 
 Chen [54] reported that the heat transfer mechanism varies by varying the flow regime, 
and it is of importance to correctly define the flow regime and check the applicability of any 
developed correlation or model used for that specific flow regime. To better understand the heat 
transfer mechanism for two-phase flow boiling, Chen [54] , proposed a heat transfer correlation 
based on an additive method principle, taking into account the contribution of both macro-
convective and micro-convective heat transfer mechanisms. The macro-convective heat transfer 
term is related to the flowing of working fluid, while the micro-convective term is related to the 
bubble nucleation and bubble growth rate. The correlation was developed for saturated two-
phase vertical flow boiling conditions at a heat flux lower than the CHF, in the absence of slug 
flow regime. The correlation was tested for 600 data points of water and organic working fluids, 
and gave a good agreement with a deviation of ∓12 %. The two-phase heat transfer coefficient 
was represented as 
  ℎ = ℎ𝑚𝑎𝑐 + ℎ𝑚𝑖𝑐  (2.6) 
Where ℎ𝑚𝑎𝑐  is the macro-convective heat transfer coefficient, which is a function of Reynolds 
number factor F, and ℎ𝑚𝑖𝑐  is the micro-convective heat transfer coefficient which is a function of 
the suppression factor S that is described in terms of the ratio of effective superheat to the total 
superheat of the channel wall. 
Lazarek and Black [110] investigated saturated heat transfer flow boiling of R113 in a 
3.15 mm inner diameter vertical tube. They measured pressure drop, predicted heat transfer 
coefficient, and CHF. They pointed out that the heat transfer coefficient is significantly 
influenced by the applied heat flux and not affected by the vapor quality. Therefore, they 
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revealed that nucleate boiling is the dominant heat transfer mechanism. Wambsganss et al. [111] 
conducted an experimental investigation for heat transfer flow boiling of R113 in a 2.92 mm 
inner diameter horizontal tube. They observed that the flow boiling heat transfer coefficient is 
strongly affected by the applied heat flux, and slightly influenced by mass flux and vapor quality. 
Therefore, similar to Lazarek and Black [110], they concluded that nucleate boiling dominates 
the heat transfer mechanism due to the high boiling number. Bao et al. [21] performed similar 
experimental investigation, but for flow boiling of R11, and HCFC123 working fluids in a 1.95 
mm inner diameter horizontal tube. Their results showed that the applied heat flux has a 
significant effect on the heat transfer coefficient, while is independent of mass flux and vapor 
quality. As a result, they reported that nucleate boiling dominates heat transfer mechanism for 
flow boiling in small channels.  
Overall, the dominant heat transfer mechanism is flow pattern dependent. According to a 
study for boiling heat transfer in small channels presented by Kew and Cornwell [67], heat 
transfer mechanisms for boiling in small-diameter channels;1.39 ≤ Dh ≤ 3.69 mm; can be 
classified as nucleate boiling, confined bubble boiling, convective boiling, and partial dry-out 
heat transfer mechanisms corresponding to four different observed flow regimes defined as: 
isolated bubble, confined bubble, slug/annular, and partial dry-out flow. However, more than one 
mechanism may be dominant in a flow pattern. For instance, in the confined bubble flow regime, 
the heat transfer can occur through both thin film evaporation and conduction. Thome and 
Consolini [116] reported that in bubbly flow the nucleate boiling controls the heat transfer 
mechanism, whereas in slug and annular flow regimes the liquid film evaporation is the 
dominant heat transfer mechanism. Kandlikar and Balasubramanian [113] proposed a heat 
transfer correlation that shows the trend of heat transfer coefficient in terms of vapor quality, and 
they concluded that nucleate boiling dominates heat transfer for flow boiling in mini/micro-
channels for low Reynolds number (ReLo<100). 
Some forces, such as surface tension, viscous shear, inertial, and momentum of 
evaporation, acting at the vapor-liquid interface, are essential for analyzing heat transfer 
characteristics of flow boiling in micro-channels. Kandlikar [60] derived two dimensionless 
groups by considering these forces namely K1 and K2. The first dimensionless group, K1, is 
defined as the ratio of the force of evaporation momentum to the inertia force, and represented in 
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terms of Boiling number and liquid to vapor density ratio. The second dimensionless group, K2, 
is defined as the ratio of the force of the evaporation momentum to surface tension. The author 
plotted the two derived dimensionless groups against a wide range of hydraulic diameter. On the 
question of dominant heat transfer mechanism, Kandlikar found that higher end values of K1 for 
the data sets indicated the dominance of nucleate boiling mechanism, while lower end values of 
K1 indicates the dominance of convective boiling mechanism. Additionally, the maximum 
values of K2 indicate the onset of CHF. K1 and K2 are expressed as follows 
  K1 = 𝐵𝑜
2(𝜌𝑓 𝜌𝑔⁄ ) (2.7) 
 





Where Bo is Boiling number. 
Lee and Mudawar [117] investigated the two-phase heat transfer characteristics for flow 
boiling of R134a in micro-channel heat sinks at uniform high heat flux. They revealed that the 
dominant heat transfer mechanism of flow boiling in micro-channels is dependent on the flow 
pattern regime. The flow pattern was a major factor in their study to distinguish the dominant 
heat transfer mechanism. Therefore, they pointed out three different ranges of vapor qualities. 
The very low vapor quality regime (bubbly flow regime), (𝑥 < 0.05), is observed at low heat 
flux, where the nucleate boiling is dominant, while the intermediate vapor quality regime, 
bubbly/slug flow regime, (0.05 < 𝑥 < 0.55), and high vapor quality regime 𝑥 > 0.55, the 
convective boiling is the dominant heat transfer mechanism. 
It has been concluded that the nucleate boiling is the dominant heat transfer mechanism 
in the bubbly flow regime where the vapor quality is low, while the convective mechanism is 
dominant at intermediate and high vapor quality ranges for the slug and annular flow regimes 
respectively for flow boiling in micro-channels. Further, it has been recommended, for future 
research, to generalize a flow pattern map for heat transfer prediction of flow boiling in micro-
channels that covers all flow regimes for wide operating conditions and channel sizes 
considering the surface roughness effects at the meantime. 
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2.6. Bubble Dynamics 
It has been known that the bubble dynamics is an essential aspect for studying pool 
boiling and flow boiling phenomena, particularly, in mini/micro-channels whether for vertical or 
horizontal conditions. Therefore, several previous studies for bubble nucleation, growth rate, 
departure diameter, and departure frequency have been carried out (e.g. Lee et al. [118], Fu et al. 
[119], Arcanjo et al. [94] ). 
Lee et al. [118] investigated experimentally the bubble characteristics for flow boiling of 
de-ionized water in a 41.3 𝜇𝑚 inner hydraulic diameter trapezoidal micro-channel. They 
observed that bubble growth rate in single micro-channels falls in the range 0.13 to 7.08 𝜇𝑚 𝑚𝑠⁄ . 
Moreover, the bubble growth is influenced by various factors based on the growth stage. In the 
first stage of the bubble growth, the bubble growth is mainly controlled by the inertial forces, 
while in the latter stages of the bubble growth, the bubble growth rate is basically, controlled by 
the thermal diffusion through the latent heat of evaporation. Investigating bubble growth rate 
raised a question, which is "is the evaporation rate at the bubble interface uniform or not?", Lee 
et al. [118], stated that the evaporation rate at the bubble interface is non-uniform, where it is 
higher at the heated wall and low at the bubble tip. Additionally, they concluded that the bubble 
growth rate is governed by the inertial force, while the bubble departure diameter is controlled by 
the surface tension. Regards to the bubble frequency, they revealed that the bubble frequency in 
the micro-channel is equivalent to that of conventional size channels.    
Lie and Lin [120] conducted an experimental work for investigating the influence of the 
channel size and operating conditions on bubble characteristics and heat transfer coefficient of 
saturated flow boiling of R134a in 1.0, and 2.0 mm gap-size annular ducts. The influence of 
channel size has long been a question of a great interest in heat transfer flow boiling. In their 
study, it has been observed that decreasing the duct size was found to increase the saturated heat 
transfer coefficient, the bubble departure diameter, and the mean bubble departure frequency. 
Furthermore, the authors revealed that the mean bubble frequency increases with the mass flux, 
and inlet saturation temperature. Moreover, it has been reported that increasing the mass flux 
causes a slight decrease in bubble departure diameter, and lower the density of nucleation sites. 
Based on their experimental data, the authors proposed correlations for predicting bubble 
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departure diameter, frequency, and the density of nucleation site in terms of Reynolds number, 
Boiling number, Prandtl number, confinement number, and fluid properties. The proposed 
correlations gave a good agreement with the tested data. The developed correlation for predicting 
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The correlation of the density of the nucleation site is given by, 
  𝑁𝑎𝑐𝐷𝑑
2 = −0.029 + 4.82𝐵𝑜0.409𝑅𝑒𝑓
−0.15  (2.11) 
Situ et al. [121] have studied experimentally, the bubble departure frequency for forced 
convective sub-cooled boiling flow of water in upward vertical channel. They investigated the 
applicability of existing models and correlations for predicting bubble departure frequency. It has 
been revealed that the correlations developed for pool boiling do not predicted well the bubble 
departure frequency for forced convective sub-cooled boiling flow. Moreover, the available 
models are applicable for narrow limited conditions. Therefore, they provided a new correlation 
based on their experimental data and those available in the literature for predicting the bubble 
departure frequency considering the influence of applied heat flux on the bubble departure 
frequency. The proposed correlation gave a good agreement with the tested data measured at 
operating conditions with low wall superheat temperatures.  
Agostini et al. [122] investigated the relationship between the elongated bubble and 
bubble length for flow boiling of R134a in micro-channels at diabatic conditions considering the 
influence of a wide range mass flux, 200 to 1500 𝑘𝑔/𝑚2. 𝑠, and tube diameter, 0.509, and 0.790 
mm. A strong relation between the bubble relative velocity and the one calculated based on the 
homogenous model, and the bubble length has been reported. The authors found that the relative 
bubble velocity increases with the bubble length, the mass flux, and the channel inner diameter. 
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Furthermore, the authors developed an analytical model for describing the relation between the 
relative velocity and the corresponding bubble length. The proposed model which predicted 90 
% of the experimental data with a deviation error band of ±20 % is expressed as follows, 











 where, 𝐶, is a coefficient, 𝐶 = −0.58, and 𝐶𝑜 is denoted for confinement number, 𝑈ℎ, is the 
homogenous velocity, and 𝛾, is defined by 




In a study of bubble collision, Revellin et al. [123] have conducted experimental work for 
investigating the characteristics of bubble collision for flowing of R134a in 0.5, and 0.7 mm 
inner diameter micro-tubes at both diabatic and adiabatic conditions, collecting about 412 data 
points, including the measurements of bubble length. It has been observed that due to the 
variation of bubble sizes, the bubble collision occurs. The model, predicted bubble length 
distribution, and bubble frequency in terms of exit vapor quality. Their results showed that the 
peak of bubble frequency was obtained at low vapor quality.  
Fu et al. [119] have conducted vertical upward flow boiling experiments for investigating 
the bubble growth, departure, and related flow patterns for liquid nitrogen in mini-tubes with a 
range of 1.3 to 1.5 mm inner diameters. The authors focused on studying the bubble growth rates 
for two cases, when the bubble slides along the tube wall, and when the bubble attached the 
nucleating sites. The bubble coalescence phenomenon was not considered in their study. A 
similarity in bubble growth rates before and after bubble departure has been observed, and the 
authors attributed this to the dominance of inertial force effects on bubble growth rate. It has 
been revealed that liquid film evaporation is the dominant heat transfer mechanism for flow 
patterns observed beyond the bubble confinement. It has been observed that bubble departure 
mechanism is significantly influenced by mass and heat fluxes. The authors found that increasing 
the mass flux shorten the bubble period, and accelerated the bubble departure. On the other hand, 
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they found that increasing the heat flux delayed the bubble period. They attributed this to the 
dominance of the forces acting on the bubble growth during the period of bubble growth. Based 
on Situ et al.'s model of bubble lift-off diameter [124], the authors proposed a correlation for 










where 𝐷𝑑, is departure bubble diameter, 𝐷𝑖, is inner diameter of the tube, 𝑘, is an empirical 
parameter equals to 0.04, 𝑃𝑟𝑓, is Prandtl number for the fluid. The proposed correlation predicted 
their tested data with a deviation limits of ± 30 %. 
2.7. Liquid Film in Slug and Annular Flow Regimes 
Liquid film thickness influences the liquid film gradient temperature and consequently, 
the rate of heat transferred to the channel. Therefore, it plays an important role in the 
investigation of flow boiling heat transfer in mini/micro-channels, Moriyama and Inoue [125].  
Several investigations for predicting liquid film variation either in slug flow or annular flow have 
been done. 
Irandoust and Andersson [35] investigated theoretically and experimentally the liquid 
film‎ thickness‎ for‎ upward‎ and‎ downward‎ Taylor’s‎ flow‎ in‎ capillaries. They solved Navier-Stokes 
equations and surface tension equations numerically for the theoretical part, and implemented a 
photometric technique for various working fluids named as air-ethanol, air-water and air-glycerol 
to measure liquid film thickness. They developed a correlation for liquid film thickness 
considering the capillarity effect, and the Capillary number is calculated based on bubble 
velocity. The analytical solution gave a good agreement with data of air-ethanol but 
underestimated those for air-water. The correlation of liquid film thickness is proposed as 
follows: 
  δo D⁄ = 0.18 [1− exp (−3.08Ca
0.54)]   (2.15) 
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Fukano and Kariyasaki [36] investigated the characteristics of air-water flow in a 
capillary tube at an adiabatic condition taking into account the influences on flow direction and 
tube size on the flow pattern, pressure drop, bubble velocity, and liquid film. They concluded 
that for the two-phase flow in capillaries, neither the stratified flow pattern, nor the small bubbles 
in liquid slug or liquid film have been observed. Furthermore, the liquid film thickness decreases 
with the tube size and increasing the gas superficial velocity.   
Moriyama and Inoue [125] measured the liquid film thickness formed due to the 
expansion of the bubble formed between two narrow horizontal plates. They assumed that the 
heat transferred from the plate surface is enough to evaporate the liquid film, and based on this 
assumption, the transient temperature variation of the plate surface was estimated. The influence 
of the acceleration of the bubble on the liquid film thickness was considered. It has been revealed 
that the liquid film thickness is affected by the Capillary number for large bubble acceleration 
where Bo ≤ 2.0. On the other hand, it is noted that the liquid film thickness is mainly influenced 
by the viscous boundary layer for small bubble acceleration where Bo > 2.0. The proposed 
correlation is presented as, 
  (δ d⁄ ) = {
0.10(δ∗)0.84       Bo> 2
0.07 Ca0.41        Bo ≤ 2
 (2.16) 
 
The challenge in implementing this correlation is how to estimate the time required for the 
bubble nose to reach the measuring point from the bubble nucleation. 
Hazuku et al. [126] have conducted experimental two-phase flow work for measuring 
liquid film thickness for flowing of water and nitrogen gas in 0.5-2.0 mm inner diameter 
mini/micro-tubes at adiabatic conditions by developing a laser focus displacement meter (LFD). 
They concluded that LFD technique with a transparent fluorocarbon tubes allows to measure the 
liquid film thickness thinner than 1 μm. 
Steinbrenner et al. [127] measured liquid film thickness for adiabatic two-phase flow 
(stratified flow) of water and air injected in a micro-channel with size of Dh ≤ 500 μm, using 
fluorescence imaging technique. Furthermore, they developed a separated flow model for 
predicting the liquid film thickness at adiabatic conditions. The model gave a good agreement 
with their experimental data and is useful to be applied for mixing micro-channels applications 
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such as fuel delivery cells. On the other hand, to be applicable for flow boiling micro-channel 
applications their model needs some extra essential considerations. For instance, the stratified 
flow pattern is promised not to be observed in flow boiling micro-channel. Furthermore, the 
influence of heat flux on the liquid film characteristics is very crucial and must be taken into 
account for more realistic two-phase flow boiling model. 
Han and Shikazono [128] studied the liquid film thickness at steady conditions of two 
phase adiabatic flow for slug flow regime in micro-tubes. A correlation for predicting initial 
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In a follow up study, Han and Shikazono [129] have considered the influence of bubble 
acceleration on the viscous boundary layer which has a significant effect on the liquid film 
thickness in slug flow regime. They have employed (LFD) imaging technique for measuring 
liquid film thickness of flowing ethanol, water, and FC-40 in 0.5, 0.7, and 1.0 mm inner diameter 
micro-tubes. An empirical correlation for predicting the initial liquid film thickness in slug flow 
regime in terms of Bond number, Capillary number, and bubble acceleration was developed and 







0.968 Ca2 3⁄  Boaccel
−0.414
1 + 4.838 Ca2 3⁄  Boaccel
−0.414     (2.18) 
Where, Bo is the Bond number based on the bubble acceleration. The initial liquid film thickness 
for a wide range of Capillary number is estimated based on the above two equations Eq. (2.17), 














]     (2.19) 
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This correlation gave a good agreement with the data of the liquid film thickness. 
Tibirica et al. [130] presented the methods and measurement techniques for estimating 
the two phase liquid film thickness in mini/micro-channels. They discussed the challenges that 
may be faced by the measurement techniques. They concluded that the LFD method is promised 
to be an accurate and the most proper optical technique for measuring liquid film thickness for 
flow boiling in micro-channels. Furthermore, it has been noted that the rate of the experiments 
conducted the liquid film measurement in annular flow regime is lower than those performed for 
the slug flow.  Kanno et al. [131] measured the liquid film thickness for the two phase flow in 
the annular flow regime in micro tubes at adiabatic conditions employing water and FC-40 as 
working fluids. The obtained experimental data were compared with the analytical model of the 
critical liquid film thickness developed by Revellin et al. [38] for saturated flow boiling in micro-
channels. The model over predicted the measured data and the authors attributed this to the 
influence of interface instability. 
Ong and Thome [39] measured liquid film thickness for flow boiling of R134a, R236fa 
and R245fa on three different channel sizes, 1.03, 2.2 and 3.04 mm. they have used a MATLAB 
image processing code for image post-processing to detect the liquid-vapor interface and 
estimate the number of pixels. Then, the top and bottom liquid film thickness was estimated 
qualitatively considering each pixel equals 18 μm approximately. It has been noted that the 
gravity force still has a clear effect for flow boiling of R236fa in 1.03 mm channel diameter at 
lower vapor quality and 𝐶𝑜 = 0.83 where a difference in liquid film thickness between the top 
and bottom was observed. 
Han et al. [40] studied the effects of liquid film evaporation on the heat transfer 
coefficient of flow boiling in a micro tube at boiling conditions. The liquid film thickness was 
measured in the slug flow regime using the LFD techniques. The obtained data were compared to 
those predicted by the correlations developed at adiabatic conditions. The heat transfer 
coefficient was evaluated by two different methods. The first method was based on the measured 
wall temperature, and the second one was based on the measured liquid film thickness, and both 
methods gave a good agreement at low vapor quality. It has been revealed that the initial liquid 
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film thickness at boiling conditions may fairly be estimated using the correlations developed at 
adiabatic conditions. 
2.8. Critical Heat Flux (CHF) 
CHF plays a significant role in developing and designing conventional and compact heat 
exchangers, particularly, mini/micro-channel heat sinks. Therefore, several CHF studies have 
been carried out since 1960s. Some authors investigated CHF for saturated flow boiling 
conditions (e.g Wojtan et al. [45]; Revellin et al. [38]; Kim and Mudawar [132]), other 
researchers focused on CHF for sub-cooled conditions (e.g. Vandervort et al. [133]; Kandlikar 
[134]; Hsiech and Lin [135]).  
Considering pool and forced convection boiling on submerged bodies in saturated liquids, 
Katto [136] analyzed the sub-cooled flow boiling CHF based on the principle of liquid sub-layer 
dry-out for various conditions of heated surface and fluid flow configurations. He developed a 
hydrodynamic model for predicting CHF based on the critical liquid film thickness, and reported 
two essential phenomena that play a key role in forming the liquid film and therefore influence 
the onset of CHF, which are the Kelvin-Helmholtz instability that appears at the liquid-vapor 
interface, and the liquid inflow rate that feeds the liquid film.  
In an attempt to study the CHF at very high heat flux conditions in small mini-tubes, 
Vandervort et al. [133] carried out convective flow boiling experiments for water in mini-tubes 
with a range of inner diameter of 0.3 ≤ 𝐷 ≤ 2.7 𝑚𝑚, subjected to a very high heat flux 𝑞𝑤
" ≥
105 [𝑘𝑊 𝑚2⁄ ] and an extremely high range of mass fluxes, 5000 ≤ 𝐺 ≤ 40000 [𝑘𝑔 𝑚2. 𝑠⁄ ], 
considering the effects of length-to-diameter ratio for the range of 2.0 ≤ 𝐿 𝐷⁄ ≤ 50.0, and the 
sub-cooling within a range of 40 ≤ ∆𝑇𝑠𝑢𝑏 ≤ 135 ℃. They revealed that the CHF increased 
nonlinearly with the sub-cooling, tube diameter, and the length-to-diameter ratios for (𝐿 𝐷⁄ ) ≤
10. One of the interesting and significant findings in their results is that some test sections were 
damaged, where a premature test section failure has been observed at heat fluxes 20 % lower 
than the CHF for two test sections 1.8, and 2.4 mm inner diameter tubes. They attributed this 
premature failure to the influence of some thermal-hydrodynamic phenomena that can happen 
after the onset of boiling, and due to the spontaneous nucleation-type instability which is related 
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to the surface roughness of the inner wall of the test section that influences the nucleation sites. 
Furthermore, they proposed a new CHF correlation for high flux boiling region, which was 
defined as the zone where the tube surface is subjected to a heat flux as high as 104 ≤ 𝑞𝑤
" ≤
2× 105 [𝑘𝑊 𝑚2⁄ ]. They have taken into account the influences of five main parameters, mass 
flux, pressure, exit sub-cooling, tube diameter, length-to-diameter ratio, on the CHF. The 
proposed correlation was developed based on 721 CHF data points measured only for tubes with 
inner diameter 𝐷 ≤ 3.0 mm. 
Wojtan et al. [45] investigated experimentally CHF of saturated flow boiling of R134a, 
and R245fa in 0.5 mm, and 0.8 mm inner diameter single horizontal micro-tubes subjected to a 
uniform heat flux, considering the effects of saturated temperature, inlet sub-cooling, mass flux, 
tube diameter, and heated length. They performed their experiments for a heated length range 
20 ≤ 𝐿ℎ ≤ 70 𝑚𝑚, inlet saturation temperatures, 30, and 35 ℃, with a range of mass fluxes of 
400 ≤ 𝐺 ≤ 1600 [𝑘𝑔 𝑚2. 𝑠⁄ ], and inlet sub-cooling 2 ≤ ∆𝑇𝑠𝑢𝑏 ≤ 15 ℃. It has been reported 
that increasing the heated length decreases the CHF, while increasing the mass flux increases the 
CHF. Moreover, the CHF increases with the saturation temperature for mass fluxes higher than 
𝐺 ≥ 1000 [𝑘𝑔 𝑚2. 𝑠⁄ ]. On the other hand, no sub-cooling effect on the CHF has been observed 
for the tested conditions. Based on the Katto-Ohno correlation, and the measured CHF data 
points, they proposed a CHF correlation which is applicable for annular flow regime, and 













Qi et al. [46] performed a series of experiments for studying the heat transfer coefficient 
and CHF for flow boiling of liquid nitrogen in 0.531, 0.834, 1.042, and 1.931 mm inner diameter 
single micro-tubes subjected to a range of a uniform heat flux of 50.0 ≤ 𝑞𝑤
" ≤ 214 [𝑘𝑊 𝑚2⁄ ], 
with a mass flux range of 440 ≤ 𝐺 ≤ 3000 [𝑘𝑔 𝑚2. 𝑠⁄ ], and at an inlet temperature range, 
78.2 ≤ 𝑇𝑖𝑛 ≤ 79.8 𝐾. They recognized the incipience of CHF based on the sudden jump in the 
wall temperature which is observed close to the exit of the micro tube combining with a steep 
drop in heat transfer coefficient. It has been noticed that the CHF increases with the mass flux, 
while the critical vapor quality decreases with the mass flux. Based on the Katto-Ohno 
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correlation of the CHF, the authors proposed a CHF correlation taking into account the effects of 















1 + 0.03𝐿 𝐷⁄
 (2.21) 
The proposed correlation showed an inverse relation between the CHF and tube diameter. 
However, this is different from the results presented by the same authors, where it showed that at 
a constant mass flux, the CHF increases by increasing the tube size.      
Revellin and Thome [52] developed a semi-analytical CHF model for flow boiling in a 
single horizontal uniformly heated micro-channel considering the influence of interfacial waves 
of the annular liquid film. They reported that CHF occurs in annular flow regime and can be 
recognized when a partial dry-out of the liquid film is experienced at a certain value of the liquid 
film thickness, (i.e. δ > 0 ), where the vapor quality in this case is xexit < 1.0. In other words, 
the CHF model was defined based on the dry-out of the liquid film and the height of the 
interfacial wave, and the critical film thickness was modeled based on Kelvin-Helmholtz critical 
wave length λc, at the channel outlet where the dry-out occurs. The correlation involved the 
effects of gravity and surface tension, which is given by, 












Where R is the internal radius of the tube, C, j1, and K1 are parameters estimated based on the 
CHF database. Furthermore, the authors assumed that the CHF occurs when the liquid film 
thickness reaches the minimum assumed values, which is defined here as, 𝛿𝑚𝑖𝑛 ≅ 0.05𝐷. The 
model was tested with CHF experimental data points obtained for four different fluids at wide 
range of channel sizes Dh = [0.215 to 3.15 mm], mass fluxes range of [29 to 1600 kg m
2 . s⁄ ], 
various heated length [10 to 126 mm], and inlet sub-cooling range [2 to 77℃]. The model 
predicted 90 % of the tested data with the error band ±20 % and MAE of 9.3 %. The best values 
for the parameters C, j1 and k1, proposed by the authors are 0.15, − 3 7⁄  and −1 7⁄ , respectively. 
CHF results showed that the CHF increases by increasing the mass flux, the channels size and 
the inlet sub-cooling ∆Tsub, while decreases by increasing the channels heated length.  
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Wu and Li [137], studied the effects of heated length to diameter ratio(𝐿ℎ 𝑑ℎ⁄ ) on the 
saturated CHF in mini/micro channels. They found that the Boiling number at CHF, Blchf, 
decreases greatly with (𝐿ℎ 𝑑ℎ⁄ ) at low values of (𝐿ℎ 𝑑ℎ⁄ ). A new criterion (𝐵𝑜𝑅𝑒𝑙
0.5 ≤ 200.00) 
was adopted to identify the macro-to-micro-scale region. The authors compiled 1672 saturated 
CHF database points for flow boiling of various refrigerants and water in mini and micro-
channels. The threshold value of  (𝐿ℎ 𝑑ℎ⁄ = 150) was reported as there is no significant effect of 
𝐿ℎ 𝑑ℎ⁄  on saturated CHF beyond this value. In general, the compiled database was divided into 
two main regions and a new CHF correlation was proposed for each region. For the region, 
which is characterized by (𝐵𝑜𝑅𝑒𝑙
0.5 ≤ 200), and(𝐿ℎ 𝑑ℎ⁄ ) ≤ 150, the CHF correlation is given 
in terms of Boiling number at CHF as, 










0.82  (2.23) 
Furthermore, the effects of inertia, viscous and surface tension forces were taken into account 
and represented by the non-dimensional group (𝑊𝑒𝑚𝐶𝑎𝑙
0.8) to represent the second region 
(𝐵𝑜𝑅𝑒𝑙
0.5 ≤ 200), and(𝐿ℎ 𝑑ℎ⁄ ) > 150 . The CHF for this region is given by 
  𝐵𝑙𝐶𝐻𝐹 = 1.16 × 10
−3(𝑊𝑒𝑚𝐶𝑎𝑙
0.8)−0.16  (2.24) 
It is of importance to notice that Weber number is calculated in terms of average density, and the 
gravity force effect was not considered in the proposed CHF correlation. The authors tested the 
reliability of the proposed correlations in saturated CHF prediction compare to some selected 
CHF correlation, they found that their correlations captured 95.5 % of the non-aqueous CHF 
database with a 𝑀𝐴𝐸 = 12.6 %,  while predicted 93.5 % of the Water CHF database with a 
𝑀𝐴𝐸 = 18.6 % within ±30 % error bands.  
Basu et al. [48] investigated experimentally the effects of mass flux, inlet sub-cooling, 
saturation pressure, and channel size on the CHF of flow boiling of R134a in 0.5, 0.96, and 1.60 
mm inner circular small tubes. The authors identified the CHF based on the sudden increase in 
the wall temperature measured close to the tube exit. It has been found that the CHF increases 
with mass flux, inlet sub-cooling, and tube diameter. On the other hand, it has been revealed that 
the CHF decreases with the saturation pressures. Based on two flow pattern maps developed by 
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Hassan et al. [88], and Revellin and Thome [75], the authors mapped their experimental data and 
revealed that the CHF occurs in the annular flow regime for 0.96 mm, and 1.6 mm inner 
diameter tubes, while it occurs in the slug flow regime for a 0.5 inner diameter tube. Using their 
CHF data of R134a, and those measured by Roday and Jensen [138] for R123, the authors 
proposed a CHF correlation that predicted the CHF with a MAE of 10 %. The proposed CHF 
















Ong and Thome [139] conducted similar series of experiments to study the effects of the 
main parameters of the working conditions on the heat transfer coefficient and CHF for flow 
boiling in mini/micro-channels, including the influence of confinement number. They performed 
their experiments for flow boiling of various working fluids, R134a, R236fa, and R245fa, in 
1.03, 2.20, and 3.04 mm inner diameter tubes. The onset of CHF was identified based on the 
rapid increase in the wall temperature. It has been found that the CHF increases with the mass 
and heat fluxes. On the other hand, it was reported that the CHF increases by decreasing the tube 
diameter and saturation temperature, and no significant effect of the inlet sub-cooling was 
revealed. Regards to the effect of flow pattern on the CHF, it has been reported that all the CHF 
measured were fallen in the annular flow regime. The authors proposed a new CHF correlation 
based on the correlation of Wojtan et al. [45] considering the confinement effects, the proposed 
correlation is applicable for flow boiling of the tested working fluids in mini/micro-channels 
with a range of hydraulic diameter of 0.35 𝑚𝑚 ≤ 𝐷 ≤ 3.04 𝑚𝑚 , for mass fluxes 84 ≤ 𝐺 ≤
3736 [𝑘𝑔 𝑚2. 𝑠⁄ ], heated length to diameter ratios, 22.7 ≤ (𝐿ℎ 𝐷⁄ ) ≤ 178, vapor to liquid 
density ratios 0.024 ≤ (𝜌𝑔 𝜌𝑓⁄ ) ≤ 0.036, liquid to vapor dynamic viscosity ratios, 14.4 ≤
(𝜇𝑓 𝜇𝑔⁄ ) ≤ 53.1, and heated-length-based liquid Weber number range of, 7 ≤ 𝑊𝑒𝑓 ≤ 20 × 10
4, 


























−0.141  (2.26) 
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Where 𝐷𝑡ℎ represents the threshold criterion for macro-to-microscale effects and can be written 
as follows, 






with a confinement number Co=0.5. 
Del Col and Bortolin [140] investigated experimentally the CHF flow boiling of R134a, 
R32, and R245fa in a 0.96 mm inner diameter circular mini-tube subjected to a non-uniform heat 
flux. The method used for heating the test section was performed by supplying a hot water 
around the test section. The applied heat flux increased axially along the test section. The 
influence of the mass flux and reduced pressure on the CHF were considered for the range 
of 100 ≤ 𝐺 ≤ 900 [𝑘𝑔 𝑚2. 𝑠⁄ ] and 0.05 ≤ 𝑝𝑟 ≤ 0.34. Based on the rapid change in the standard 
deviation of the wall temperature, the CHF was identified. The authors compared the obtained 
CHF data with some CHF predicting methods, it has been indicated that the model of Revellin 
and Thome [52] gave a good agreement with their experimental data. 
To better understand the effects of high mass flux on CHF in micro-channels, Kaya et al. 
[141] performed experiments for flow boiling of de-ionized water in micro-tubes with a range of 
inner diameter of 249 ≤ 𝐷 ≤ 494  𝜇𝑚 and for mass fluxes range of 20,511 ≤ 𝐺 ≤
38,111 [𝑘𝑔 𝑚2. 𝑠⁄ ]. It has been found that the CHF increased with mass flux, and decreasing 
tube diameter, and heated length to diameter ratio. They related the onset of CHF to the 
departure of nucleate boiling mechanism (DNB) due to the high mass flux and low vapor quality 
conditions. Moreover, they compared their CHF data points with the correlations developed for 
sub-cooled and low vapor quality flow, and proposed a new CHF correlation considering the 
data of Kosar et al. [47] as well. The proposed CHF correlation is applicable for flow boiling of 
water in micro-tubes with inner diameter range 0.1 ≤ 𝐷 ≤ 0.5 𝑚𝑚 , and for a wide range of 
mass flux 1,200 ≤ 𝐺 ≤ 50,000 [𝑘𝑔 𝑚2. 𝑠⁄ ] and heated length to diameter ratios 7 ≤ 𝐿ℎ 𝐷⁄ ≤
400 at low vapor quality conditions. Kaya et al. [141] correlation is given by, 
  𝑞𝐶𝐻𝐹
















In recent years, there has been an increasing in investigations of CHF for saturated flow 
boiling conditions. Tibirica et al. [50] investigated experimentally, the effects of working fluid, 
mass flux, saturation temperature, heated length, and inlet sub-cooling on the CHF for flow 
boiling of R134a, and R245fa in a 2.2 mm inner diameter macro-tube. They carried out their 
experiments for a range of mass flux of 100 ≤ 𝐺 ≤ 1,500 [𝑘𝑔 𝑚2. 𝑠⁄ ] and for exit saturated 
temperatures 25, 31, and 35 ℃, and two different heated lengths, 154, and 361 mm. The onset of 
CHF mechanism was identified based on the steep growth in the wall superheating. It has been 
revealed that the CHF increases by increasing the mass flux and inlet sub-cooling, while 
decreases by increasing the saturation temperature, and heated length. They compared their CHF 
data with the CHF correlations of Katto and Ohno [142], Shah [143], Zhang [44], and Ong and 
Thome [139], and reported that Katto and Ohno [142] correlation gave the best agreement with 
their data followed by the correlation of Ong and Thome [139]. 
There is evidence that inlet sub-cooling plays an important role in occurrence of CHF in 
mini/micro-channels. Kim and Mudawar [132] pointed out that four various mechanisms that 
may initiate and be responsible for the onset of CHF for sub-cooled flow boiling in mini/micro-
channels. These mechanisms are categorized as separation of boundary layer; dry-out of sub-
layer; bubble crowding; and interfacial lift off. Moreover, they investigated the CHF and dry-out 
incipience vapor quality, 𝑥𝑑𝑖, for saturated flow boiling in mini/micro-channels. They attempted 
to develop a generalized correlation for predicting the dry-out vapor quality by collecting 997 
dry-out data points from 26 sources covering flow boiling of 13 working fluids in mini/micro-
channels with a range of hydraulic diameter 0.51 ≤ 𝐷ℎ ≤ 6.0 𝑚𝑚 and mass fluxes 29 ≤ 𝐺 ≤
2303 [𝑘𝑔 𝑚2. 𝑠⁄ ], which corresponded to liquid Reynolds number ranges,125 ≤ 𝑅𝑒𝑓 ≤ 53,770, 
Boiling numbers, 0.31 × 10−4 ≤ 𝐵𝑙 ≤ 44.3 × 10−4, and reduced pressures, 0.005 ≤ 𝑝𝑟 ≤ 0.78. 
The proposed correlation of dry-out incipience vapor quality is given by, 
















2.9. Two-Phase Heat Transfer Coefficient 
Two-phase boiling heat transfer coefficient has been an object of research and interest for 
several decades, since it is one of the most significant parameters for investigating the 
characteristics of two-phase flow boiling, particularly, in mini/micro-channels. Therfore, a 
considerable amount of researches for investigating two-phase heat transfer have been performed 
in the last three decades. Some of these studies are experimental (e.g. Lie and Lin [120]; Choi et 
al. [144]; Ong and Thome [97]; Bortolin et al. [26]), and some others are semi-analytical, (e.g. 
Moriyama et al. [8]; Megahed and Hassan [12]; Consolini and Thome [145]). Consequently, 
several predictions methods of two-phase heat transfer coefficients have been proposed. Table 
(A-2) lists most of these methods which have been developed so far. Moreover, most of the 
results of two-phase heat transfer coefficient in the literature are presented versus vapor quality. 
Furthermore, a largely debated question in flow boiling in micro-channels is whether the heat 
transfer coefficient increases or decreases with vapor quality. In his review, for flow boiling in 
micro-scale channels, Ribatski [146] provided a table which describes the different trends of the 
two-phase heat transfer coefficient in terms of vapor quality taking into account the effects of 
main working conditions, mass flux, heat flux, and saturation temperature, as depicted in Table 
(‎2-2).  
Moriyama and Inoue [147] investigated adiabatic flow patterns, pressure drop and heat 
transfer for two-phase boiling flow of R-113 in very narrow passages with size of 35 − 110 μm . 
They proposed a phenomenological model for two-phase heat transfer coefficient prediction for 
low vapor quality region (slug flow) and high vapor quality region (film flow). In the slug flow 
model, the authors neglected the interaction between elongated bubble and liquid slug while 
considered the drag force effect. Thus, the model underestimated the experimental data that were 
used for model validation. Moreover, according to their experimental results, a sharp rising in 
heat transfer coefficient was observed in the single-phase region at low quality range [0.0 − 0.1], 
while there was not a significant change in heat transfer coefficient in the two-phase region in 
terms of vapor quality. Additionally, the order of magnitude of the two-phase heat transfer 
coefficient was 2 to 20 times higher than that one of liquid single-phase flow.   
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Table (‎2-2): various trends of flow boiling heat transfer coefficient versus vapor quality in 





































Heat transfer coefficient 
Increases and dryout occurs at 
lower vapor qualities with 
increasing mass velocity. 
 
Heat transfer coefficient almost 
independent of mass velocity 
and vapor quality until dryout. 
 
Heat transfer coefficient Increases 
with mass velocity, presents a 
plateau at lower vapor quality and 
increases with vapor quality at 
higher vapor qualities. 
 
Heat transfer coefficient 
almost independent of mass 
velocity and its value 







































Heat transfer coefficient 
Increases with heat flux for low 
vapor quality conditions, and 
its value tends to converge at 
high vapor qualities. 
 
Heat transfer coefficient 
Increases with increasing heat 
flux and vapor quality until 
dryout conditions. 
 
Heat transfer coefficient Increases 
with increasing heat flux and 
presents a V shape with increasing 
vapor quality. 
 
Heat transfer coefficient 
Increases with heat flux and 
almost independent of vapor 






























Heat transfer coefficient 
Increases with saturation 
temperature. 
Heat transfer coefficient 
Increases with saturation 
temperature for low vapor 
qualities and its effect becomes 
negligible for high vapor 
qualities. 
Heat transfer coefficient Increases 
with decreasing diameter until the 














































































Regards to the liquid-film region, the authors assumed that the liquid film thickness at the 
upper and lower wall are equal, and the flow is laminar in the film region while it could be 
laminar or turbulent for the vapor core. Surface tension effect was taken into account and the 
heat transfer model was developed based on the liquid-film evaporation. Furthermore, the 
average liquid film velocity, interfacial velocity, interfacial shear stress, two-phase multiplier and 
two-phase pressure drop were derived and presented in terms of liquid film thickness to diameter 
ratio, (δ d⁄ )  for the film flow and elongated bubble regions. Their predicted values and the 
experimental data were in a good agreement. The interfacial shear stress τi was estimated using 
Blasius formula based on the vapor relative velocity uG to the interfacial velocity ui.  







Where n is defined as 
  𝑛 = {
1      ,    𝑐 = 24         𝑓𝑜𝑟  𝑅𝑒𝐺 < 2042
0.25,    𝑐 = 0.079   𝑓𝑜𝑟  𝑅𝑒𝐺 ≥ 2042
 (2.31) 
Wambsganss et al. [111] carried out flow boiling experiments for measuring local 
convective boiling heat transfer coefficient of R113 in a 2.92 inner diameter horizontal tube. 
They evaluated heat transfer correlations available in the literature, including Lazarek and 
Black’s correlation [110], by comparing them with their heat transfer data base. They revealed 
that the measured local two-phase heat transfer coefficient was independent of mass flux and 
vapor quality, while significantly affected by the applied heat flux. Moreover, they identified the 
slug flow boundaries based on the flow regime map proposed by Damianides and Westwater 
[148] for water-air mixture. It has been reported that slug flow is observed in small channel for a 
wider range than those in conventional size tubes, and the nucleate bubbles in liquid film are not 
suppressed. Thus, the nucleation boiling is the dominant heat transfer mechanism in small 
channels.  
Tran et al. [1] investigated experimentally heat transfer coefficient for nucleate boiling 
flow in small compact heat exchangers considering three various working fluids (R113, R12, and 
R134a). They proposed a correlation for predicting local heat transfer coefficient in terms of 
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applied heat flux, properties of working fluid, Boiling number, Reynolds number, and 
confinement number. Their correlation is presented as follows, 
  𝑁𝑢 =
ℎ𝐷
𝑘𝑙







the authors measured local two phase heat transfer data for rectangular, circular, and square 
small channels and correlated the emperical parameters c1, c2, and c3 as 770, 0.62, and 0.297, 
respectively. They carried out their experiments for nucleate boiling region, where it was 
distinguished by high heat flux and a superheat wall ∆𝑇𝑠𝑎𝑡 > 2.7 ℃. The proposed correlation 
predicted fairly the majority of the local heat transfer data within  ± 15 %. The authors revealed 
that the convective heat region is characterized by low mass flux, and low wall superheat, as well 
as the high vapor quality. Furthermore, the effects of some essential parameters such as surface 
tension and applied heat flux have been considered in this correlation. Consequently, it can be 
used for nucleate boiling flow region in small compact heat exchangers. However, the nucleate 
boiling conditions need to be defined for proper application of the correlation. 
Yan and Lin [149] investigated the effects of heat flux, mass flux, saturation temperature, 
and average vapor quality on heat transfer coefficient and pressure drop for flow boiling of 
R134a in a horizontal 2.0 mm inner diameter tube. It has been reported that in the low vapor 
quality regime, the evaporative heat transfer coefficient increased by increasing the heat flux. 
Additionally, at low heat flux, the heat transfer coefficient increased by increasing mass flux and 
saturation temperature. Moreover, the authors compared their heat transfer database with those 
measured for large tube size (𝐷  ℎ ≥ 8.0 𝑚𝑚), and they reported that evaporative heat transfer 
coefficient for small tubes is about 30 to 80 % higher than that of large tubes. Furthermore, the 
authors proposed a heat transfer correlation and friction factor correlation based on the measured 
and collected database of the heat transfer and pressure drop. 
 Jacobi and Thome [114] proposed a heat transfer model of the elongated bubble in slug 
flow regime in micro channels. They considered the thin-film evaporation as a dominant heat 
transfer mechanism. The model predicts the local heat transfer coefficient for the elongated 
bubble/liquid slug pair in a circular micro channel. The authors assumed the thin liquid film is 
uniform in the slug pair at a certain time. The obtained model is dependent of two unknown 
empirical parameters that can not be estimated analytically; the initial liquid film thickness δo  
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and the nucleation critical radius rcrit. The conduction-limited model of Plesset and Zwick [150] 
was used to estimate the time required for creating two bubble/slug pairs and consequently 
predicting the bubble frequency. In addition, the model was developed by applying the void 
fraction equation, mass and energy conservation equations on the bubble/liquid slug pair. The 
heat transfer to the laminar liquid slug was neglected compared to the elongated bubble. Thus, 
the model considered the significance of the heat transfer only in the elongated bubble zone. The 
model showed that the flow boiling heat transfer coefficient is dependent on the applied heat flux 
while is independent of mass flux and vapor quality. Moreover, the authors confronted their 
model to the experimental database of Bao et al. [21] obtained for R11, for initial liquid film 
thickness  δo = 12.5 μm  and effective superheat of ∆Teff = 28 K with the average relative error 
less than 10 %. Further, they correlated other experimental data points for R − 12 performed by 
Wambsganss et al. [111], the model predicted their data with average deviation less than 13% 
for ∆Teff = 23 K and δo = 20 μm. In general, the model was able to predict the effects of 
saturation pressure psat  , heat flux q, mass flux G and vapor quality x on the heat transfer 
coefficient in the elongated bubble zone with a reasonable agreement with the experimental data 
depending on the estimated values of ∆Teff  , and δo . 
 Qi et al. [46] proposed a correlation for predicting two-phase heat transfer coefficient in 
terms of Boiling number, 𝐵𝑙, confinement number, 𝐶𝑜, Weber number, 𝑊𝑒, pressure 
dimensionless parameter, 𝐾𝑝, and Lockhart-Martinelli parameter, 𝑋. Two major regions were 
classified based on the dominated heat transfer mechanism using the critical vapor quality, 
𝑥 = 0.3, as a criterion for defining the applicability of the proposed correlation. The dominant 
heat transfer mechanism was defined based on the measured heat transfer data, and the influence 
of mass flux, heat flux on the heat transfer coefficient. According to their measured heat transfer 
data, the authors reported that for the low vapor quality region, 𝑥 < 0.3, the heat transfer 
coefficient is influenced by the applied heat flux, so the dominant heat transfer mechanism is 
nucleate boiling, and the proposed correlation is given by, 
  𝑁𝑢𝑇𝑃 = 1059.83𝐵𝑙
0.454𝑊𝑒0.045𝐾𝑝
0.106𝑋0.107𝐶𝑜−1.825  (2.33) 
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On the other hand, for the intermediate and high vapor quality, 𝑥 ≥ 0.3, it has been noted that 
the heat transfer coefficient is influenced by mass flux. Consequently, the dominant heat transfer 
mechanism in this region is convection, and the heat transfer correlation is given by, 
  𝑁𝑢𝑇𝑃 = 0.0042𝐵𝑙
−0.872𝑊𝑒−0.059𝐾𝑝
0.293𝑋0.065𝐶𝑜−1.704  (2.34) 
Where the pressure dimensionless parameter is expressed in terms of working fluid properties as 
given by, 
  𝐾𝑝 = 𝑝 [𝜎𝑔(𝜌𝑓 −𝜌𝑔)]
0.5
⁄  (2.35) 
Surprisingly, in their results, it has been observed that two-phase heat transfer coefficient 
decreases by decreasing the tube size.  
Thome et al. [151] proposed the three-zone flow boiling model for the elongated bubble 
regime in micro-channels. The three zones are identified as the vapor slug, the elongated bubble, 
and the liquid slug. The thin liquid film trapped between the elongated bubble and the channel 
wall was modeled. In addition, the time-average local heat transfer coefficient of flow boiling in 
slug flow regime was predicted by the model. The authors analyzed the heat transfer coefficient 
of each zone and calculated the time-averaged heat transfer coefficient for one period of pair 
generation 𝜏. Originally, this time 𝜏 was predicted using the model of Plesset and Zwick [150] 
for bubble growth radius. Consequently, the slug pair frequency 𝑓 is calculated as follows, 







Where 𝛼𝑙 is defined as the liquid film diffusivity. A correlation for initial liquid film 𝛿𝑜 
prediction was developed based on the correlation of Moriyama and Inoue [125], by adding an 









[(0.07𝐵𝑜0.41)−8 +0.1−8]−1 8⁄  (2.37) 
Where 𝜈𝑙 is the kinematic viscosity of the liquid, 𝑈𝑝 is the pair velocity, and 𝐵𝑜 is the Bond 
number. By applying the energy balance for the thin liquid film, the wall dry-out time tdry  , dry-
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zone equivalent length 𝐿𝑑𝑟𝑦, the residence time of liquid slug 𝑡𝑙 and liquid film  𝑡𝑓𝑖𝑙𝑚 were 
obtained. The partial dry-out was assumed to occur at the minimum thin liquid film 𝛿𝑚𝑖𝑛. Thus, 
the local time-averaged heat transfer coefficient of the slug pair was identified as follows, 










Where the heat transfer coefficient for the liquid film zone ℎ𝑓𝑖𝑙𝑚(𝑧) is predicted as, 
















In general, the model contains three different empirical parameters which are difficult to be 
estimated theoretically. These parameters are the minimum reasonable liquid film thickness that 
is acceptable at dry-out 𝛿𝑚𝑖𝑛, the initial value of the liquid film thickness 𝛿𝑜, and the bubble 
frequency 𝑓. The minimum liquid film thickness significantly affects the heat transfer coefficient 
in the liquid film zone. According to the above equation in the logarithmic term when  𝛿𝑒𝑛𝑑
𝑦𝑖𝑒𝑙𝑑𝑠
→    0 (i.e. the dry out occurs), then ℎ𝑓𝑖𝑙𝑚
𝑦𝑖𝑒𝑙𝑑𝑠
→    ∞. 
Dupont et al. [152] extended the work of Thome et al. [151] where the three-zone model 
was compared with 1591 experimental points obtained for seven different fluids for circular 
tubes with a various size range of 0.7 𝑚𝑚 ≤ 𝐷ℎ ≤ 3.1 𝑚𝑚. The Least Squared Error method 
was used for obtaining new optimum values of the required three parameters 𝛿𝑚𝑖𝑛, 𝛿𝑜 𝑎𝑛𝑑   𝐶𝛿𝑜 
which employed and showed an improvement in the model where more than 70 % of the 
collected database were captured within ± 30%. It has been demonstrated that the optimum 
value of the pair frequency 𝑓𝑜𝑝𝑡  is mainly dependent of applied the heat flux and identified as 
𝑓𝑜𝑝𝑡 = (𝑞 𝑞𝑟𝑒𝑓⁄ )
𝑛𝑓  where the reference heat flux 𝑞𝑟𝑒𝑓 is dependent of the reduced 
pressure 𝑞𝑟𝑒𝑓 = 𝛼𝑞(𝑝𝑠𝑎𝑡 𝑝𝑐𝑟𝑖𝑡⁄ )
𝑛𝑞 . It has been recommended to use the following optimum 
values of the empirical parameters that give the best fit with above mentioned deviation and 
captured percentage: 𝑓𝑜𝑝𝑡 = (𝑞 𝑞𝑟𝑒𝑓⁄ )
1.74
 , 𝑞𝑟𝑒𝑓 = 3328(𝑝𝑠𝑎𝑡 𝑝𝑐𝑟𝑖𝑡⁄ )
−0.5  , 𝐶𝛿𝑜 = 0.29 , 𝛿𝑚𝑖𝑛 =
0.3𝜇𝑚. In addition to the previous parameter optimizations, the authors discussed the effect of 
vapor quality, saturated pressure, mass flux and heat flux on the heat transfer coefficient based 
on the proposed model and chosen experimental database. Moreover, the model showed a clear 
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influence of the of heat flux and vapor quality on the heat transfer. The vapor quality zone is 
categorized into three zones as (𝑥 < 0.12); (0.12 < 𝑥 < 0.38) and (𝑥 > 0.38). It can be seen 
that the heat transfer coefficient increases in the first two zones where it reaches the peak at the 
end of second zone and the new trend observed here is the shifting peak toward the high vapor 
quality when the heat flux increases as shown in Figure ‎2-5 for flowing R12 in 𝑑 = 2.46 𝑚𝑚 
channel. This was attributed to the effect of heat flux on the pair frequency, where the maximum 
residence time of thin liquid film 𝑡𝑓𝑖𝑙𝑚  and vapor  𝑡𝑣  affected by the heat flux variation. To 
conclude, the study showed the sensitivity of the predicted values of the minimum liquid film 
thickness to the predicted heat transfer coefficient for flow boiling. Thus, deriving a proper 
correlation that precisely describes bubble frequency and its effect on heat transfer coefficient is 
needed. 
Ribatski et al. [153] studied the combined effect of elongated bubble frequency and flow 
pattern on the heat transfer coefficient for flow boiling in micro-scale passages. The work was 
performed based on two main previous studies. The first is the three-zone model for the micro-
scale channels in elongated bubble/slug flow regime published by Thome et al. [151]. The 
second is the flow pattern map for convective evaporation inside the micro-scale channels 
proposed by Revellin [90]. The flow pattern map was utilized to separate experimental database 
of the Acetone of the elongated bubble regime and compared with that obtained by the three-
zone model using the new proposed values of the empirical parameters previously suggested. 
Again, new values of the empirical parameters were optimized as follows, 𝐶𝛿𝑜 = 0.40 ,  𝛿𝑚𝑖𝑛 =
0.1 𝜇𝑚, 𝛼𝑞 = 4653, 𝑛𝑓 = 1.70, 𝑛𝑞 = −0.5. It has been found that, for the chosen experimental 
database, the three-zone model with the new proposed empirical parameters captured 90% of the 
flow boiling database of the acetone within ±30 %. However, The reason for the increase or 




Figure ‎2-5: Variation of heat transfer coefficient with vapor quality for R12 in 2.46 mm channel at 
different values of heat flux Dupont et al. [152]. 
 
One of the major two-phase diabatic flow characteristics is bubble coalescence. A recent 
work by Consolini and Thome [145] involved developing a one dimensional analytical heat 
transfer model for coalescing bubbles flow in micro-channels subjected to a uniform heat flux. 
The effects of bubble coalescing dynamics and the liquid slug mass fraction placed to liquid film 
during the coalescence were taken into account. The interfacial shear stress was considered as a 
dominant parameter controlling the thin film movement. However, the pressure drop effect on 
liquid film thickness was not taken into account. The basic developed equation describes 
transient film thickness variations in terms of flow direction, 











Furthermore, two main relations describing the liquid film thickness variations at the tail and 
nose of the bubble were developed. The model is mainly dependent of the transition vapor 
quality boundaries (𝑥𝑐 ≤ 𝑥 ≤ 𝑥𝑎). Where xc represents the vapor quality transition from isolated 
to coalescence bubble flow regime, while xa represents the vapor quality transition from 
coalescence bubble to annular flow regime. These boundaries were evaluated using the diabatic 
flow pattern map developed by Ong and Thome [97]. The conditions where the liquid film 
thickness is stable or unstable at the tail and the nose of the elongated bubble were analyzed and 
discussed based on the value of the non-dimensional mass flux parameter ψc . The averaged heat 























Where Θ1𝑐 , and Θ2𝑐  are defined as follows: 
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The simulated diabatic flow pattern boundaries for R134a were estimated as, 
The obtained model still includes some parameters that are estimated based on empirical 
correlations such as the interfacial shear stress 𝜏𝑖 , maximum bubble frequency 𝑓𝑚𝑎𝑥 , liquid slug 
fraction placed to the liquid film ξ, frequency power exponent 𝛽, and dimensionless mass 
flux, 𝜓𝑐 . The model was confronted to 980 database points for coalescence bubble regime for 
different refrigerants and fluids. The best results obtained by the model were for R134a data 
points, where 93 % of the database points were captured with ± 30% error band. The obtained 
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trend for the averaged heat transfer coefficient in this mode showed a decrease in heat transfer 
coefficient in the neighborhood close to coalescence vapor quality xc and then an increases when 
the vapor quality increases as shown in Figure ‎2-6. The authors presented an expression for 
bubble nose location with respect to time that can be extended for varying heat flux applications 
and recommended for future researches. 
In another major heat transfer mechanisms study, Thome and Consolini [116] studied 
widely the heat transfer mechanisms and clarified the dominant heat transfer mechanism for flow 
boiling in micro-channels. Meanwhile, the dominant heat transfer mechanisms were 
demonstrated based on the flow pattern regime for flow boiling in micro-channels. It has been 
reported that in the bubbly flow regime, the dominant heat transfer mechanism is nucleate 
boiling and liquid convection, while in slug flow regime, the heat transfer mechanism may be 
occurring through liquid film evaporation and convection to the liquid and vapor slug. In the 
annular flow, the mechanism occurs by laminar or turbulent convective evaporation through the 
liquid film, while in mist flow regime, the dominant mechanism is vapor-phase heat transfer with 
droplet impingement. Moreover, several previous empirical heat transfer prediction methods, 
developed based on macro-scale correlations and nucleate boiling as a dominant heat transfer 
mechanism, have been reviewed. 
It has been demonstrated that theses correlations are not applicable for micro-scale 
channels because of the variation of heat transfer mechanism in micro-scale channels and 
Reynolds number in previous correlations was obtained based on tubular Reynolds number not 
on the liquid film. It has been reported that the surface roughness effects on the liquid film 
thickness controls the minimum liquid film thickness allowed at the elongated bubble tail where 
the dryness may occur. The authors used 1438 experimental data points for different fluids 
obtained by Agostini et al. [154] to test the three–zone model. The model captured 90% of the 
data within ± 30% when they used measured surface roughness 0.17 𝜇𝑚 instead of 0.3 𝜇𝑚 for 
the silicon channel. While only 31 % of the database were captured within  ± 30% for surface 





Figure ‎2-6: Variation of heat transfer coefficient with vapor quality for different fluids , 
Comparison the experimental data with those predicted by the model Consolini and Thome  [145]. 
 
One of the essential parameters which may influence heat transfer characteristics for flow 
boiling in micro-channels is surface roughness. Thus, several studies have been recently 
performed considering the influence of surface roughness on the flow boiling heat transfer 
characteristics. One of them was carried out by Mahmoud et al. [155] for flow boiling of R134a 
in 1.1, and 1.16 mm inner diameter of various metallic vertical small tubes. The authors 
performed their experiments at a constant mass flux of 500 𝑘𝑔 𝑚2 . 𝑠⁄ . A significant difference 
in heat transfer mechanisms has been observed between the various metallic tubes due to the 
inner surface effects. In the seamless cold drawn small tube, the authors concluded that the heat 
transfer coefficient is independent of mass flux, and vapor quality while increases by increasing 
the heat flux, thus, the dominant heat transfer mechanism is nucleate boiling. On the other hand, 
in the welded small tube, the heat transfer was dependent of the axial positon and a non-uniform 




In a recent flow boiling experimental study, Oh et al. [156] investigated the effects of 
mass flux, heat flux, saturation temperature, working fluid properties, and hydraulic diameter on 
the flow boiling heat transfer coefficient in horizontal mini/micro-channels. They carried their 
experiments using five different working fluids, R134a, R22, R410a, C3H8, and CO2, flowing in 
0.5, 1.5, and 3.0 mm inner diameter horizontal tubes with various heated lengths. Based on 1588 
heat transfer data points, the authors proposed a new nucleate suppression factor, 𝑆, and 
convective contribution factor, 𝐹, as a result, a new heat transfer correlation was introduced in 
the form of the superposition model which incorporates liquid heat transfer coefficient, ℎ𝑓, and 
nucleate boiling heat transfer coefficient, ℎ𝑛𝑏𝑐. The developed correlation for predicting two-
phase heat transfer coefficient, ℎ𝑡𝑝, is listed in Table (A-2). It is of importance to note that 
Cooper’s‎ corrlation‎ is‎ employed‎ for‎ predicting‎ the‎ contribution‎ of‎ nucleate‎ boiling‎ heat‎ transfer‎
coefficient ℎ𝑛𝑏𝑐 , while the liquid heat transfer coefficient was predicted based on the existing 
liquid phase heat transfer correlations. The new proposed correlation predicted the correlated 
data with a mean deviation of 15.28 %. 
Basu et al. [157] carried out experimental investigation of flow boiling heat transfer of 
R134a in 0.5, 0.96, and 1.6 mm inner diameter horizontal mini/micro-tubes subjected to uniform 
heat flux, taking into account the effects of heat flux, mass flux, saturation pressure, tube size, 
and vapor quality on flow boiling heat transfer coefficient for flow conditions corresponding to a 
range for confinement number of 0.4≤ 𝐶𝑜 ≤ 3.3. Moreover, seven heat transfer correlations 
were assessed and employed to predict the measured heat transfer data. It has been noted that 
two-phase heat transfer coefficient is linearly increasing with heat flux and saturation pressure, 
while insignificant effects of tube size and mass flux were reported. Regarding the influence of 
vapor quality, the authors pointed out that an unclear relation between the vapor quality and two-
phase heat transfer coefficient can be concluded. Furthermore, due to an absence of flow 
visualization and reliable flow pattern map, the authors did not define the dominant heat transfer 
mechanism for the range of working conditions. Additionally, none of the seven assessed heat 
transfer correlations worked well with the measured heat transfer database of the R134a, thus, 
the authors modified the correlation proposed by Tran et al. [16] to make more reliable 
predictions with a MAE of 29 %. 
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One of the most recent attempts to develop a flow boiling heat transfer model for more 
than a flow pattern is the work conducted by Harirchian and Garimella [158]. They developed a 
flow regime-based model of heat transfer and pressure drop for flow boiling in micro-channels 
based on the comprehensive flow regime map proposed by Harirchian and Garimella [66] for a 
wide range of channel size and experimental operating conditions for 𝐹𝐶77. The authors focused 
on providing flow-regime based models of heat transfer coefficients and pressure drops for the 
four‎ common‎ flow‎ patterns.‎ Firstly,‎ for‎ the‎ bubbly‎ flow,‎ the‎ authors‎ presented‎ Cooper’s 
empirical correlation for pool boiling since it predicts the chosen experimental data very well 
with 𝑀𝐴𝐸 = 13.9%. Secondly, a physically analysis for local heat transfer coefficients was 
performed for the confined annular flow, and the model captured the chosen data with 𝑀𝐴𝐸 =
17.3 %. Thirdly, the same model developed for confined annular flow was used for 
annular/wispy-annular flow regime but after obtaining optimized values of the correction factor 
for interfacial friction factor where the data base were captured with 𝑀𝐴𝐸 = 21.8 %. Fourthly, 
the three-zone model of slug flow proposed by Thome et al. [151] was modified to be used for 
the slug flow regime with 𝑀𝐴𝐸 = 17.8 %.      
In a recent experimental work for flow boiling of deionized water in a 0.5 mm inner 
diameter horizontal micro-tube, Lim et al. [7] investigated the effects of working parameters on 
two-phase heat transfer coefficient for a low vapor quality range,0.0 ≤ 𝑥 ≤ 0.2. It has been 
reported that the heat transfer coefficient is basically affected by heat flux rather than mass flux, 
and consequently the dominant heat transfer mechanism is nucleate boiling. Moreover, the 
authors revealed that none of the existing heat transfer correlations was able to predict, 
accurately, their experimental data considering the effects of vapor quality. Therefore, they 
proposed a heat transfer correlation, which predicted the measured data with a MAE of 7.2 %, in 
terms of Boiling number, 𝐵𝑜, Reynolds number, 𝑅𝑒, and modified Froude number, 𝐶𝐹𝑟. The 
authors suggested that the transition to annular flow pattern occurs when modified Froude 
number is less than or equal to liquid Froude number 𝐶𝐹𝑟 ≤ 𝐹𝑟𝑙. In general, the applicability of 




2.10. Two-Phase Pressure Drop 
Several researches for predicting two-phase pressure drop in horizontal mini/micro-
channels have been done, and many predictive methods were proposed as listed in Table (A-3). 
Moreover, some of them were performed for adiabatic two-phase flow conditions, (e.g. Field and 
Hrnjak [159]; Revellin and Thome [3]; Kim et al. [160]; Li and Wu [74] ), while some others 
were considered diabatic two-phase flow conditions, (e.g. Hashizume [161]; Lin et al. [162]; 
Hahne et al. [163]; Tran et al. [16, 164]; Yan and Lin [149]; Yun and Kim [165]; Hwang and 
Kim [166]; Park and Hrnjak [167]; Huh and Kim [168], Pamitran et al. [169]). Furthermore, 
some two-phase pressure drop investigations were carried out for specific flow pattern regimes, 
intermittent flow such as Garimella et al. [79], or adiabatic slug flow as that performed by Orell 
[170], or for various flow patterns as in Quiben and Thome [171]; and Cheng et al. [103], or for 
annular flow regime in Cioncolini et al. [172]. 
In 1991, Lin et al. [162] studied the frictional pressure drop for evaporation of R12 in 
capillary tubes taking into account the effects of vapor quality and surface roughness. It has been 
found that frictional pressure drop is higher than expansion pressure drop and the total pressure 
drop increased by increasing the vapor quality specifically close to the capillary exit. Moreover, 
the authors developed a correlation, as it is listed in Table (A-3), for predicting the total pressure 
drop which was able to predict their 238 data points with a standard relative error of 15.3 %. 
However, the proposed correlation is applicable for the low vapor quality regime which may not 
be valid for elongated bubble and annular flow regime. 
Fukano and Kariyasaki [36] investigated the characteristics of air-water two-phase flow 
in capillary tubes considering the effects of pipe size (1.0, 2.4, 4.9 mm inner diameter), and 
orientation (vertical-upward, vertical-downward, and horizontal). They revealed that for two-
phase flow in capillary size tubes, the flow orientation and gravity have insignificant effects on 
flow patterns, and the liquid film thickness is uniformly distributed. On the other hand, the 
authors reported the important influence of the sudden expansion of the liquid, which is observed 
at the end of the air-bubble, on the total pressure drop. Moreover, they proposed a correlation for 
predicting the pressure drop in capillary tubes taking into account the contribution of frictional 
and expansion effects which is given as follows, 
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  ∆𝑝𝑡 = ∆𝑝𝑓 +∆𝑝𝑒 (2.45) 
Where ∆𝑝𝑓  is the frictional pressure drop and evaluated in terms of superficial gas, 𝑗𝑔, and 
liquid, 𝑗𝑙, velocities and characteristics of intermittent flow as given by, 








And ∆𝑝𝑒 is the pressure drop due to liquid expansion, which is defined as, 




Where 𝑤 is defined by, 
  𝑤 =  
(𝑗𝑔 + 𝑗𝑙) − [𝑗𝑙 − (𝑗𝑔 + 𝑗𝑙)(1 − 𝛾)]
𝛾(1 − 𝛼𝐵)
 (2.48) 
The area void fraction is denoted as 𝛼𝐵, and 𝛾 represents the ratio of bubble length to slug unit 
length, 𝛾 = 𝐿𝑔 (𝐿𝑔 + 𝐿𝑙)⁄ . 
The above pressure drop correlation neglected the effects of working conditions and the 
properties of the working fluids as well as the phase change on the pressure drop evaluation. This 
limits its applicability to adiabatic air-water two-phase flow. 
Mishima and Hibiki [173] studied the characteristics of adiabatic air-water two-phase 
flow in vertical round capillary tubes considering the influences of working conditions on flow 
pattern, void fraction, and frictional pressure drop. The authors correlated their experimental 
pressure‎ data‎ based‎ on‎ Chisholm’s‎ correlation,‎ and‎ proposed‎ a‎ new‎ correlation‎ for‎ predicting‎
two-phase frictional pressure drop which is applicable to adiabatic two-phase flow in horizontal 
and vertical flow with round and rectangular cross sections at the working conditions listed in 
Table (A-3). 
Tran et al. [164] experimentally investigated the two-phase pressure drop of flow boiling 
of three various refrigerants, R-134a, R12, and R-113 in three different small channels, two are 
round tubes with inner diameters of 2.46, and 2.92 mm and one is a rectangular channel with 
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hydraulic diameter of 2.40 mm. The experiments were performed for range of mass fluxes from 
𝐺 = 33 𝑡𝑜 833 𝑘𝑔 𝑚2 . 𝑠⁄  and heat fluxes from 2.2 to 129 𝑘𝑊 𝑚2⁄ . The authors evaluated five 
correlations of two-phase frictional pressure drop prediction for large tubes, (𝐷ℎ ≥ 8 𝑚𝑚), 
where none of these correlations predicted their data of small channels for mass flux 𝐺 >
150 𝑘𝑔 𝑚2⁄ . 𝑠 and vapor quality 𝑥 ≥ 0.6, where the annular flow pattern is usually experienced 
in small channels. They suggested that the transition from annular to mist flow regime occurs 
when 𝑥 ≥ 0.85. They reported that the two-phase pressure drop for flow boiling in small tubes is 
greatly affected by the dynamics of the confined bubbles and the surface tension of the liquid 
film trapped between the elongated bubble and the inner surface of the tube. Therefore, they 
developed a new two-phase frictional pressure drop, ∆𝑝𝑓  ,‎ correlation‎ based‎ on‎ Chisholm’s‎ B-
coefficient method and considered the channel size effect by including the confinement 
number, 𝐶𝑜, in this correlation. Their developed correlation is represented in Table (A-3), 
where ∆𝑝𝑓𝐿𝑜, is the frictional pressure drop of the liquid, and Γ
2 is the ratio between the pressure 
gradient of the gas and that for the liquid.  
Hwang and Kim [166] experimentally studied the two-phase pressure drop of R134a in 
0.244, 0.43, and 0.792 mm inner diameter horizontal micro-tubes, taking into account the effects 
of mass flux, vapor quality, and tube size. It has been reported that two-phase frictional pressure 
drop increases by increasing mass flux and vapor quality, while decreased by increasing tube 
size. Furthermore, it has been found that the friction factor correlations of conventional size 
predicted well the friction factor for micro-tubes. Moreover, the authors proposed a new 
correlation for predicting two-phase pressure drop in micro-tubes in terms of Lockhart-Martinelli 
parameter, liquid phase Reynolds number, and confinement number. The proposed correlation, 
as is listed in Table (A-3), predicted the pressure drop experimental data of micro-tubes with an 
absolute deviation error of 8.1 %. 
Revellin and Thome [3] measured the two-phase frictional pressure drop for flow boiling 
of the refrigerants R-134a and R-245fa in two micro-tubes with sizes of 0.509 mm and 0.790 
mm. The authors plotted the two-phase friction versus two-phase Reynolds number and three 
different zones were observed, laminar (𝑅𝑒𝑇𝑃 < 2000), transition (2000 ≤ 𝑅𝑒𝑇𝑃 < 8000), and 
turbulent zone (𝑅𝑒𝑇𝑃 ≥ 8000). Moreover, they proposed a new correlation for predicting the 
two-phase friction factor for each tested micro-tube for the turbulent zone based on the 
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homogenous model by modifying the two-phase friction factor. The two-phase friction factor, for 
each micro-tube tested, is expressed as follows: 
  𝑓𝑇𝑃 = {
0.08𝑅𝑒𝑇𝑃
−1 5⁄      ,𝐷 = 0.509 𝑚𝑚
6.0𝑅𝑒𝑇𝑃
−3 5⁄       ,𝐷 = 0.790 𝑚𝑚
 (2.49) 
The proposed correlation captured 85.7 % of their experimental data within ±20 % error band 
and is limited for the tested conditions (𝑅𝑒𝑇𝑃 ≥ 8000). 
Cheng et al. [103] have recently developed a flow pattern map for flow boiling of CO2 
inside tubes and extended it to be applicable to a tube size range of 𝐷𝑒𝑞 = 0.6 − 10.0 𝑚𝑚, mas 
fluxes, 𝐺 = 50− 1500 𝑘𝑔 𝑚2 . 𝑠⁄ , heat fluxes, ?̇? = 1.8 − 46.0 𝑘𝑤 𝑚2⁄ , and saturation 
temperature range of 𝑇𝑠𝑎𝑡 = −28 𝑡𝑜 + 25 ℃. Based on their flow pattern map, they developed a 
phenomenological model for two-phase pressure drop prediction by correlating the friction factor 
coefficient for each flow regime. The authors correlated the two-phase pressure drop data, ∆𝑝𝐴, 
of the annular flow as follow: 







Where 𝐷𝑒𝑞is the equivalent diameter which is defined as 𝐷𝑒𝑞 = √4𝐴 𝜋⁄ , and 𝑓𝐴, is the friction 
factor coefficient of the annular flow which is expressed as: 
  𝑓𝐴 = 3.128𝑅𝑒𝑔
−0.454𝑊𝑒𝑓
−0.0308  (2.51) 
It is of importance here to mention the correlation used to predict the vapor quality, 𝑥𝐼𝐴 , at which 
the flow pattern changes from intermittent to annular flow, which is represented as: 














The authors reported that their model predicts the experimental data of the two-phase pressure 
drop of the CO2 better than the other methods. However, the proposed flow pattern map was 
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developed based on the available CO2 data that was very limited due to the lack of experimental 
work conducted for CO2.  
Cioncolini et al. [172] collected an intensive set of two-phase pressure drop data, (3908 
points), obtained for adiabatic flow in a wide channel size range from 0.517 mm to 31.7 mm 
inner diameter, using the criterion proposed by Kandlikar [174] for classifying macro and micro-
channels and based on the flow pattern map developed by Hewitt and Roberts [175] for 
identifying the annular flow regime. The authors assessed 24 methods of two-phase pressure 
drop and thus, they proposed a new correlation for two-phase pressure drop prediction for 
adiabatic flow in macro and micro-channels based on the vapor core Weber number which is 
influenced by the annular liquid film estimation. The total two-phase pressure gradient was 





















(1 − 𝑒)2(1 − 𝑥)2
𝜌𝑙(1 − 𝛾)(1 − 𝜀)
]
+ [𝜌𝑙(1− 𝜀) + 𝜌𝑔𝜀]𝑔 𝑠𝑖𝑛(𝜃) 
(2.53) 
Where 𝜀, 𝛾, and 𝑒 are the void fraction, the liquid droplet hold-up, and the fraction of the liquid 
droplets in the vapor core, respectively. All these three parameters can be estimated using the 
proper methods available in the literature. While, the two-phase frictional factor 𝑓𝑡𝑝, is predicted 
for both macro and micro-channels based on the vapor core Weber number as follow: 
  𝑓𝑡𝑝 = {
0.172𝑊𝑒𝑐
−0.372                         𝑓𝑜𝑟 𝐵𝑜 > 4.0
0.0196𝑊𝑒𝑐
−0.372𝑅𝑒𝑙
0.318         𝑓𝑜𝑟 𝐵𝑜 < 4.0
 (2.54) 
Where, the vapor core Weber number is defined as: 





In order to choose the proper correlation for predicting 𝑓𝑡𝑝, the authors adopted the criterion 
proposed by Kew and Cornwell (1997) based on the Bond number, for defining the transition 
from Macro, (𝐵𝑜 > 4.0), to Micro-scale, (𝐵𝑜 < 4.0). The new correlation predicted 100 % of 
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the chosen data within a band error of ∓50.0 % and a MAE of 13.1 % compare to the other 
tested correlations. Overall, the developed correlation depends strongly on the estimation of 
vapor core Weber number which is mainly dependent of the prediction of liquid film thickness. 
Tibirica et al. [176] experimentally investigated flow boiling pressure drop for R-134a in 
a single horizontal micro-tube with inner diameter of 2.32 mm. They performed their 
experiments at diabetic conditions with a range of mass and heat fluxes, 100 − 600 (𝑘𝑔 𝑚2. 𝑠⁄ ) 
and 10 − 55 (𝑘𝑊 𝑚2⁄ ) respectively for inlet saturation conditions at 𝑇𝑠𝑎𝑡 = 31 ℃. The total 
pressure gradient was measured considering the lengths of the preheater and the test section, 
while the frictional two-phase pressure gradient was estimated by subtracting the single-phase 
pressure gradient from the total pressure gradient. They compared their experimental data to 13 
two-phase pressure drop prediction methods and found that the method proposed by Cioncolini 
et al. [172] for two-phase pressure drop in the annular flow gives better predictions. 
Wu et al. [177] have recently investigated the heat transfer and pressure drop for flow 
boiling of the CO2 in a horizontal micro-tube with a diameter of 1.42 mm and a range of mass 
fluxes, 300 − 600 𝑘𝑔 𝑚2. 𝑠⁄ , heat fluxes, 7.5 − 29.8 𝑘𝑤 𝑚2⁄ , and a length to diameter ratio of 
𝐿 𝐷⁄ ≈ 211. It is revealed that the nucleate boiling heat transfer is dominant at low vapor 
quality, (𝑥 < 0.2), where the two-phase pressure drop increases by increasing the heat flux. On 
the other hand, at a moderate vapor quality, it was observed that the annular flow is predominant 
and the nucleate boiling is suppressed by increasing the vapor quality. Furthermore, the 
maximum frictional two-phase pressure drop was observed at transition zone, from the annular 
flow zone to dry-out zone. The authors used the two-phase pressure drop correlation proposed by 
Cheng et al. [103] to predict their experimental data, but it over predicted the data at higher 
vapor quality(𝑥 ≥ 0.7). Thus, they modified the correlation that predicts the friction factor 
coefficient for mist flow zone which is expressed as follows: 
  𝑓𝑚 = 2.214𝑅𝑒
−0.521  (2.56) 
To better understand the effect of flow pattern on frictional two-phase pressure drop in 
micro-channels, Choi and Kim [178] carried out an experimental work for investigating two-
phase frictional pressure drop of adiabatic flow of water-liquid/nitrogen-gas in a single 
horizontal rectangular micro-channel considering the flow visualization for the working 
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conditions listed in Table (A-3). The authors neglected the pressure drop due to the gravitational 
and acceleration effects and considered that the total two-phase pressure drop can be represented 
by frictional pressure drop. Thus, they measured the two-phase pressure drop for various 
observed flow patterns which were classified into three basic flow configurations. Firstly, 
bubbles flow zone (which covers the boundaries of bubbly, slug, and elongated bubble flows). 
Secondly, transition flow zone, that represents transition from intermittent flow to annular flow 
regime. Thirdly, liquid-ring flow zone which is observed in the annular flow regime. It has been 
found that the frictional two-phase pressure drop is significantly influenced by the dominant flow 
pattern. Consequently, the authors proposed pressure drop correlations for the observed flow 
patterns based on their experimental database and the assessment of previous correlations 
available in the literature. The proposed correlations can be classified into two-groups according 
to the considered two-phase model either homogeneous (HFM) or separated (SFM) flow model. 
In other words, the authors proposed correlations for predicting two-phase friction factor, 𝑓𝑡𝑝, 
based on viscosity models which are developed according to HFM taking into account the effects 
of channel aspect ratio, AR. On the other hand, they proposed correlations for predicting 
Chisholm’s‎ parameter,‎ C,‎ based‎ on‎ SFM‎ to‎ calculate‎ the‎ two-phase frictional pressure drop 
multiplier as indicated in Table (A-3). Overall, the new flow pattern-based correlations are 
limited to predict adiabatic two-phase pressure drop in single rectangular micro-channels.  
Maqbool et al. [179] have conducted flow boiling experiments for investigating two-
phase pressure drop of Ammonia flow boiling in vertical small tubes. They performed the 
experiments considering the effects of tube size, (𝐷 = 1.224 𝑚𝑚, 1.70 𝑚𝑚), saturation 
temperature, (𝑇𝑠𝑎𝑡 = 23,33, 43 ℃), mass flux, (𝐺 = 100 − 500 𝑘𝑔 𝑚
2 . 𝑠⁄ ), and heat flux, (?̇? =
15 − 355 𝑘𝑤 𝑚2⁄ ), on two-phase pressure drop in vertical flow channels.  Similar to several 
previous studies, it has been shown that two-phase frictional pressure drop increases by 
increasing mass flux and vapor quality as well as the saturation temperature. Furthermore, the 
authors compared their experimental data points with some macro/micro two-phase pressure 
drop correlations and proposed a new form of Tran et al. [164] two-phase pressure drop 
correlation for mini/micro channels by modifying the term that contains the confinement 
number, 𝐶𝑜, to be 0.2𝐶𝑜
1.2 as shown in Table (A-3). Moreover, surface tension becomes 
significant when (𝐶𝑜 ≥ 1.0) which was the case in their study. It has been reported that the 
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developed correlation predicts all of their ammonia data with a mean absolute deviation 
of 𝑀𝐴𝐷 = 16.0 %. 
Lim et al. [180] carried out two-phase flow boiling experiments for investigating 
frictional two-phase pressure drop in a 0.5 mm hydraulic diameter horizontal rectangular 
mini/micro-channel. The authors performed their experiments for the working conditions listed 
in Table (2.3). Moreover, they assessed some previous correlations for predicting two-phase 
frictional pressure drop, which are Mishima and Hibiki [173]; Yu et al. [181]; Qu and Mudawar 
[182]; Lee and Mudawar [183]; Choi et al. [184]; and Lee and Garimella [185]. It has been found 
that the correlations of Lee and Garimella [185] and Choi et al. [184] are in good agreement with 
the tested experimental data of mini/micro-channel flow boiling compared to the other tested 
correlations. Moreover, they proposed a new correlation, in the form of Chisholm’s constant, 
which was able to predict their experimental data with a MAE of 3.9 %. Overall, the proposed 
pressure drop correlation is limited to low vapor quality region which cover the range 0.0 ≤ 𝑥 ≤
0.2. 
In a recent study, Del Col et al. [186] have investigated the characteristics of two-phase 
flow of Propane (R290) in a 0.96 mm inner diameter single horizontal micro-channel. The 
authors investigated two-phase frictional pressure drop at adiabatic conditions and two-phase 
heat transfer flow boiling and condensation. They carried out their experiments for a range of 
mass flux, (100 ≤ 𝐺 ≤ 1000 [𝑘𝑔 𝑚2. 𝑠⁄ ]), and heat flux of, 10 ≤ 𝑞𝑤
" ≤ 315 [𝑘𝑊 𝑚2⁄ ], which 
corresponds to a range of vapor quality, (0.05 < 𝑥 < 0.6), and confinement number, (1.27 ≤
𝐶𝑜 ≤ 1.29]). It has been found that heat transfer coefficient of Propane is significantly 
influenced by the applied heat flux, while minor effects of mass flux and vapor quality have been 
noted. Furthermore, they compared their experimental pressure drop and heat transfer flow 
boiling and condensation data base with the existing prediction methods, and it has been shown 
that none of the existing flow boiling approaches was able to predict their R290 data points for 
two-phase flow in micro-channels. 
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2.11. Summary and Objectives 
A detailed literature review for two-phase flow in horizontal mini/micro-channels under 
diabatic and adiabatic conditions has been provided. Three essential topics have been focused on, 
which are critical heat flux, two-phase heat transfer coefficient, and two-phase pressure drop for 
flow boiling in a single mini/micro-channel subjected to a uniform heat flux.  
2.11.1. Summary 
According to the literature review provided above, it appears that two-phase flow in 
mini/micro-channels is a hot topic with several industrial and medical applications. Moreover, it 
has essential features which need to be well investigated for a better understanding of two-phase 
flow phenomena in mini/micro-channels. The above literature review can be summarized as 
follows: 
1. It has been proved that evaporative heat transfer coefficient of small channels is about 30 to 
80 % higher than large channels.  
2. Several criteria for identifying differences between conventional size and mini/micro-scale 
size have been addressed, and it has been found that the channel can be categorized as 
mini/micro-channel for confinement number Co ≥ 0.5.  
3. Critical heat flux, two-phase heat transfer coefficient, two-phase pressure drop, void 
fraction, and flow pattern maps are considered to be the main parameters required for 
studying and design flow boiling mini/micro-channel heat sinks.  
4. Investigation of liquid film characteristics is the key parameter for predicting heat transfer 
coefficient, partial dry-out, and critical heat flux in slug and annular flow regimes. 
5. Surface tension, viscous, inertial, and shear forces effects play a key role in horizontal 
mini/micro-scale channels, and have a significant effect on liquid film thickness. While 
gravity force can be neglected. Moreover, the dominant force is dependent on the specific 
flow pattern. 
6. Several flow patterns for flow boiling in horizontal mini/micro-channels have been 
observed, but basic flow patterns can be identified which are bubbly flow, slug flow, and 
annular flow regime.  
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7. Available flow pattern maps for flow boiling in horizontal mini/micro-channels are very 
limited and a global flow pattern map is needed. Furthermore, prediction of transition 
boundaries of flow patterns is still challenging due to flow instability. 
8. Two major heat transfer mechanisms are studied and reported, nucleate boiling and 
convective boiling heat transfer mechanism, which are dependent on the flow pattern. In 
other words, it has been reported that nucleate boiling dominates at low vapor quality 
region, while convective boiling dominates at intermediate and high vapor quality region. 
9. Extensive and comprehensive investigations and researches have recently been performed 
for two-phase flow in mini/micro-channels. However, most of researches were performed 
experimentally rather than analytically, which limits the applicability of the proposed 
methods for predicting the essential parameters of flow boiling in mini/micro-channels. 
Therefore, developing an analytical flow boiling model is highly needed. 
10. An obvious difference in heat transfer coefficient has been reported between 
conventional and small channels. Therefore, the prediction methods developed for two-
phase conventional size channels are not applicable to two-phase mini/micro-channels. 
Moreover, discrepancies among mini/micro-scale predictive methods have been reported 
and still not fully clarified.  
11. Very limited studies have taken into account some essential flow boiling phenomena, such 
as bubble confinement, bubble coalescence, and flow instability for investigating flow 
boiling characteristics in mini/micro-channels. Furthermore, there exist a lack in 
experimental data for flow boiling in horizontal mini/micro-channels with inner 
diameter 𝐷 < 0.5 𝑚𝑚, particularly for isolated bubble zone. 
2.11.2. Objectives  
The main objective of this thesis is to investigate the characteristics of two-phase flow boiling in 
annular and slug flow regimes, and to provide a reliable predictive method for predicting the 
critical heat flux, heat transfer coefficient, pressure drop, and void fraction in horizontal micro-
tubes under uniform heat flux. This has been done through achieving the following consecutive 
sub-objectives:   
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1. Developing a semi-analytical model for predicting the liquid film thickness in annular 
flow regime during two-phase flow boiling in a horizontal micro-tube. This stage was 
essential to study the incipience of the dry-out phenomenon and to predict the critical heat 
flux. 
2. Developing a model to predict the two-phase heat transfer coefficient, pressure drop, and 
void fraction in annular flow regime. Effects of phasic enthalpies, viscous force, inertial 
force, and liquid film evaporation were considered in modeling. Following, the influence 
of the main operating conditions, working fluid properties, and channel size on the model 
results, were investigated. 
3. Developing a semi-analytical model to study the bubble dynamics, bubble length, and 
bubble frequency in the slug flow regime based on the drift flux model, for a better 
understanding of flow boiling phenomena in mini/micro-channels. Extensive experimental 
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Dry-out is an essential phenomenon that has been observed experimentally in both slug 
and annular flow regimes for flow boiling in mini and micro-channels. The dry-out leads to a 
drastic drop in heat transfer coefficient, reversible flow and may cause a serious damage to the 
micro-channel. Consequently, the study and prediction of this phenomenon is an essential 
objective for flow boiling in micro-channels. The aim of this work is to develop an analytical 
model to predict the critical heat flux (CHF) based on the prediction of liquid film variation in 
annular flow regime for flow boiling in a horizontal uniformly heated circular micro-tube. The 
model is developed by applying one-dimensional separated flow model for a control volume in 
annular flow regime for steady, and stable saturated flow boiling. The influence of interfacial 
shear and inertia force on the liquid film thickness is taken into account. The effects of operating 
conditions, channel sizes, and working fluids on the critical heat flux (CHF) have been 
investigated. The model was compared with 110 CHF data points for flow boiling of various 
working fluids, (Water, LN2, FC-72, and R134a) in single and multiple micro/mini-channels 
with diameter ranges of (0.38 ≤ 𝐷ℎ ≤ 3.04 𝑚𝑚) and heated-length to diameter ratios in the 
range of 117.7 ≤ 𝐿ℎ 𝐷⁄ ≤ 470. Additionally, three CHF correlations developed for saturated 
flow boiling in a single micro-tube have been employed for the model validation. The model 
showed a good agreement with the experimental CHF data with MAE= 19.81 %. 









‎‎‎‎‎‎‎‎Dry-out is an important phenomenon which represents the critical heat flux (CHF) 
mechanism for flow boiling in micro-channels. It has been described early in the literature with 
various definitions as dry-out, burn-out, or critical heat flux as stated in Kandlikar [134]. It is 
very crucial to understand CHF phenomenon in order to study its effects on flow boiling heat 
transfer in mini/micro-channels. Furthermore, one of the most significant investigations of 
saturated CHF is to predict the maximum cooling capacity of the cooling devices that employ 
saturated flow boiling micro-channels. Several researches and investigations for studying CHF 
phenomenon in mini/micro-channels have been carried out, but the available CHF data and 
correlations are still not enough to provide thorough interpretation for CHF mechanism. 
       Katto [187], studied experimentally and analytically the relation between CHF and inlet sub-
cooling liquid enthalpy ∆𝐻𝑖 for forced convection boiling in vertical uniformly heated round 
tubes. He attempted to develop a generalized correlation for CHF prediction by analyzing the 
CHF experimental data for seven different fluids. It has been revealed that four different CHF 
regimes exist and a CHF regime map was developed in terms of the dimensionless parameters 
(σρl G
2l⁄ ) and (l d⁄ ). The CHF regimes are classified into four regimes called as L, H, N, and 
HP CHF regimes. The generalized CHF correlation has been revised later by Katto and Ohono 
[142] in order to be applicable for wider range of operating conditions. Considering inlet 










         Qu and Mudawar [43] studied experimentally the CHF for flow boiling of the water in a 
micro-channel heat sink consists of 12 parallel rectangular micro-channels with cross section 
of 215 × 821μm2 for measuring new saturated CHF database and developing a new CHF 
correlation. Although the experiments were performed with upstream instability control throttle, 
a vapor backflow was observed when the heat flux reaches the CHF. Furthermore, the inlet 
temperature and mass flux effects were taken into account. A significant mass flux effect on the 
CHF has been reported. In fact, the CHF increased monotonically by increasing the mass flux 
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while the inlet temperature did not show any effect on the CHF. This may be attributed to the 
back flow that affects the inlet temperature effect. The proposed saturated CHF correlation was 
developed based on the CHF data of water and R-113 for rectangular and circular mini/micro-
channel heat sinks respectively. A similar form of the CHF correlation proposed by Katto and 
Ohno [142] was adopted since it has been recommended for saturated CHF prediction for flow 
boiling in single circular mini-channels, but without considering the inlet sub-cooling effect. The 
new CHF correlation is listed in Table (3.1). This correlation was compared with 42 CHF data 
points collected for flow boiling of water and R-113 for channel sizes ranges of 380 μm≤ Dh ≤
2540μm, and gave a good agreement with the experimental data within a band error of ±20 % 
and  MAE = 4.0 %. 
Understanding the mechanism of CHF is very crucial particularly, for micro-channel heat 
sinks designed based on saturated flow boiling. Moreover, a shortage in CHF data for stable 
conditions still exists. Bergles and Kandlikar [188] highlighted some CHF researches done for 
unstable conditions for flow boiling in micro-channels considering the instability effects on the 
CHF. It has been revealed that annular flow is the dominant flow pattern where the CHF may 
take place for flow boiling in micro-channels. Additionally, they recommended to consider the 
importance of flow and thermal conjugate effects for more reliable CHF database as well as to 
create a new saturated flow boiling CHF data for stable conditions. However, this is one of the 
CHF experimental difficulties in mini/micro-channels. 
        Further CHF investigations for flow boiling in micro-channels have been done recently 
considering various working fluids and heat transfer mechanisms. Qi et al. [46] studied 
experimentally the flow boiling heat transfer and CHF characteristics for liquid Nitrogen (𝐿𝑁2) 
flowing in micro-tubes for four different sizes Dh = 0.531, 0.864, 1.042, and 1.931mm. The 
CHF was predicted based on a sudden raise in inner wall temperature and a drastic drop in the 
local heat transfer coefficient which was observed at the end of the tested micro-tubes. The 
obtained new CHF data points were compared with the CHF correlations of Zhang et al. [44] and 
Katto [187]. Both correlations underestimated the CHF data thus, the authors developed a new 
CHF correlation as listed in Table (3.1), based on Katto [187] correlation, considering the tube 
size effect for better CHF prediction. The new CHF correlation predicted the CHF data for the 





Table (‎3-1):   CHF Correlations for flow boiling in mini and micro-channels. 
Author Correlation   Conditions   
















21‎Rectangular‎ micro-channels‎ ‎215 × 821 𝜇𝑚, 
‎0.38 mm ≤ Dh ≤ 2.54 mm 
CHF‎data‎for‎Water‎and‎R-113‎in‎heat‎ sinks‎ are‎used 

















293 ≤ We ≤ 21,044 
0.5mm ≤ Dh ≤ 0.8mm‎,‎‎‎25 ≤ 𝐿 𝐷⁄ ≤ 141 














Based on the correlation  of Katto [187]  
Weber number is calculated in terms of heated-length 











0.82      
properties are estimated at the outlet of the channel. 
𝑓𝑜𝑟  (𝐿ℎ 𝑑ℎ𝑒⁄ ≤ 150)  & (𝐵𝑜𝑅𝑒𝑙





) = 1.160 × 10−3(WemCal
0.8)
−0.16
  𝑓𝑜𝑟  (𝐿ℎ 𝑑ℎ𝑒⁄ > 150)  & (𝐵𝑜𝑅𝑒𝑙
0.5 ≤ 200.00)  

























  Dth =
1
Co
√σ g(ρf− ρg)⁄   , Co = 0.5  

















For flow boiling in micro-channel heat sinks 
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Wojtan et al. [45], studied experimentally the effects of mass flux, inlet sub-cooling, 
heated length, working fluid and channel size on the saturated CHF in individual micro-channels. 
It has been demonstrated that all the previous parameters have significant effects on CHF except 
the inlet sub-cooling which did not show a clear effect on the CHF. The authors measured 34 
new CHF data points for flow boiling of R134a in 0.5 mm and 0.8 mm heated uniformly micro-
channels at quite wide experimental conditions. The CHF correlations of Qu and Mudawar [43] 
and Katto and Ohno [142] have been employed to predict the new CHF data. Katto and Ohno 
[142] correlation captured 40 % of the CHF data with a band error ±15 % and MAE of 32 %. 
On the other hand, Qu and Mudawar [43] correlation overpredicted the new saturated CHF data, 
however it gives similar trend. Thus, the authors, proposed a new version of Katto and Ohno 
[142] correlation for saturated CHF prediction only for annular flow and for (ρv ρl⁄ ) < 0.15. 
The modified correlation which is listed in Table (3.1) captured 82.4 % of their CHF database 
with a band error of ±15 % and MAE of 7.6 %. The critical vapor quality xcrit that represents the 








Turning to the analytical CHF models which have been developed for flow boiling in 
micro-channels, it can be seen that the investigations of CHF condition for flow boiling in micro-
channels have been more experimental than analytical. Kandlikar [9] developed a theoretical 
CHF model for pool boiling in micro-channels by considering the effects of the surface-liquid 
interactions. The interfacial forces, which are parallel to heater surface and induced due to the 
evaporation of the liquid phase, have been taken into account for the CHF model. The author 
considered the effect of other forces, such as surface tension and gravitational forces, but 
recognized the CHF condition when the effect of the force of the momentum of the evaporation 
suppresses the effect of gravitational and surface tension forces. The model was applicable for 
prediction CHF conditions for saturated pool boiling of water, refrigerants, and cryogenic liquids 
for vertical and horizontal surfaces. 
Kosar [190] has recently developed a simple analytical model for predicting CHF for 
flow boiling in mini and micro-channels. The approach used in developing the model was based 
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on the mass balance between the entrained liquid droplets in the vapor core and the liquid film in 
the annular flow regime. The model was compared with 151 CHF data points for low pressure 
refrigerants and water for mass fluxes range of 50 𝑡𝑜 1600 𝑘𝑔 𝑚2. 𝑠⁄ . The comparison showed a 
good agreement with the CHF experimental data with (MAE=25.8%) 
Kandlikar [191] developed a theoretical CHF model based on a scale analysis considering 
the effect of additional forces induced due to the evaporation and instability at the liquid-vapor 
interface. It has been revealed that the evaporation momentum force controls the CHF condition 
and as the channel size decreases, the gravity force decreases and the viscous force is dominant. . 
Moreover, the surface tension force becomes more significant for micro-tubes with hydraulic 
diameters Dh ≤ 200 μm. The model predicted 75 % of CHF data obtained for flow boiling in 
tubes with a diameter range of (0.127- 3.36 mm) with (MAE=19.5 %). 
Revellin and Thome [52] developed a theoretical CHF model for flow boiling in a single 
horizontal micro-channel uniformly heated. The model was developed based on conservation 
equations of the two-phase separated flow model considering the influence of interfacial waves 
of the annular liquid film. The CHF was defined based on the liquid film thickness and the 
interfacial wave height.  In other words, the critical film thickness was modeled based on Kelvin-
Helmholtz critical wave length λc, at the channel outlet where the dry-out occurs. The obtained 
correlation involved the effects of gravity and surface tension is identified as, 












Where R is the internal radius of the tube, C, j1, and K1 are parameters estimated based on the 
CHF database. It can be noted that the term in the right brackets represents the ratio between 
gravity and surface tension forces. However, in horizontal micro-channels the gravity effect does 
not have a significant role since the stratified flow is not a micro-channel flow pattern as has 
been proven in previous works by Triplett et al [70] and Serizawa et al [192]. The model was 
tested with CHF experimental data points obtained for four different fluids at wide range of 
channel sizes Dh = [0.215 to 3.15 mm], mass fluxes range of [29 to 1600 kg m
2 . s⁄ ], various 
heated length [10 to 126 mm], and inlet sub-cooling range [2 to 77℃]. The model predicted 
90 % of the tested data with the error band ±20 % and MAE of 9.3 %. The best values for the 
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parameters C, j1 and k1 in Eq. (3.3), proposed by the authors are 0.15, −3 7⁄  and −1 7⁄ , 
respectively. The CHF Results showed that the CHF increases by increasing the mass flux, the 
channels size and the inlet sub-cooling ∆Tsub, while decreases by increasing the channels heated 
length.  
Wu and Li [137], studied the effects of heated length to heated equivalent diameter 
ratio(𝐿ℎ 𝑑ℎ⁄ ) on the saturated CHF in mini/micro channels. They found that the Boiling number 
at CHF, Blchf, decreases greatly by increasing (𝐿ℎ 𝑑ℎ⁄ ) at low values of (𝐿ℎ 𝑑ℎ⁄ ). A new 
criterion (𝐵𝑜𝑅𝑒𝑙
0.5 ≤ 200.00) was adopted to identify the macro-to-micro-scale region. The 
authors compiled 1672 saturated CHF database points for flow boiling of various refrigerants 
and water in mini and micro-channels. The threshold value of  (𝐿ℎ 𝑑ℎ⁄ = 150) was reported as 
there is no significant effect of 𝐿ℎ 𝑑ℎ⁄  on saturated CHF beyond this value. In general, the 
compiled database was divided into two main regions and a new CHF correlation was proposed 
for each region as presented in Table (3.1). Furthermore, the effects of inertia, viscous and 
surface tension forces were taken into account and represented by the non-dimensional 
groups (𝑊𝑒𝑚𝐶𝑎𝑙
0.8). The gravity force effect was not considered in the proposed CHF 
correlation, however many of correlated data corresponded to macro-scale region where the 
gravity effect has a significant influence. The authors tested the proposed correlations reliability 
in saturated CHF prediction compare to some selected CHF correlation, they found that their 
correlations captured 95.5 % of the non-aqueous CHF database within a ±30 % error band and 
𝑀𝐴𝐸 = 12.6 %. While predicted 93.5 % of the Water CHF database within a ±30 % error band 
and 𝑀𝐴𝐸 = 18.6 %. 
Ong and Thome [139] investigated the effects flow pattern, surface roughness, mass flux 
and fluid properties on flow boiling heat transfer coefficient and CHF in mini and micro-
channels. They have developed a new CHF correlation which is able to predict the CHF in 
circular and rectangular single and multiple channels for the non-aqueous fluids R134a ,R236fa,
R245fa. Their CHF correlation and their experimental conditions are listed in Table (3.1). 
Moreover, the gravity force has a significant effect, but its influence decreases by decreasing the 
channel size. Ong & Thome [39] in another work, they investigated the channel confinement 
effect on the flow pattern for the flow boiling in micro-channels. They observed that when the 
confinement number, Co ≈ 1.0, the gravity force effects are completely suppressed and shear 
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and surface tension become dominant. In this work the range of the confinement number of the 
data used to test the present model is 0.3 ≤ Co ≤ 6.3, as shown in Table (3.2). It can be seen that 
majority of the data of all working fluids tested are for Co ≥ 0.8.  
There are many studies have been done for clarifying the dominant flow pattern for flow 
boiling in horizontal and vertical micro-channels, such as Qu and Mudawar [193], Revellin and 
Thome [75], Ong and Thome [39], and Kuznetsov et al [194]. Qu and Mudawar [193] verified 
that the annular flow is a dominant flow pattern in micro-channels at high heat flux conditions. 
According to the flow pattern map developed by Revellin and Thome [75] and improved later by 
Ong and Thome [39], it can be seen that the majority of data conditions which were used in 
testing the present model are fall in the annular flow regime.   
 
 




𝑫𝒉 , [𝒎𝒎] 
Confinement 
Number, 𝑪𝒐  
Water 0.427 6.300 
R134a 0.500 1.640 
 0.800 1.025 
 1.030 0.800 
 2.200 0.373 
 3.040 0.270 
LN2 0.531 1.950 
 0.834 1.240. 
 1.040 0.990 
 1.931 0.536 
FC-72 0.889 0.920 
 
Chen and Garimella [189] conducted an experimental CHF work for flow boiling of FC-
77 in a silicon test die. The test section has a size of 12.7 mm × 12.7 mm × 0.373 mm  and 
contains 60 parallel micro-channels, each has a size of 100 μm× 387 μm. The CHF was 
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measured for a mass flux range of 253.7 to 1015.0 kg m2. s⁄ . A new CHF correlation was 
proposed based on 49 CHF data points of five different experiments for three various working 
fluids, water, R-113 and FC-77. The new proposed CHF correlation predicted the selected CHF 
data points with the MAE = 7.67 %. It has been reported that the CHF affects the pressure drop 
trend in parallel multiple micro-channels where a decrease in pressure drop was observed when 
the CHF occurs. The authors attributed that to the abrupt decrease in flow rate through all of the 
micro-channels due to the accumulated bubbles which block the channel in the upstream. 
It has been revealed in previous flow boiling studies that the annular flow is dominant in 
micro-channels. Jiang et al. [195] conducted an experimental work for flow boiling visualization 
in micro-channels and observed a stable annular flow with entrained liquid droplets at high heat 
flux. Zhang et al. [196] have also verified that the annular flow pattern is mostly dominant for 
flow boiling in micro-channels. Qu and Mudawar [193] investigated flow boiling of water in 
micro-channel heat sinks and they revealed that at high heat flux a stable annular flow was 
observed. However, the flow instability in the previous studies has been experienced and found 
to have a clear effect on the flow pattern. Recently many studies have been done for controlling 
the flow instability for flow boiling in micro-channels, such as Lee et al. [197]. They have 
investigated the effect of inlet restriction (orifice) on the flow instability in single and multiple 
micro-channels. It has been reported that the inlet orifice can reduce the flow instability and 
provide a stable flow pattern for flow boiling in micro-channels. 
The annular flow is represented by the liquid film trapped between the vapor core and the 
inner surface of the channel. In the separated flow model, the conservation equations are applied 
for each phase separately. Among the two-phase flow models, it has been proven that the 
separated flow model can be applied properly to the annular flow in micro-channels (Moriyama 
and Inoue [147] and Ghiaasiaan [198]). Thus, in this paper, separated flow model principle is 
considered for modeling the two phase flow boiling in a horizontal micro-channel for annular 
flow regime. The liquid film variation is predicted in terms of applied operating conditions. The 
CHF is predicted based on the critical liquid film thickness value which is considered here to be 
equal to the roughness of the internal surface of the micro-tube. The model basic equations are 
solved numerically using Runge-Kutta method.  
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3.3. Model Analysis 
The schematic of the annular flow pattern shown in Figure ‎3-1 is used to derive the 
equations of the present model. The main dependent variables considered in this model are the 





















Figure ‎3-1:  (a) schematic diagram of an annular flow pattern. (b) a symmetric sketch of the 
chosen control volume for applying mass balance. (c) a symmetric sketch shows the forces applied 





𝒅𝒎𝒇 = [(𝟏−𝜶)𝝆𝒇𝑨𝒅𝒛] 
𝒅𝒎𝒈 = [𝜶𝝆𝒈𝑨𝒅𝒛] 
?̇?𝑒𝑣 = [𝛤𝑃𝑖𝑑𝑧] 
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By applying a uniform heat flux to external surface of the micro-tube, the heat transfers to the 
liquid film through the channel wall and the evaporation rate at the liquid/vapor interface 
increases till the liquid film reaches the critical value. Before deriving the model basic equations, 
the following set of assumptions have been considered: 
1. The flow boiling is considered as a one dimensional steady state and fully developed flow. 
Thus, the dependent variables adopted vary only in axial flow direction. 
2. The dominant flow pattern for flow boiling in micro-tubes is the annular flow. 
3. The dominant heat transfer mechanism in the annular flow regime for flow boiling in micro-
channels is the thin film evaporation. 
4. The liquid film thickness is very small compare to the hydraulic diameter of the micro-tube. 
5. The CHF is identified when the liquid film thickness reaches the critical value 𝛿𝑐 which is 
considered here to be equal to the internal surface roughness of the micro-tube. 
6. The micro-tube is subjected to a circumferential and axial uniform heat flux. 
7. As the channel size decreases, the gravity force effect decreases. Thus, in the present model 
and in the range of Dh ≤ 3mm tube diameter, the gravity force effect is neglected.  
8. No entrained liquid droplets exist in the vapor core and no nucleate bubble exists in the liquid 
film in the annular flow regime for flow boiling in micro-channels.  
It is of importance here to explain the base of adopting the assumption No. 5. A partial dry-
out may occur even when the liquid film thickness is greater than the surface roughness, but not 
a complete dry-out. According to some previous flow boiling studies in micro-channels such as 
Hazuku et al. [126], Agostini et al. [154], and Ong and Thome [39], it has been justified that the 
CHF occurs when the liquid film thickness decreases lower than the surface roughness.  Hazuku 
et al [126] justified that the minimum liquid film thickness is lower than 1 μm in slug and 
annular flow regime. Considering the critical liquid film thickness to be equal to the inner 
surface roughness gave a good agreement with the experimental heat transfer data when the 
three-zone model was employed by Ong and Thome [39]. However, in the three-zone model, the 
critical liquid film thickness of the dry-out was suggested to be lower than the surface 
roughness ≈ 0.3μm. Although this was applied to the elongated bubble zone, it would be more 
reasonable to be adopted in the annular flow regime. 
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         It is known that the surface tension has a significant role which influences the evaporation 
process for flow boiling in micro-channels, but its effect becomes more important when 
considering the existence of nucleate bubbles in the liquid film in the annular flow. The reason 
for neglecting the surface tension force in the basic equations of the present model is for model 
simplification. Furthermore, no nucleate bubbles exist in the liquid film and the liquid film is 
considered to be driven by the effect of the shear force. The surface at the liquid-vapor interface 
is considered to be smooth. On the other hand, the effect of the surface tension on the prediction 
of the initial liquid film thickness is taken into account in the correlations employed in the 
present model.  
In addition, two more pressure effects were not taken into account in the model analysis, 
the capillary and disjoining pressures. We believe that Capillary and disjoining pressures have 
more significance in the slug flow regime than the annular flow regime, where they affect the 
curvature of the liquid film and the meniscus. Moreover, the disjoining pressure effect becomes 
clear if a 2D model is developed. While only the axial pressure gradient is considered for both 
vapor and liquid phases in this model. Considering the above assumptions and applying the 
mass, momentum, and energy conservation equations for each phase to the differential element 
shown in Figure ‎3-1, six basic equations are derived as follows, 
3.3.1. Mass Conservation Equations 
The mass balance is applied for each phase in the chosen control volume as shown in 










2] = 4Γ(D− 2δ) (3.5) 
Where Γ is the rate of evaporation of the liquid film at the liquid-vapor interface per unit surface 
area. Based on the vapor mass equation, Eq. (3.5), Γ can be identified in terms of liquid film 
thickness and vapor velocity gradients as follow, 
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Substituting 𝛤 in Eq. (3.4) by Eq. (3.6) and rearranging the equation in terms of the gradient of 
the main dependent variables, the mass conservation equation of the whole mixture can be 
written as, 














= 0 (3.7) 
 
3.3.2.Momentum Conservation Equations  
The acting forces on the chosen control volume on both liquid film and vapor core phases 
are shown in Figure 3-1-c, two forces were neglected here, the body and virtual mass forces. The 
virtual mass force is a transient force that proportional with kinetic energy and acceleration of 
the isolated bubble, or the entrained liquid droplets, or in the two phase flow. A basic form of the 
virtual mass force has been addressed in many previous studies and one can refer to for more 
details as in Ghiaasiaan [198] and Ishii and Mishima [199].The body force does not have a 
significant effect in micro-scale size, so it was neglected. Since, it was assumed that there is no 
entrained liquid droplets in the vapor core in the annular flow and according to a study 
performed by Ishii and Mashima [199], that shows the effect of virtual mass force is much less in 
the annular flow compare to its effect in slug flow, so it would reasonable to neglect the virtual 
mass‎ force‎ in‎ the‎ present‎ model.‎ Newton’s‎ Law‎ is‎ applied‎ to‎ each‎ phase in the control volume 





2δ(D − δ)] = −
d
dz






2(D − 2δ)2] = −
d
dz




3.3.3.Energy Conservation Equations 
          By applying the first law of thermodynamic for each phase in the chosen control volume, 
the basic energy conservation equations for the liquid film and vapor phases are defined by Eq. 




















)] = 4𝛤ℎ𝑔(𝐷 − 2𝛿) − 4𝜏𝑖𝑢𝑖(𝐷− 2𝛿) (3.11) 






































= −4𝜏𝑖𝑢𝑖 (3.13) 
 
According to Wallis [200], the liquid film thickness for the laminar annular flow is very thin 
compare to the channel hydraulic diameter. Thus, the shear stress variation in this boundary layer 
is very small and it would be reasonable to be ui = 2uf. In another approximation of the velocity 
at the interface, Ghiaasiaan [198] assumed that  𝑢𝑖 = (1 2⁄ )(𝑢𝑓+ 𝑢𝑔) is a reasonable assumption 
in stratified flow. Since the liquid film velocity is considered lower than the vapor core velocity 
and the tangential components of both velocities at the interface are considered to be the same, it 
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would be more reasonable to assume 𝑢𝑖 = (0.5𝑢𝑔) for the present model simplification. Taking 
this assumption into account, the interfacial shear stress which has a significant effect on the 
liquid film thickness, can be derived from the energy equation of the vapor phase, Eq. (3.13), in 
terms of liquid film thickness, vapor velocity, and inertia force as follows: 
 










The energy equation of the liquid film, Eq. (3.12), can be expanded more by inserting the 










































Now, considering the rate of phase change Γ, and the interfacial shear defined by Eq. (3.6), and 
























































= 0 (3.17) 
Thus, the two-phase pressure gradient can be defined easily from the momentum equation of the 
























The wall shear stress τw, in the right side of the momentum equation of the liquid film, Eq. 







Since both laminar and turbulent flow are considered, the liquid film friction factor 𝑓𝑓 is 
determined in terms of liquid film Reynolds number for better results as presented in Kim and 
Mudawar [201] as follows.  
 
 𝑓𝑓 = {
(64 𝑅𝑒𝑓⁄ )                              𝑓𝑜𝑟  𝑅𝑒𝑓 ≤ 2000
0.079𝑅𝑒𝑓
−0.25             𝑓𝑜𝑟  2000 < 𝑅𝑒𝑓 ≤ 20,000
0.046𝑅𝑒𝑓
−0.20                      𝑓𝑜𝑟  20,000 < 𝑅𝑒𝑓
 (3.20) 
The friction factor estimation is mainly influenced by based-liquid film Reynolds number which 
is calculated in the present model using the predicted values of average liquid film thickness 𝛿̅, 







𝜌𝑓𝑢𝑓̅̅ ̅𝛿(̅𝐷 − 2 𝛿̅)
𝜇𝑓𝐷
 (3.21) 
In summary of the analytical part, four expanded equations represent the final form of the 
present model. These equations are the mass conservation equation of the whole mixture, Eq. 
(3.7), the energy conservation equation of the liquid film, Eq. (3.15), the momentum 
conservation equation of the liquid film, Eq. (3.16), and the momentum conservation equation of 
the vapor phase, Eq. (3.17). While the mass conservation equation, Eq. (3.5), and the energy 
conservation equation, Eq. (3.11), of the vapor phase are used to define the phase change rate, Γ, 
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and the interfacial shear stress, 𝜏𝑖, respectively . Thus, the final form of the present model 
equation is organized and formulated in a mass matrix form as follows: 
 
 AY = B (3.22) 
Where 𝐴 is a square mass matrix which contains the coefficients of the dependent variables 
obtained by expanding the differential terms in the conservation equation. The gradient of main 
dependent variables is represented by the column vector 𝑌, and the column vector 𝐵 represents 
the non-homogeneous part of the present model. The main model equation can be rewritten in 
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3.4. Initial and Boundary Values of the Model 
       In order to solve the main model equation, Eq. (3.23) the initial values of the dependent 
variables, δo , ugo , ufo, and the inlet pressure po   at the entrance of the micro-tube should be 
estimated properly. Furthermore, it should be noted that among these initial parameters, the most 
sensitive initial parameter that affects the obtained results is the initial liquid film thickness. 
There are many researchers who have investigated measuring liquid film thickness in micro-
channels and revealed that, δ ≪ Dh, in the range of (1.0 ≤ Dh ≤ 1.49 mm) such as Hazuku et 
al. [126]. Based on the available literature, most of the correlations of liquid film prediction are 
developed‎ based‎ on‎ Taylor’s‎ law‎ (which‎ is‎ addressed‎ in‎ many‎ two‎ phase‎ flow‎ studies‎ such‎ as‎
Aussillous and Quere [202]) and applicable for the flow regimes where the liquid film increases 
such in slug flow during the bubble coalescence or during the condensation in annular flow 
regime. However, two correlations for prediction of liquid film thickness, Eqs. (3.24) and (3.25) 
which were developed by Bretherton [63] and Irandoust and Andersson [35], may be applied 
properly in the annular flow regime for this model to predict the initial liquid film thickness. The 
Eq. (3.24) was developed analytically and its constants were obtained based on the numerical 
integration. On the other hand, the Eq. (3.25) was developed based on the experimental data of 
flow boiling in tubes with diameters ranging from 1.0 mm to 2.0 mm and length of 400 mm. 
Since, both of the equations were developed based on the assumption that (δ d⁄ ) is small, it 
would be very reasonable to be used either for the Taylor flow or the annular flow in the range of 
the mentioned diameters. 
 𝛿𝑜 𝐷⁄ = 0.67 𝐶𝑎
(2 3⁄ ) (3.24) 
 
 𝛿𝑜 𝐷⁄ = 0.18 [1− 𝑒𝑥𝑝 (−3.08𝐶𝑎
0.54)] (3.25) 
Consequently, in the present model, the initial liquid film thickness is predicted using Eq. (3.24) 
and Eq. (3.25) for flow boiling of non-aqueous working fluids and water respectively. 
Furthermore, the initial vapor and film velocities at the onset of annular flow are calculated in 
terms of initial liquid film as follows: 
85 
 
 𝑢𝑔𝑜 = (𝐺𝑥𝑒/𝜌𝑔)(𝐷
2 (𝐷− 2𝛿𝑜)
2⁄ ) (3.26) 
 
 𝑢𝑓𝑜 = (𝐺(1 − 𝑥𝑒)/𝜌𝑓)(𝐷
2 (4𝛿𝑜(𝐷 − 𝛿𝑜))⁄ ) (3.27) 
Where 𝑥𝑒 , is the vapor quality estimated at the exit of the micro-tube. In the present model it is 
calculated based on the energy balance of the micro-tube and represented as in Eq. (3.28) in 
terms of the heated length-to-diameter ratio for zero-inlet sub-cooling enthalpy (inlet saturated 
conditions). 






The initial value of the pressure at the inlet of the micro-tube is taken from the experimental 
conditions for each CHF database obtained. 
3.5. Results and Discussion 
The main differential equations represented in the mass matrix form by Eq. (3.23) are 
solved numerically. The procedure of the main calculations is explained by the flow chart shown 
in Figure ‎3-2. In order to test the model ability for CHF prediction, it was compared with various 
experimental CHF data points obtained previously from different resources for wide operating 
conditions for flow boiling in single and multi mini/micro-channels, as summarized in Table 















 × 100  % (3.29) 
Where N is the number of the data points,  𝑞𝑐
ʺ
𝑒𝑥𝑝






























𝜌𝑓  , 𝜌𝑔 , 𝜇𝑓 , 𝜇𝑔 , ℎ𝑓 , ℎ𝑔  , ℎ𝑓𝑔 ,𝜎 ,  
Read the properties of the working fluids at 𝑇𝑖𝑛 or 𝑝𝑠𝑎𝑡 
 
Read the channel parameters 𝐷ℎ  , 𝐿ℎ  , 𝜀 and the range of 
applied mass and heat fluxes 𝐺 , 𝑞𝑤
ʺ   
 
 







Calculate 𝑥𝑒 using Eq. (3.28) 
 
Initialize 𝛿𝑜 , 𝑢𝑔𝑜 , 𝑢𝑓𝑜 using Eqs. (3.24, 3.26, 3.27) 
 
Solve the main equation of the model Eq. (3.23) 
Plot 𝛿(𝑧)  and Obtain 𝛿𝑚𝑖𝑛 
𝛿𝑚𝑖𝑛 ≤ 𝜀  𝑞𝑐
ʺ = 𝑞𝑤
ʺ   
 
𝐺 ≥ 𝐺𝑚𝑎𝑥 Plot 𝐺 vs 𝑞𝑐
ʺ 
End 






Table (‎3-3):   Saturated CHF data of flow boiling in mini/micro- channels used to test the 
present model. 
Author Geometry  Fluid & Operating conditions  
Qu and Mudawar 
[43] 
21‎Rectangular‎ micro-channels‎ ‎ 
215 × 821 μm,‎Dh = 0.38 mm,‎
L D = 117.7⁄  
Water,‎pout = 1.13 bar,‎Tin = 60℃,‎ 
G = [86− 368] kg m2. s⁄ , 
Wojtan et al. [45] single‎ micro-tube,‎  
Dh = [0.5 − 0.8]mm,‎‎Lh = 70mm 
R-134a,‎Tsat = [30 − 35]℃,‎ 
G = [400− 1600] kg m2. s⁄ ,‎‎q𝑤
ʺ = [3.2 −
600] kW m2⁄ , 
Qi et al. [46] single‎ micro-tube, 
Dh = [0.531 − 0.834]mm,‎Lh =
250mm 
LN2,‎Tin = [78.2 − 79.8]K,‎ 
G = [700− 3000] kg m2. s⁄ ,‎q𝑤
ʺ = [50.9 −




Dh = [0.286 − 0.70]mm,‎‎Lh =
[21.66 − 96.0]mm 
Water,‎,‎∆Tsat = [40 − 60]℃ 
pout = [25.3 − 179]kPa,‎‎G = [320 −
560] kg m2. s⁄ , 
Ong‎&‎Thome‎
[139] 
𝐃𝐡 = [𝟏.𝟎𝟑,𝟐. 𝟐𝟎,𝟑.𝟎𝟒]𝐦𝐦‎ 
𝐋𝐡 = [𝟏𝟖𝟎,𝟑𝟗𝟔,𝟓𝟒𝟎]𝐦𝐦‎ 
𝐑𝟏𝟑𝟒𝐚 , 𝐑𝟐𝟑𝟔𝐟𝐚, 𝐑𝟐𝟒𝟓𝐟𝐚‎ 
𝐆 = [𝟏𝟎𝟎− 𝟏𝟓𝟎𝟎]𝐤𝐠 𝐦𝟐 . 𝐬⁄ ‎ 
 
Figure ‎3-3 shows a comparison of the CHF data for flow boiling of Water flowing in 
rectangular multiple micro-channels obtained by Qu and Mudawar [43] and those predicted by 
the present model. The present model predicted the whole CHF data of the water with a 𝑀𝐴𝐸 =
35.75 %. It can be seen that the model underestimated all the CHF data of Qu and Mudawar [43] 
. This underestimation is due to some reasons. Since the present model was developed based on 
dominant annular flow pattern in a single micro-tube, the major reason of the underestimation is 
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related to the difference in the flow characteristics and configuration between the single and 
multi-micro-channels. In addition, the deviation is partially attributed to the applicability of the 
correlation used to estimate the initial liquid film thickness of the water, Eq. (3.25), which was 
originally developed for boiling in a single tube with diameter range of (1.0 to 2.0 mm), while 
Qu and Mudawar [43] data were for flow boiling in multiple micro-channels. From Figure ‎3-3, it 
is seen that at low mass flux, 100 ≤ G ≤ 130 kg m2. s⁄ , the CHF predicted by the model does 
not show a clear influence by increasing the mass flux. At this low range of mass flux, it is seen 
that a little increase in the applied heat flux causes in decreasing in the liquid film thickness 
lower than the critical value, which is identified to be (δcrit ≤ 3μm) in the present model. 
Furthermore, this can be considered as the lowest mass flux among the tested CHF data where 
the present model can predict the CHF data of flow boiling of the water in multiple micro-
channels.   
 
 
Figure ‎3-3: Comparison of the Present CHF model with CHF data obtained by Qu and Mudawar 



































Figure ‎3-4: Comparison of the Present CHF model with CHF data obtained by Roday and Jensen 
[138] for flow boiling of Water in a single micro-tube with diameter of 0.427 mm. 
 
      For the same working fluid, water, but through a single micro-tube with internal diameter of 
0.427 mm and at very high mass flux, the model was compared with the CHF data of Roday and 
Jensen [138] as depicted in Figure ‎3-4. A strong relationship between the CHF and mass flux can 
be seen here as well. It can be noted that the present model predicted well the CHF data a  MAE =
8.76 %.  Further parameters that affect the CHF have been considered for validating the present 
model, such as the working fluid and channel size effects. For instance, the model was compared 
with the experimental CHF data of Wojtan et. al. [45] for flow boiling of R134a through single 
micro-tubes with sizes of 0.5 mm and 0.8 mm as shown in Figure ‎3-5. The model fairly 
predicted the CHF data of diameter 0.5 mm with the MAE = 7.57%. Furthermore, the CHF data 
for R134a in the micro-tube of 0.8 mm were predicted properly as well with the MAE = 9.10%. 
Moreover, the influence of tube size can be noted clearly from this figure where the CHF 




































Figure ‎3-5: Comparison of the Present CHF model with CHF data of Wojtan et al. [45] for flow 
boiling of R134a in a single micro-tube for internal diameters 0.50 mm and 0.80 mm.  
 
Additionally, in order to validate the present model for predicting the CHF for macro and 
conventional channels, it has been compared with the CHF experimental data of Ong & Thome 
[139] for saturated flow boiling of R134a in single tubes with sizes of 1.03mm, 2.02 mm, and 
3.04 mm at low and high mass fluxes as shown in Figure ‎3-6. As can be seen the influence of 
mass flux and the channel size on the CHF is obvious in this graph. Although, for the mass 
fluxes G ≤ 500 kg m2. s⁄ , the experimental data showed the independency of CHF of the channel 
size for all channel sizes, 1.03;  2.20;  and 3.04 mm, while the present model showed a clear 
dependency on the channel size particularly for 2.02 mm and 3.04 mm tubes. In general, the 
model gives a very good agreement with these CHF data points for the three different tube sizes 
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Thome [75], it is seen that the experimental data of R134a in the range of mass fluxes (320 ≤
𝐺 ≤ 560 𝑘𝑔 𝑚2 . 𝑠⁄ ) fall in the annular flow regime. 
 
 
Figure ‎3-6: Comparison of the Present CHF model with CHF data of Ong & Thome [139] for flow 
boiling of R134a in a single micro-tube for internal diameters 1.03, 2.20, and 3.04 mm. 
 
Figure ‎3-7, shows a comparison of the experimental CHF data of Fan and Hassan [6] for 
flow boiling of the dielectric fluid FC-72 in a single micro-tube of 0.889 mm with the present 
model. Notably, the CHF increases linearly by increasing the mass flux. Although, the CHF 
trend was predicted well, the model under predicted the experimental CHF data, and the MAE =
24.44%. 
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Figure ‎3-7: Comparison of the Present CHF model with CHF data of Fan & Hassan [6] for flow 
boiling of FC-72 in a single micro-tube with an internal diameter of 0.889 mm.  
 
Further comparisons to the CHF experimental data have been performed. The present 
model was compared with the CHF data obtained by Qi et al. [46] for flow boiling of Liquid 
Nitrogen in single mini and micro-tubes with internal diameters of 0. 531, 0.834, 1.042, and 
1.931 mm as shown in Figure ‎3-8. It can be seen that the model underestimated the experimental 
data points at mass fluxes lower than G ≤ 1000 [kg m2. s⁄ ], particularly for those with diameters 
larger than 0.834 mm. This can be speculated to neglecting the gravity force effects in the basic 
model equations, where this force has a significant effect in conventional channels. One more 
reason for this deviation can be related to the flow boiling characteristics of the LN2 which are 
quite different of the low pressure refrigerants and water. In other words, the correlation used for 
predicting the initial liquid film was developed based on water-air experimental data and there is 






































and vapor density values.  In general, the model predicted all CHF data points of LN2 with a  
MAE = 27.85%.  
 
Figure ‎3-8: Comparison of the Present CHF model with CHF data of Qi et al. [46] for flow boiling 
of LN2 in mini and micro-tubes with internal diameters 0.531, 0.834, 1.042, and 1.931 mm.  
 
In general, all CHF data points collected in this work including those for multiple mini 
and micro-channels were predicted successfully by the present model with MAE = 19.81% as 
shown in Figure ‎3-9. Furthermore, three saturated flow boiling CHF correlations, Wojtan et al. 
[45], Qi et al. [46], and Ong and Thome [139] were assessed to predict the same collected 
experimental CHF data base.  The reason for choosing these three correlations is because they 
were developed originally for flow boiling in a single circular mini/micro channels and based on 
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Figure ‎3-9: Comparison of experimental CHF data for flow boiling of R134a, LN2, FC72, and 
water in mini and micro-channels with that predicted by the present CHF model. 
 
Figure ‎3-10 compares the saturated CHF data predicted by Wojtan et al. [45] correlation 
with those collected in this work for flow boiling of non-aqueous working fluids and water. The 
correlation predicted the all collected CHF data points with a MAE = 75.26% and only for non-
aqueous working fluids with a MAE = 29.98%. The overestimation of CHF data of water may 



















































MAE= 19.81 % including Water






Figure ‎3-10: Comparison of experimental CHF data for flow boiling of R134a, LN2, FC72, and 
water in mini and micro-channels with that predicted the CHF correlation of Wojtan et al. [45]. 
 
The CHF correlation of Ong and Thome [139] was developed based the experimental 
data Wojtan et al. [45] for flow boiling of R-134a and R-245fa in single micro-tube with 
diameters (0.50 mm and 0.80 mm), and the data of Park and Thome [203] for flow boiling of low 
refrigerants (R134a, R236fa,  R245fa) in multiple-micro-channels with the range of hydraulic 
diameter of (0.35mm to 0.88 mm), and their data for the flow boiling of the same refrigerant in 
single micro-tubes with diameters (1.03, 2.20, 3.04 mm). The ability of the CHF correlation 
proposed by Ong and Thome [139] to predict the collected saturated CHF data is shown in 
Figure ‎3-11. The correlation predicted the all CHF data with the MAE = 64.36%. It is seen that 
this correlation significantly over estimated the saturated CHF data of the Water and under 
estimated those for FC-72. The explanation for the  large deviation of CHF data of the Water can 



















































Wojtan et al. Correlation [45]
MAE =75.26 % including Water
MAE=29.98 % excluding Water
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conditions as can be seen in Table (3.3) for both single and multiple mini and micro  rectangular-
channels. Although this correlation was developed considering the effect of working fluid on the 
CHF, but that was limited to non-aqueous fluids and only low pressure refrigerants. Thus, the big 
deviation obtained in predicting the Water CHF, can be related to the big difference between the 
properties of the water and the other refrigerants, particularly, the difference in surface tension 
and vapor densities. Furthermore, the inlet pressure of the CHF data of Qu and Mudawar [43] is 
lower than those of Ong and Thome [139], and according to Bao et al. [21], a strong effect of 
inlet pressure on the heat transfer characteristics of flow boiling in micro-channels has been 
observed. On the other hand, the correlation of Ong and Thome [139] predicted the CHF data for 
the non-aqueous working fluids with a good agreement with the saturated CHF experimental 
data with a MAE = 18.39%. 
 
 
Figure ‎3-11: Comparison of experimental CHF data for flow boiling of R134a, LN2, FC72, and 
















































Ong & Thome Correlation. [139]
MAE= 64.36 % including Water





     The last saturated CHF correlation was assessed is the correlation that was developed by Qi et 
al. [46] as shown in Figure ‎3-12. It can be seen that the correlation greatly over predicted the 
experimental CHF data of the Water and overestimated all of those obtained by Wojtan et al. 
[45] for flow boiling of R134a as well as most of those for FC-72. Generally, the correlation 
predicted the collected CHF data excluding those for the water with the MAE = 40.78 %. 
 
Figure ‎3-12: Comparison of experimental CHF data for flow boiling of R134a, LN2, FC72, and 
water in mini and micro-channels with that predicted the CHF correlation of Qi et al. [46]. 
 
         Critical exit vapor quality is one of the interesting  parameters which can be employed to 
present the current obtained results of the CHF in other form, and may be used in future work to 
investigate the CHF in micro-channels. It is defined as the vapor quality of the working fluid at 
the exit of the micro-tube when the CHF occurs. Figure ‎3-13, depicted the variation of the CHF 
data of Wojtan et al. [45] in terms of the critical exit vapor quality of the flow boiling of the 



























































Qi et al. Correlation [46]
MAE= 415.29 % including Water




is seen that the CHF decreases as the critical vapor quality increases. The present model 
predicted well the trend of the CHF in terms of critical vapor quality. 
 
 
Figure ‎3-13: CHF versus critical vapor quality predicted by the present model for flow boiling of 
R134a through a 0.8mm inner diameter micro-tube, and compared with those measured by Wojtan 
et al. [45]. 
 
In summary, for the CHF data of non-aqueous working fluids, it can be seen that among the 
chosen saturated CHF correlations developed for flow boiling in single micro-channels, the 
correlation of Ong and Thome [139] predicts the collected CHF data of non-aqueous working 
fluids better than the other tested correlations in this work. However, when the CHF data of the 
Water is included, the present model has ability to predict the saturated CHF better than the other 
tested correlations. 































3.6. Conclusions  
An analytical heat transfer model of flow boiling in horizontal micro-channels for an 
annular flow subjected to uniform heat flux was developed in order to predict the saturated 
critical heat flux (CHF) based on the liquid film dry-out. The model was developed by applying 
the separated flow model for a control volume in annular flow regime. The main dependent 
variables of the present model are the liquid film thickness, the core vapor velocity, the liquid 
film velocity, and the pressure variation. The effects of operating conditions, channel sizes, and 
working fluid on the CHF have been investigated. The final form of the present model is 
represented in a mass matrix form. The model was compared with the saturated CHF data points 
collected for flow boiling of various working fluids, (Water, LN2, FC-72, and R134a) in single 
and multiple mini and micro-channels with hydraulic diameter ranges of (0.38 ≤ Dh ≤
3.04 mm) and heated-length to diameter ratios in the range of 117.7 ≤ Lh D⁄ ≤ 470. The model 
successfully predicted all experimental CHF data with the MAE= 19.81 %. Further validation of 
the present model has been done by assessing three saturated CHF correlations developed based 
on more than 80 % of the collected CHF data. Among the chosen CHF correlations, the 
correlation of Ong and Thome [139] showed a good ability to predict saturated CHF data for 
non-aqueous working fluids better than the other correlations. However, the chosen correlations 
significantly over predict the saturated CHF data of the water in single circular micro-channel 
and rectangular multiple channel heat sinks. On the other hand, the present model is able to fairly 
predicted saturated CHF data for flow boiling of aqueous and non-aqueous working fluids in 
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A semi-analytical model for predicting heat transfer and pressure drop in annular flow 
regime for saturated flow boiling in a horizontal micro-tube at a uniform heat flux has been 
developed based on one-dimensional separated flow model. The six main parameters considered 
are vapor velocity, liquid film velocity, vapor void fraction, local pressure, vapor enthalpy, and 
liquid enthalpy. Liquid film evaporation is considered as the dominant heat transfer mechanism 
in‎ the‎ annular‎ flow‎ regime.‎ Based‎ one‎ Taylor’s law, the initial value of the liquid film thickness 
at the onset of annular flow is estimated by employing the proper correlations available in 
literature. The main model equations obtained are non-homogeneous differential equations 
which have been solved numerically based on explicit Runge-Kutta method. More than 600 two-
phase heat transfer, 498 two-phase pressure drop, and 153 void fraction experimental data points 
for annular flow regime have been collected from the literature for validating the present model. 
The collected data were recorded for various working fluids, R134a, R1234ze, R236fa, R410a, 
R113, and CO2 for round macro and micro single horizontal tubes with a range of inner diameter 
of 0.244 mm ≤ Dh ≤ 3.1 mm, a heated length to diameter ratio of 90 ≤ (Lh Dh⁄ ) ≤ 2000, a 
range of saturation temperature of −10 ≤ 𝑇𝑠𝑎𝑡 ≤ +50 ℃, and liquid to vapor density ratios in 
the range 6.4 ≤ (ρf ρg⁄ ) ≤ 188. The model was tested for laminar and turbulent flow boiling 
conditions corresponding to an equivalent Reynolds number, 1,900 ≤ Reeq ≤ 48,000, and a 
range of confinement number of 0.27 ≤ Cconf ≤ 3.4. In the scope of annular flow regime, the 
present model predicted the collected data of the heat transfer, pressure drop, and void fraction 
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Two-phase micro-channels are widely used and have many applications, extensively in 
heat sinks and compact heat exchangers. Typically, the main principle of micro-channel heat 
sinks is to dissipate a high heat flux at a lower mass flux. Additionally, predicting heat transfer 
coefficient and two phase pressure drop of flow boiling in micro-channels is one of the most 
important steps for designing micro-channel heat sinks. Furthermore, it has been reported in the 
literature that the channel size influences the applicability of the developed correlations or 
models. Therefore, the proposed correlations of two-phase frictional pressure drop prediction for 
large tubes are not applicable for small and mini-channel as has been proven in many previous 
studies (e.g. Tran et al [164]). There are several experimental investigations of two-phase heat 
transfer and pressure drop in micro-channels that have been reported recently for various 
working fluids and wide range of operating flow conditions. Some of them were performed for 
horizontal micro-channels at adiabatic flow conditions such as those presented by Cavallini et al. 
[204], Zhang et al. [34], Yun et al. [205], Basu et al. [157], Oh et al. [156], Ali et al. [206], 
Mahmoud and Karayiannis [207], and Ducoulombier et al. [61], and few experiments were 
performed at diabatic flow conditions, as those presented by Tibiriçá et al. [176], Yan and Lin 
[149] , and Wu et al. [177]. Furthermore, there are some experiments that were performed for 
vertical tubes such as the one reported by Maqbool et al. [179]. Some of the previous 
experimental investigations for predicting heat transfer and pressure drop of flow boiling in 
micro-channels have resulted in either predicting empirical parameters for developing/modifying 
some existing correlations or adding more experimental data points for flow boiling in mini-
micro channels. However, most of the available correlations and approaches are either applicable 
only for a specific flow pattern or a limited range of working fluids and operating conditions, or 
are too poor in scope to predict the experimental data correctly. 
On the other hand, a few analytical models of flow boiling heat transfer and pressure drop 
in micro-channels have been presented in the literature (e.g. Moriyama and Inoue [147] , LaClair 
and Mudawar [208], Na and Chung [209], Das et al. [210], Jacobi and Thome [114], Thome et 
al. [151]). The heat transfer model of an elongated bubble in slug flow regime in micro channels 
was proposed by Jacobi and Thome [114], and is reported to be good for predicting local heat 
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transfer coefficient for the elongated bubble/liquid slug pair regime in a circular micro channel. 
The three-zone flow boiling model that was developed by Thome et al. [151] contains three 
empirical parameters which are difficult to estimate theoretically. These parameters are 
minimum liquid film thickness that is acceptable at dry-out( δmin) initial value of the liquid film 
thickness( δo) and bubble frequency. 
Heat transfer mechanisms for flow boiling in micro-channels play an important role in 
developing more realistic flow boiling models. Many researchers, (e.g. Kew and Cornwell [67], 
Bao et al. [21], Yen et al. [112], and Kandlikar [60]) have reported that dominant heat transfer 
mechanisms for boiling in small-and micro-channels are flow pattern dependent. Furthermore, 
the dominant heat transfer mechanism is affected by channel size as it has been studied by Park 
and Hrnjak [167].  Park and Hrnjak [167] found that nucleate boiling heat transfer is dominant in 
the conventional tube with 6.1 mm inner diameter, whereas convective boiling heat transfer 
becomes dominant as the tube diameter decreases. Moreover, it has been noted that due to the 
difference of the properties of the working fluids, channel size, as well as the operating 
conditions, different flow patterns can be observed. According to some other investigators (e.g. 
Lee and Lee [22], Qu and Mudawar [43], and Thome and Consolini [116]), it has been 
established that at intermediate and high vapor quality, where the annular flow pattern is usually 
observed (e.g. Tran et al. [164]), the evaporation of liquid film is the dominant heat transfer 
mechanism. Additionally, the forces acting at the liquid-vapor interface of the annular flow 
regime influence the heat transfer mechanism of flow boiling in micro-channels. Kandlikar [60] 
studied and analyzed the significance of various forces that are important during rapid 
evaporation at high heat flux conditions and also influence the liquid-vapor interface in micro-
channels. Additionally, It has been well known that the surface tension σ effects are dominant in 
micro-channels of circular geometry but, the author has found that unexpectedly, rather viscous 
forces effects are more important here than surface tension for flow boiling in micro-channels. 
Annular flow pattern is promised to be one of the main dominant flow patterns for flow 
boiling in micro-channels as it has been verified in many previous studies (e.g. Jiang et al. [195], 
Celata et al. [211], Thome [212], Revellin and Thome [75], Cioncolini and Thome [213]). 
Moreover, the ability to identify the flow pattern and its boundaries is an essential capability for 
developing a suitable heat transfer coefficient and pressure-drop prediction method. 
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Consequently, several researchers have developed flow pattern maps for flow boiling in micro-
channels. More prominent reported works are: Kandlikar [72] , Garimella et al. [79], Wu and 
Cheng [214], Revellin and Thome [75] , Saisorn and Wongwises [80], Karayiannis et al. [81], 
and Harirchian and Garimella [66] [158]. Furthermore, having a comprehensive flow pattern 
map helps in developing a generalized flow boiling model for the basic flow patterns in micro-
channels. For instance, Harirchian and Garimella [66] established a flow pattern map for a wide 
range of channel size and experimental operating conditions for FC − 77 and recently, 
Harirchian and Garimella [158] developed a flow regime-based model of heat transfer and 
pressure drop for flow boiling in micro-channels based on their comprehensive flow regime map.  
However, several of these flow pattern maps were established for adiabatic flow 
database. Thome and El Hajal [86] have developed a two-phase flow pattern map, proposed by 
Zürcher et al. [31], which was able to predict fairly well the two-phase flow regimes of seven 
different refrigerants. Recently, Revellin and Thome [75] developed a new diabatic flow pattern 
map for flow boiling of R134a in single micro-tubes applicable for the range of tested working 
conditions. In 2008, Cheng et al. [103] developed a flow pattern map for flow boiling of CO2 in 
small and mini-tubes which was proven to be applicable for a wide range of operating 
conditions. Thus, the two flow pattern maps presented by Revellin and Thome [75], and Cheng 
et al. [103] have been used in this work for predicting two-phase flow regimes of flow boiling of 
R134a and CO2 respectively in macro/micro horizontal channels. In the meantime, a systematic 
process for determining the flow pattern transition criterion is still not clear and/or available. 
However, there are some correlations developed for predicting the transition line, 𝑥𝐶𝐵 𝐴⁄  for 
transition from coalescence flow pattern to annular flow pattern, (the onset of annular flow), in 
single horizontal channels. For instance, those proposed by Thome and El Hajal [86], Revellin 
and Thome [75], and Ong and Thome [97]. Recently, Ong and Thome [97] modified the 
correlation of the transition line 𝑥𝐶𝐵 𝐴⁄ , presented by Revellin and Thome [75], so they can be 
made applicable to three working fluids (R134a, R236fa, and R245fa ) and wider range of 
channel sizes and operating conditions. The correlation modified by Ong and Thome [97] that 
has been reported and are described as follows: 







−1.23  (4.1) 
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Where 𝑃𝑟, and 𝑃𝑠𝑎𝑡 are the reduced and saturated pressures, respectively. 𝑅𝑒𝑙𝑜 is the Reynolds 
number of the liquid phase, and 𝑊𝑒𝑙𝑜 is the Weber number of the liquid phase. Harirchian and 
Garimella [158] developed a flow regime map for flow boiling of FC-72 in multiple micro-
channel heatsinks, and proposed a correlation for estimating the position of the transition from 
slug flow to annular flow along the micro-channels as follow: 





Where 𝐿𝑎𝑜, is the onset of annular flow, 𝐵𝑜 is the Bond number, 𝐵𝑙 is the Boiling number, and 
𝐷ℎ𝐻 is the hydraulic diameter based on the heated perimeter. 
Two-phase frictional pressure drop for flow boiling in micro-channels has been 
investigated by many researchers. Revellin and Thome [3], and Cioncolini et al [172] proposed 
and developed new correlations for predicting the two-phase frictional pressure drop. According 
to some existing flow pattern maps, there are few phenomenological models that have been 
developed for two-phase pressure drop prediction in annular flow regime. For instance, the 
model proposed by Cheng et al. [103] based on the boundaries of annular flow regime. The two-
phase pressure drop data, ∆pA, of the annular flow was correlated and given by Eq. (4.3) as 
follow, 







Where Deqis the equivalent diameter which is defined as Deq = √4A π⁄ , and fA is the friction 
factor coefficient of annular flow which is expressed by Eq. (4.4) as follows: 
  𝑓𝐴 = 3.128𝑅𝑒𝑔
−0.454𝑊𝑒𝑓
−0.0308  (4.4) 
Where 𝑅𝑒𝑔 is Reynolds number of the vapor phase, and 𝑊𝑒𝑓 is Weber number of the liquid film. 
In summary, the evidence from this review of previous works show that most of the 
investigations conducted for predicting two-phase heat transfer and pressure drop for flow 
boiling in micro-channels are experimental investigations that presented either empirical 
correlations, or semi-analytical models which are applicable for a specific working fluid, or a 
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certain flow pattern, or operating working condition. In contrast, only few analytical models for 
flow boiling in horizontal micro-channels have been developed. Furthermore, it has been known 
that developing an analytical model based on the physical phenomenon of the flow boiling 
feature is an effective and essential first step for designing flow boiling micro-channels. 
Therefore, development of analytical models for flow boiling in micro-channels, which can be 
applicable for wider range of operating conditions and fluids is needed. Consequently, the aim of 
this work is to develop a one dimensional semi-analytical model for predicting the saturated two-
phase heat transfer coefficient, frictional pressure drop, and void fraction for the annular flow 
regime for saturated flow boiling in a horizontal micro-channel subjected to a uniform heat flux. 
4.3. Modeling Methodology  
A physical description of the two-phase annular flow model is shown in Figure ‎4-1. As 
can be seen, the annular flow consists of two continuous phases, the vapor core which flows with 
an average vapor velocity, ug, and the liquid film phase, whose thickness is 𝛿(𝑧),  which moves 
with an average liquid film velocity,  uf, in the axil direction, 𝑧, of the working fluid flow. The 
micro-tube is subjected to a uniform heat flux, qw
ʺ . Furthermore, the applied heat flux is 
transferred through the micro-tube wall to the liquid film. While, the evaporation of the liquid 




















Figure ‎4-1: Sketch of an annular flow model in horizontal circular channel. 
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4.3.1. Basic Assumptions: 
Two-phase annular flow is still a complex flow and has many challenges in modeling its 
real features. Thus, for model simplification, the following assumptions have been taken into 
account:  
4. The flow boiling is considered as a one dimensional steady state and fully developed flow. 
Thus, the dependent variables adopted vary only in axial flow direction. 
5. The dominant flow pattern for flow boiling in micro-tubes at intermediate and high vapor 
quality is the annular flow, and the dominant heat transfer mechanism in the annular flow 
regime is the evaporation of the thin film. 
6. The micro-tube is subjected to a circumferential and axial uniform heat flux, and the working 
fluid enters the micro-tube at saturation conditions. 
7. The liquid and vapor phases are considered to be at thermodynamic equilibrium. 
8. As the channel size decreases, the gravity force effect decreases. Thus, in the present model 
the influence of gravity force is assumed to be negligible.  
9. The pressure gradient in the radial direction is neglected, thus, the pressure of the liquid 
phase and vapor phase at the same radial cross section are equal. 
10. No entrained liquid droplets exist in the vapor core and no nucleate bubbles exist in the liquid 
film trapped in the annular flow regime for flow boiling in micro-channels.  
11. The conduction heat transfer in axial flow direction is neglected. 
12. The liquid and vapor densities are constant at a given operating condition. 
13. At the interface, the interfacial liquid enthalpy equals to liquid phase enthalpy, and the 
interfacial vapor enthalpy equals to vapor phase enthalpy. The specific enthalpy of each 
phase varies only in flow direction. 
Taking the above assumptions into account, the basic equations of the model can be derived by 
applying the mass, momentum, and energy balances for each phase in the chosen control 
volume, as follows. 
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4.3.2. Equations of Mass Conservation 
The mass balance has been applied for each phase, liquid film and vapor core phases, in 
the chosen control volume as shown in Figure ‎4-2. Consequently, the mass conservation 
equations of the liquid film phase and vapor phase for one dimensional and steady flow can be 
















Where, uf and ug, are the liquid film and vapor mean velocities, respectively, and  ρf and ρg, are 
the densities of the liquid phase and vapor phase respectively. 𝛼f, and 𝛼𝑔are the liquid phase and 
vapor phase void fractions, where, (𝛼𝑔 = 1− 𝛼f) .The term Γ appearing on the right side of the 
above Eqs. (4.5) and (4.6) is defined as the rate of evaporation of the liquid film at the liquid-
vapor interface per unit area of the interfacial surface, and it will be evaluated based on the gas 
kinetic theory. 𝑃𝑖 is the interfacial perimeter at the liquid vapor interphase. By adding Eq. (4.5) to 
Eq. (4.6) and expanding the derivatives, the vapor mass equation and whole mixture mass 
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4.3.3. Equations of Momentum Conservation 
The acting forces on the chosen control volume in the two phases, liquid film and vapor 
core, are shown in Figure ‎4-3. The body and virtual mass forces were neglected here. For flow 
boiling in micro-channels, the effect of gravitational body force is small compared to viscous and 
inertial forces as it has been shown in several previous studies, (e.g. Kandlikar [60], Serizawa et 
al. [192]). The virtual mass force was neglected for model simplifications. Newton’s‎ Law‎ can be 
applied to each phase in the control volume for deriving the liquid and vapor momentum 





















𝒅𝒎𝒇 = [(𝟏− 𝜶)𝝆𝒇𝑨𝒅𝒛] 
𝒅𝒎𝒈 = [𝜶𝝆𝒈𝑨𝒅𝒛] 
?̇?𝑒𝑣 = [𝛤𝑃𝑖𝑑𝑧] 





𝑧 = 0 
(𝐷 2⁄ )− 𝛿 
𝛿 
Figure ‎4-2: Symmetric sketch shows basic terms for deriving mass conservation equations for liquid film and 


















Where, 𝜏𝑤  is the wall shear stress, 𝜏𝑓𝑖and 𝜏𝑔𝑖  are liquid and vapor phase interfacial shear stresses 
respectively. They are assumed here to be the same and denoted as (𝜏𝑓𝑖 = 𝜏𝑔𝑖 = 𝜏𝑖). The 
interfacial phasic velocities of the liquid and vapor phase are assumed to be the same also 
(𝑢𝑓𝑖 = 𝑢𝑔𝑖 = 𝑢𝑖), where 𝑢𝑖, is the interfacial velocity. 𝑃𝑤 is the tube perimeter, and 𝑝 is the 
system pressure. Adding Eq. (4.9) to Eq. (4.10), and expanding the derivatives, the momentum 
equations of the vapor phase, and the whole mixture are represented by Eq. (4.11), and Eq. 









































































 [(1 − 𝛼)𝑝𝐴]𝑧+𝑑𝑧  
 
















Figure ‎4-3:   Symmetric sketch shows the forces acting on the control volume. 
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4.3.4. Equations of Energy Conservation 
By applying the first law of thermodynamic for the liquid film and vapor core phases, the 
basic energy conservation equations of the liquid and vapor phases are expressed by Eq. (4.13), 



















































ʺ , is the uniform heat flux applied at the external surface of the micro-channel. For the 
evaporation conditions, the term qfi
ʺ  is the heat flux transfers from the liquid phase to the 
interface, and qgi
ʺ  is the heat flux transfers from the interface to the vapor core. hf and hg are the 
enthalpy of the liquid film and the vapor core respectively. hfi and hgi are the liquid and vapor 
interfacial enthalpies at the interphase which are assumed to be the same at thermodynamic 
equilibrium conditions. By expanding the derivatives, the energy equations of liquid and vapor 
phases, the energy equation of the vapor phase, and the whole mixture can be rearranged and 













































































4.3.5. Estimation of Interfacial Parameters 
Considering the assumptions listed above in section 2.1., six main interfacial parameters 
at the liquid-vapor interphase, 𝛤, 𝑞𝑔𝑖
ʺ , 𝑞𝑓𝑖
ʺ , 𝜏𝑖, 𝑢𝑖, and 𝑓𝑖, in the present work are still need to be 
evaluated for closing the model analysis.  The mass flux of liquid film evaporation at the 
interface, 𝛤, is calculated based on the gas kinetic theory which has been discussed in many 
previous studies in the literature (e.g. Wayner et al. [215], Carey [216], Schonberg et al. [217], 
and Vij and Dunn [218]). Since, most of the proposed models for calculating mass flux at the 
interface are dependent of the thermo-physical properties of the phases, as well as the interfacial 
and vapor phase temperatures, it has been assumed in the present study, that the interfacial 
temperature equals to the vapor temperature which is evaluated here based on the modeled vapor 
enthalpy. On the other hand the liquid temperature is calculated based on the liquid enthalpy. 
Accordingly, the mass flux of evaporation at the interface can be expressed as follows, 














Where 𝑝 is the pressure, 𝑀 is the molecular weight of the working fluid, 𝑅 is the universal gas 
constant, 𝐶𝑝𝑔 is the vapor specific heat capacity, 𝐶𝑝𝑓  is the liquid specific heat capacity, ℎ𝑔  is the 
specific enthalpy of the vapor phase, and ℎ𝑓  is the specific enthalpy of the liquid film. 
Regards to the energy transfers from the liquid at the interface, 𝑞𝑓𝑖
ʺ , one can assume that all the 
heat flux applied at external surface of the channel wall transfers by conduction through the 
channel wall into the liquid phase in the radial direction and no heat transfers in axial direction, 
consequently it will equal to the liquid heat flux at the interface, (𝑞𝑤
ʺ = 𝑞𝑓𝑖
ʺ ). Considering the 
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mass flux of liquid film evaporation, and the latent heat of evaporation, ℎ𝑓𝑔, the energy balance 
at the liquid-vapor interface can be represented as follows, 
  𝑞𝑔𝑖
ʺ = 𝑞𝑤
ʺ − 𝛤ℎ𝑓𝑔  (4.18) 
The interfacial shear stress is one of the most important parameters in the annular flow 
regime, and has a significant effect on the liquid film thickness. In the present study, the 
interfacial shear stress was calculated based on the friction factor approach as follows, 
  𝜏𝑖 =
1
2
𝑓𝑖𝜌𝑔(𝑢𝑔 −𝑢𝑓)|𝑢𝑔 −𝑢𝑓| (4.19) 
For predicting the interfacial friction factor, several previous studies have discussed the 
correlations of interfacial friction factor (e.g. Chisholm [219], Wallis [200], Henstock & 
Hanratty [220], Brauner & Maron [69], Andritsos & Hanratty [221], Hartnett & Minkowycz 
[222], and Quiben & Thome [171] ). The correlation of interfacial friction factor proposed by 
Quiben and Thome [171] for annular flow pattern is used in the present work and represented as 
follows, 



















Where 𝐷 is the channel diameter, 𝑔 is the gravity, 𝜇𝑔 is the vapor dynamic viscosity, 𝜇𝑓  is the 
liquid dynamic viscosity, 𝜌𝑔  and 𝜌𝑓  are the vapor and liquid densities respectively. 𝛿 is the liquid 
film thickness and can be defined in terms of vapor void fraction as follows, 





Liquid Weber number, 𝑊𝑒𝑓, is calculated as 





The interfacial velocity at the interface plays a significant role for considering the influence of 
interfacial parameters in momentum and energy equations. In the present study, the interfacial 
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velocity is calculated in terms of working fluid properties and liquid film thickness using the 
relation proposed by Vij and Dunn [218], which is represented as follows, 












)]⁄  (4.23) 
 
4.3.6. Wall Shear Stress and Friction Factor:  
      The wall shear stress τw, in the right side hand of the momentum equation of the whole 
mixture, Eq. (4.12), is given in terms of liquid film velocity and the working fluid density as, 





For wide range of flow conditions which cover laminar transitional, and turbulent flow 
conditions, different correlations discussed in Li and Wu [74] for predicting friction factor have 
been employed including the correlation of Churchill [223] which takes into account surface 
roughness effect. The frictional correlation are expressed as follows, 
  𝑓𝑓 = {
𝑓1                 𝑓𝑜𝑟                        𝑅𝑒𝑓 ≤ 1600
𝑓2                 𝑓𝑜𝑟                      𝑅𝑒𝑓 ≥ 3,000
𝑓3                 𝑓𝑜𝑟      1600 > 𝑅𝑒𝑓 > 3,000
 (4.25) 
Where 














𝑎 = [2.457 ln
1
(7 𝑅𝑒⁄ ) + 0.27(𝜖 𝐷⁄ )
]
16








  𝑓3 = 𝑓1(1600)+
𝑅𝑒 − 1600
1400
[𝑓2(3000)− 𝑓1(1600)] (4.28) 
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Where 𝑅𝑒𝑓 is the based-liquid film Reynolds number which is calculated in the present model 
using the predicted values of average liquid film thickness 𝛿̅, and average liquid film velocity 𝑢𝑓̅̅ ̅ 
at every heat and mass fluxes applied as follows,  





4.3.7. Main Form of the Present Model:  
In summary of the analytical part, six expanded equations represent the final form of the 
present model. These equations are as follows: two equations from the mass balance which are 
the mass conservation equation of the vapor phase Eq. (4.7), and the mass conservation equation 
of the whole mixture, Eq. (4.8), and two momentum equations, which are the momentum 
conservation equation of the vapor phase, Eq. (4.11), and the momentum conservation equation 
of the whole mixture, Eq. (4.12), and the energy conservation equation of the vapor phase, Eq. 
(4.15), and the energy conservation equation of the whole mixture, Eq. (4.16). Consequently, the 
final form of the present model equation is organized and formulated in a mass matrix form as 
follows: 
  AY = B (4.30) 
Where 𝐴, is a square mass matrix which contains the coefficients of the dependent variables 
obtained by expanding the differential terms of the main equations. The gradient of the main 
dependent variables is represented by the column vector 𝑌, and the column vector 𝐵 represents 
the nonhomogeneous part of the present model. The main model equation can be rewritten in 





























































































































































































































































4.3.8. Equivalent Reynolds Number:  
It is very convenient and helpful in two-phase flow to use the equivalent Reynolds 
number (𝑅𝑒𝑒𝑞 ) instead of liquid-phase and vapor-phase Reynolds numbers. The equivalent 
Reynolds number was defined in several previous studies (e.g. Akers et al. [55],  Yan and Lin 
[149], and Laohalertdecha and Wongwises [224]). In the present study, the equivalent Reynolds 
number is used to describe the range of database collected from the literature and employed for 
model validation as well as to describe the applicability of the present model. Reeq  is defined in 
terms of average vapor quality (xm) and properties of the working fluid as developed by Akers et 
al. [55] and as given in Eq. (4.32),  
  𝑅𝑒𝑒𝑞 =
𝐺𝐷ℎ
𝜇𝑓




4.4. Initial Values of the Model Variables 
In order to solve the main model equation, Eq. (4.31), the initial values of the dependent 
variables, 𝑢𝑔𝑜, 𝑢𝑓𝑜, 𝛼𝑔𝑜 , 𝑝𝑜 , ℎ𝑔𝑜 , and ℎ𝑓𝑜  at the entrance of the micro-tube should be estimated 
properly. The initial values of the pressure, 𝑝𝑜 , the vapor phase enthalpy, ℎ𝑔𝑜 , and the liquid 
phase enthalpy, ℎ𝑓𝑜, are evaluated based on the inlet saturation temperature. The initial values of 
the rest of the main parameters are evaluated as explained in the following sections.  
4.4.1. Initial Value of Void Fraction 
It should be noted that the initial vapor void fraction is mainly dependent on the initial 
liquid film thickness, which is an essential parameter for studying the annular flow regime. 
Furthermore, predicting its initial values properly is very significant. Thus, several investigations 
for predicting liquid film variation either in slug flow or annular flow have been done. It has 
been revealed by Moriyama and Inoue [125] that the liquid film thickness is influenced by the 
capillary number for large bubble acceleration, while mainly influenced by the viscous boundary 
layer for small bubble acceleration. Most of available correlations for liquid film thickness 
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prediction either for slug or annular flow regime were developed based on the experimental data 
measured at adiabatic flow conditions (e.g., Irandoust and Andersson [35] , Han and Shikazono 
[225], [128], Kanno et al [131] ). On the other hand, some other correlations of liquid film 
models developed based on boiling conditions, but overpredicted the experimental data due to 
the influence of interfacial instability as reported by Revellin et al. [38]. In general, it would be 
more realistic to employ a correlation for predicting the initial value of the liquid film thickness 
considering the above mentioned effects, (i.e., bubble acceleration, laminar, and turbulent flow). 
Additionally, the initial liquid film thickness at boiling conditions may be fairly estimated using 
the correlations developed at adiabatic conditions as it has been proven by Han et al. [40]. 
Consequently, in the present model, the initial liquid film thickness is predicted using the 














1 + 3.13 𝐶𝑎2 3⁄ +0.504 𝐶𝑎0.672𝑅𝑒0.589 −0.352 𝑊𝑒0.629
    𝑅𝑒 < 2000
106 (𝜇2 𝜌𝜎𝐷⁄ )2 3⁄
1 + 497.0(𝜇2 𝜌𝜎𝐷⁄ )2 3⁄ + 7330(𝜇2 𝜌𝜎𝐷⁄ )2 3⁄ − 5000(𝜇2 𝜌𝜎𝐷⁄ )2 3⁄
 𝑅𝑒 ≥ 2000
     
(4.33) 
The correlation developed by Han and Shikazono [128], Eq. (4.33), was able to predict the 
experimental data measured by the authors for various working fluids and micro-tube sizes with 
an accuracy of ± 15%.  Furthermore, by considering the bubble acceleration effects, Han and 







0.968 𝐶𝑎2 3⁄  𝐵𝑜𝑎𝑐𝑐𝑒𝑙
−0.414
1 + 4.838 𝐶𝑎2 3⁄  𝐵𝑜𝑎𝑐𝑐𝑒𝑙
−0.414  (4.34) 
Where, 𝐵𝑜 is the Bond number based on the bubble acceleration that is expressed as 𝐵𝑜 =
(𝜌𝑔𝑎𝐷ℎ
2 𝜎⁄ ). In the present model, the bubble acceleration is determined based on the mean 
vapor velocity, and heated length, 𝑎 = (?̅?𝑔
2 2𝐿ℎ⁄ ), instead of bubble velocity since the adopted 
flow pattern is the annular flow regime. Consequently, based on the two values obtained from 
Eqs. (4.33) and (4.34) of the ratio, (𝛿𝑜 𝐷⁄ ), the initial liquid film thickness is given by the 

















The initial value of the vapor void fraction is calculated as follows, 






4.4.2. Initial Values of Liquid Film and Vapor Velocities 
The initial values of vapor and liquid film velocities at the onset of annular flow are 
calculated in terms of initial liquid film thickness using Eq. (4.37) and Eq. (4.38): 
  𝑢𝑔𝑜 = (𝐺𝑥𝑒/𝜌𝑔)(𝐷
2 (𝐷− 2𝛿𝑜)
2⁄ ) (4.37) 
 
  𝑢𝑓𝑜 = (𝐺(1 − 𝑥𝑒)/𝜌𝑓)(𝐷
2 (4𝛿𝑜(𝐷 − 𝛿𝑜))⁄ ) (4.38) 
Where, 𝑥𝑒 is the vapor quality estimated at the exit of the micro-tube. In the present model, the 
exit vapor quality,  𝑥𝑒, is calculated based on the energy balance of a micro-tube subjected to a 
uniform heat flux, and it is given by Eq. (4.39) in terms of the heated length-to-diameter ratio for 
zero-inlet sub-cooling enthalpy (inlet saturated conditions), and the Boiling number. 
  𝑥𝑒 = 4𝐵𝑙(𝐿ℎ 𝐷ℎ⁄ ) (4.39) 
The Boiling number is calculated as expressed by Eq. (4.40) as follows, 
  𝐵𝑙 = (𝑞𝑤
˝ 𝐺ℎ𝑓𝑔⁄ ) (4.40) 
The initial value of the pressure at the inlet of the micro-tube is evaluated based on inlet 
saturation conditions of the experimental data. 
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4.5. Solution Procedure 
The main differential equations represented in the mass matrix form which are expressed 
by Eq. (4.31) are solved using a MATLAB code based on explicit Runge-Kutta method. The 
solution procedure can be described as follows:  
1. Firstly, the operating conditions such as, inlet saturation temperature, mass flux, and heat 
flux, channel geometry, and heated length are defined, as well as the properties of the 
working fluid which are estimated at the inlet saturation temperature or pressure. 
2. The domain of the micro-channel is divided based on the heated length into small segments 
with length ∆𝑧, and the local vapor quality is calculated using Eq. (4.39). 
3. The non-dimensional numbers, Re, 𝑊𝑒, 𝐵𝑙, and 𝐶𝑎 are calculated. 
4. The initial liquid film thickness is calculated by Eq. (4.35), and consequently the vapor void 
fraction, 𝛼𝑔𝑜 , the initial values of vapor core velocity 𝑢𝑔𝑜, liquid film velocity 𝑢𝑓𝑜 are 
estimated by Eqs. (4.36), (4.37), and (4.38), respectively. 
5. The based-liquid film Reynolds number, 𝑅𝑒𝑓, the liquid film friction factor 𝑓𝑓, and the wall 
shear stress τw , are calculated using Eqs. (4.29), (4.25), and (4.24), respectively. 
6. The liquid Weber number,𝑊𝑒𝑓, is calculated as defined by Eq. (4.22), while the mass flux of 
evaporation at the interface, 𝛤,and the vapor heat flux at the interface, 𝑞𝑔𝑖
ʺ  are calculated by 
Eq. (4.17), and Eq. (4.18), respectively.  
7. The interfacial velocity, 𝑢𝑖, the interfacial friction factor, 𝑓𝑖, and interfacial shear stress, 𝜏𝑖, 
are calculated by Eqs. (4.23), (4.20), and (4.19), respectively. 
8. Solving the set of equations of the present model represented by Eq. (4.31), considering the 
initial values as they have been estimated above. 
9. Update the values of the main dependent parameters, 𝑢𝑔, 𝑢𝑓, 𝛼𝑔, 𝑝, ℎ𝑔 , and ℎ𝑓 , then repeat 
steps 3-7 for the next segment along the heated length. Consequently, the local values of the 
main parameters are determined. 
10. The local and average heat transfer coefficients can be determined as explained in the 
following section by Eqs. (4.42), and (4.43), respectively. 
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4.6. Results and Discussion 
Heat transfer coefficient, pressure drop, and void fraction have been predicted and 
discussed in the following sections. The experimental data collected from the literature which 
fall in the annular flow regime have been used for validating the present model. Furthermore, to 
ensure that the collected data from the literature can be classified as macro/micro scale data, the 
classification suggested by Ong and Thome [39] based on the confinement number, 𝐶𝑐𝑜𝑛𝑓 , has 
been addressed and added. According to Ong and Thome [39], the flow can be considered as a 
micro-scale flow when the confinement number reaches one, ( 𝐶𝑐𝑜𝑛𝑓 ≈ 1), where the surface 
tension effect is dominant. It is of interest to represent the confinement number here which is 
defined as, 
  𝐶𝑐𝑜𝑛𝑓 = (1 𝐷⁄ )√𝜎 𝑔(𝜌𝑓 −𝜌𝑔)⁄  (4.41) 
 
4.6.1. Two Phase Heat Transfer Coefficient 
It has been revealed by many investigators that convective liquid film evaporation is 
promised to be the main dominant heat transfer mechanism for annular flow regime in horizontal 
micro-channels. Furthermore, there is a significant relation between the liquid film thickness and 
heat transfer coefficient in this regime. Based on the values of vapor void fraction predicted by 
the present model, and considering the relation between the vapor void fraction and liquid film 
thickness as represented by Eq. (4.21), the variation of liquid film thickness δ(z) in terms of 
heated length can be calculated. Assuming that the heat transferred by conduction through the 
channel wall equals to that transferred by convection through the liquid film. Thus, the local two-
phase heat transfer coefficient htp(z), under uniform heat flux conditions may be represented by 
Eq (4.42). 






Where kf, is the thermal conductivity of the liquid phase, which is always much larger than that 
of the vapor phase, of the working fluid estimated at the inlet saturation conditions.  
By obtaining the local two-phase heat transfer coefficient along the heated length of the micro-
channel, the average two-phase heat transfer coefficient can be calculated by the following 
expression, Eq. (4.43), for the exit vapor quality range that covers the annular flow regime: 






𝑑𝑧  (4.43) 
Two-phase heat transfer coefficient has been calculated by the present model and compared with 
various experimental heat transfer data for a wide range of operating conditions for flow boiling 
in single mini/micro-channels. The range of operating conditions of experimental heat transfer 





Table (‎4-1): Test conditions of two-phase heat transfer data used for model validation. 




𝑫𝒉 , [𝒎𝒎] 
Heated length 
𝑳𝒉 , [𝒎𝒎] 
Saturation 
Temperature 
𝑻𝒔𝒂𝒕 , [℃] 
Mass flux 








Circular  R134a 0.52, 1.10 100, 450 22.0 300 56-78 
Tibirica [176] Circular  R134a, 
R1234ze 
1.10 180 31 300-600 15-35 
Ali et al. [206] Circular  R134a 0.781 191 30.0 270-500 5.0-60.0 
Ong & Thome 
[97] 
Circular  R134a, 
R236fa 
1.03 180 31.0 200-400 21.5-43.0 
Saitoh et al. [226] Circular 
 
R134a 0.51, 1.12, 3.10 550, 935, 3235 5.0, 10.0 150-300 12.0-27.0 
Yan & Lin [149] Circular R134a 2.0 200 31.0 100-200 5.0 
Ducoulombier et 
al. [61] 





Wu et al. [177] Circular CO2 1.42 300 -10.0 300-500 7.5-29.8 
Choi et al. [144] Circular  CO2 1.50 2000 +10.0 300-500 10.0 
Lee & Lee [22] Rectangular  R113 0.784 300 50.0 104-208 5.0-15.0 
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         Figure ‎4-4 shows the variation of two-phase heat transfer coefficient of saturated flow 
boiling of the refrigerant R-134a in terms of vapor quality as predicted by the present model for 
flow through a 1.12 mm inner diameter tube, and a ratio of heated length to inner diameter (𝐿ℎ/
𝐷) = 835 at an inlet saturation temperature Tsat = 10 ℃, corresponding to a confinement 
number 𝐶𝑐𝑜𝑛𝑓 = 0.81. It is apparent that by increasing the mass flux and the vapor quality, the 
heat transfer coefficient increases. Compared to the heat transfer data measured by Saitoh et al. 
[226], it can be seen that the model predicted well the heat transfer coefficient data at low mass 
flux, 150 [kg m2. s⁄ ], in the range of vapor quality of (0.38 ≤ xe ≤ 0.70) with a MAE of 5.90 
%, and for mass flux 300 [kg m2. s⁄ ], in the range of vapor quality of (0.38 ≤ 𝑥𝑒 ≤ 0.90) with a 
MAE of 10.72 % . At low mass flux 150 [kg m2. s⁄ ], the experimental data showed a decrease in 
heat transfer coefficient by increasing the vapor quality beyond the vapor quality line 𝑥𝑒 > 0.7. 
A possible explanation for this is that this could be the effect of the transition from annular to 
dry-out flow regime at this vapor quality. On the other hand, the present model overpredicted the 
heat transfer data measured for 150 kg m2 . s⁄   beyond the vapor quality line (xe > 0.7), where it 
showed an increase in heat transfer coefficient by increasing the vapor quality. The 
corresponding equivalent Reynolds numbers for this range of mass fluxes are 3820 ≤ Reeq ≤
7370. Additionally, the corresponding Reeq  for the mass flux 300 [kg m
2. s⁄ ] is Reeq = 7370 
where the present model provided a good agreement with experimental data even beyond the 
vapor quality xe > 0.7, the liquid film evaporation dominance may explain the good match with 
experimental data in this regime.  
For higher inlet saturation temperature 𝑇𝑠𝑎𝑡 = 30℃, higher mass fluxes, G = 270 −
500 kg m2⁄ . s corresponding to (3, 175 ≤ Reeq ≤ 6,077), and smaller inner diameter tube, 
D=0.781 mm, and lower density ratio, (ρf ρg⁄ ) = 31.64, and 𝐶𝑐𝑜𝑛𝑓 = 1.04, the present model 
was compared with heat transfer data of Ali et al. [206] as shown in Figure ‎4-5. From this figure, 
the experimental data shows that the average two-phase heat transfer coefficient for the 
mentioned range of mass fluxes increases by increasing the mass flux and the vapor quality. The 
model predicted well the experimental data for mass fluxes 270,and 400 kg m2⁄ . s, with MAE 
of 6.87 %, and 11.51 % respectively. While for the mass flux, 500 kg m2⁄ . s, it can be seen that 




Figure ‎4-4: Heat transfer coefficient for flow boiling of the refrigerant R134-a in 1.12 mm inner 
diameter micro-channel versus vapor quality for various mass fluxes, and comparison of the heat 
transfer data predicted by the present model with those of Saitoh et al. [226] at 𝑻𝒔𝒂𝒕 = 𝟏𝟎 ℃ 
 
Figure ‎4-5: Heat transfer coefficient for flow boiling of the refrigerant R134-a  in 0.781mm inner 
diameter micro-channel versus vapor quality for various mass fluxes, and comparison of the heat 
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In order to investigate the influence of the working fluid on the heat transfer coefficient, 
the model was compared with the experimental heat transfer data available in the literature for 
flow boiling of CO2 in 0.529 mm inner diameter horizontal smooth micro-tube, measured by 
Ducoulombier et al. [61] for low heated length to inner diameter ratio, (Lh Dh⁄ ) = 302, and low 
saturation temperature, Tsat = 0℃, corresponding to 𝐶𝑐𝑜𝑛𝑓 = 1.41, and much lower density 
ratio, (ρf ρg⁄ ) = 9.5, as depicted in Figure ‎4-6. It is apparent that for the intermediate exit vapor 
quality,0.25 ≤ xe ≤ 0.75, the model gave similar trend for the two-phase heat transfer 
coefficient for the tested mass fluxes, 200, 400,600kg m2⁄ . s, and corresponding equivalent 
Reynolds numbers, 2,170 ≤ Reeq ≤ 7,320. While beyond a certain value of vapor quality (e.g. 
 xe > 0.72 for mass flux 200kg m
2⁄ . s), the model showed a steep increase in heat transfer 
coefficient. This value of vapor quality increases by increasing the mass flux. Additionally, it has 
been noticed that the model slightly underpredicted the experimental heat transfer data for higher 
mass fluxes. The reason for this could be attributed to the significant effects of mass flux on the 
flow pattern and the boundary of annular flow regime as well as the onset of dry-out. Overall, for 
these flow conditions, the model predicted the tested heat transfer data of the annular regime 
with MAE = 10.98 %. 
For a larger tube diameter, Dh = 1.5 mm, and same working fluid, CO2 , at higher 
saturation temperature,  Tsat = 10℃, corresponding to 𝐶𝑐𝑜𝑛𝑓 = 0.41, and much lower density 
ratio, (ρf ρg⁄ ) = 6.37, the model was compared to the data of Choi et al. [144], as depicted in 
Figure ‎4-7. According to the flow pattern map, updated by Cheng et al. [103] for CO2, the 
boundaries of annular flow regime for mass fluxes 300, and 400 kg m2⁄ . s are (0.23 ≤ 𝑥 ≤
0.72), and (0.23 ≤ 𝑥 ≤ 0.68), respectively. From the Figure ‎4-7, a good agreement with the 
tested data at an intermediate and a high vapor quality range, (0.15 ≤ xexit ≤ 0.75), can be 
clearly seen for mass fluxes 300, and 400 kg m2⁄ . s. However, for mass flux 500 kg m2⁄ . s, and 
vapor quality, 𝑥 ≥ 0.45, the model slightly underpredicted the experimental data. One reason of 
this underestimation is that the change of flow pattern of the tested data at this vapor quality. A 
second reason can be attributed to the flow instability where it is a quite hard to have a stable 
annular flow pattern. In general, for the tested range of equivalent Reynolds numbers,  8,700 ≤




Figure ‎4-6: Heat transfer coefficient versus vapor quality for flow boiling of CO2 in 0.529 mm inner 
diameter micro-channel for various mass fluxes, and comparison of the present model with the data 
of Ducoulombier et al. [61] at 𝑻𝒔𝒂𝒕 = 𝟎 ℃. 
 
Figure ‎4-7: Heat transfer coefficient versus vapor quality for flow boiling of the refrigerant CO2 in 
1.5 mm inner diameter micro-tube for various mass fluxes, and compared with the experimental 
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Overall, the present model has been compared with 602 two-phase heat transfer data 
points which have been collected from different resources for annular flow regime for various 
working fluids and operating flow conditions corresponding to a wide range of equivalent 
Reynolds number of  2,150 ≤ Reeq ≤ 18,350, as shown in Table (4.1). The model predicted the 
whole experimental heat transfer data of the annular flow regime with a MAE of 18.14 % as 
depicted in Figure ‎4-8. Bland-Altman plots have been employed here to analyze and assess the 
ability of the present model for predicting the heat transfer experimental data points. The upper 
limit of agreement (ULOA) is +9.85, while the lower limit of agreement (LLOA) is -6.14. As it 
can be seen, both of the data points predicted analytically and experimentally are uniformly 
scattered around the mean line of the difference, (Mean=1.85). However, as the average of the 
two results increases the difference increases and passes beyond the limits of the agreement. The 
results plotted over the upper limit of agreement (ULOA), are for the CO2 flows with Reeq >
12,500, where the model underestimated the experimental data points. Therefore, the range of 
model applicability is restricted to the limits of agreements (ULOA=+9.85, LLOA=-6.14).  
 
Figure ‎4-8: Using Bland-Altman Plot method for assessing the agreement between the average two-
phase heat transfer coefficient predicted by the present model and those measured experimentally 
(602 data points) for various working fluids and flow conditions as shown in Table (4.1) for the 
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4.6.2. Two Phase Pressure Drop 
Two-phase pressure drop for flow boiling in micro-channels have been predicted by the 
present model for the working fluids and operating flow conditions which are listed in Table 
(4.2). Figure ‎4-9 compares the two-phase pressure drop results obtained by the present model 
with those measured by Revellin and Thome [3] for flow boiling of the R134a through a micro-
tube has an inner diameter of D=0.509 mm and a heated length to inner diameter ratio of 
(𝐿ℎ/𝐷) = 138, at an inlet saturation temperature Tsat = 30 ℃, that matches a confinement 
number, 𝐶𝑐𝑜𝑛𝑓 = 1.59, for wide range of mass fluxes, 350 to 1500 𝑘𝑔/𝑚
2 . 𝑠, corresponding to  a 
range of equivalent Reynolds number of 2,400 ≤ Re𝑒𝑞 ≤ 8,800. According to the diabatic flow 
pattern map developed by Revellin and Thome [75] for flow boiling in micro-channels, for the 
same operating conditions, the transition lines from coalescing bubble to annular flow, and from 
annular to dry-out flow regimes vary by varying the mass flux. For instance, the boundaries of 
annular flow for mass fluxes 350, 700, and 1000 kg m2⁄ . s, are (0.36 ≤ x ≤ 0.87), (0.18 ≤ x ≤
0.63), and (0.13 ≤ x ≤ 0.54), respectively. It is of interest to notice that the boundaries of the 
annular flow regime become narrower as the mass flux increases. It can be seen from Figure ‎4-9 
that the pressure drop increases as the mass flux and vapor quality increase. Additionally, for the 
annular flow regime, the present model predicted well the effect of mass flux and vapor quality 
on the pressure drop, and gave a good agreement with the experimental pressure drop data of 





Table (‎4-2): Test conditions of two-phase pressure drop data points used for model validation 




𝑫𝒉 , [𝒎𝒎] 
Heated 
length 
𝑳𝒉 , [𝒎𝒎] 
Saturation 
Temperature 
𝑻𝒔𝒂𝒕 , [℃] 
Mass flux 




ʺ , [𝒌𝑾 𝒎𝟐⁄ ] 
 
Tran et al. 
[164] 
Circular R134a 2.46 914 32.8 52 − 475 2.2-49.8 
Tibiriçá et al. 
[176] 

















26.7 140 − 950 - 
Cavallini et 
al. [204] 
Circular  R134a 
 
0.960 229 40 400, 600 - 
Ducoulombier 
et al. [227] 
Circular  CO2 0.529 191 -5, -10 200-1400 - 
Wu et al. 
[177] 




Figure ‎4-9: Comparison of pressure drop predicted by the present model with that measured by 
Revellin and Thome [75] for flow boiling of R-134a at inlet saturation temperature of 𝟑𝟎 ℃ through 
a micro-tube with an inner diameter of D=0.509 mm and heated length of 70.7 mm, for range of 
mass fluxes of 350 to 1500 [𝒌𝒈/𝒎𝟐. 𝒔]. 
 
Figure ‎4-10: Comparison of pressure drop predicted by the present model with those measured by 
Hwang and Kim [166] for flow boiling of R-134a at inlet saturation pressure of 700 kPa through a 
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Furthermore, Figure ‎4-10 compares the results of the pressure drop obtained by the 
present model with those measured by Hwang and Kim [166] for flow boiling of R-134a in a 
0.486 mm inner diameter micro-tube at an inlet saturation temperature Tsat = 26.7 ℃, matches a 
confinement number, 𝐶𝑐𝑜𝑛𝑓 = 1.93, and a ratio of heated length to inner diameter (Lh/D = 415) 
for a range of mass fluxes 270 to 900 𝑘𝑔/𝑚2 . 𝑠, corresponding to a range of equivalent Reynolds 
number of (2,113 ≤ Reeq ≤ 7,611). It has been seen that, for the mass flux 270 𝑘𝑔/𝑚
2 . 𝑠 
which corresponds to an equivalent Reynolds numbers Reeq ≅ 2,100, the model showed a 
smooth and gradually increase in pressure drop by increasing the vapor quality in the range of 
vapor quality of (0.28 ≤ x ≤ 0.84) and predicted very well the experimental pressure drop data. 
On the other hand, for the mass flux 510 𝑘𝑔/𝑚2. 𝑠, and Reeq ≅ 4,000, the model, noticeably, 
overpredicted the pressure drop data at low and intermediate vapor quality, and a slight decline 
in the trend can be observed at the vapor quality x ≅ 0.60, where beyond this vapor quality the 
model gives a good agreement with the pressure drop data. Regards, to the mass flux 900 𝑘𝑔/
𝑚2 . 𝑠 , and Reeq ≅ 7,600, a very well agreement with pressure drop data can be noticed in the 
range of vapor quality of (0.40 ≤ x ≤ 0.70), while after this vapor quality a slight decrease in 
pressure drop was predicted by the model. The decline positions, observed in the line graphs for 
the mass fluxes 510 and 900 𝑘𝑔/𝑚2. 𝑠 may represent the transition lines from slug flow to 
annular flow, and from annular flow to dry-out flow regime, respectively. Overall, for the 
equivalent Reynolds numbers, 2,000 ≤ Reeq ≤ 7,600 the model gave a good agreement with 
the measured pressure drop data of Hwang and Kim [166] with MAE of 16.98 %.  
Additionally, in order to investigate the influence of fluid properties on the two-phase 
pressure drop in micro-channels, the present model has been compared with the two-phase 
pressure drop data measured for CO2. For instance, Figure ‎4-11 shows a comparison between 
two-phase pressure drop data predicted by the present model and those measured by 
Ducoulombier et al [227] for flow boiling of the CO2 in a 0.529 mm inner diameter micro-tube 
at low inlet saturation temperature 𝑇𝑠𝑎𝑡 = −5 ℃, and a confinement number, 𝐶𝑐𝑜𝑛𝑓 = 1.52, with 
a ratio of heated length to inner diameter (Lh/D) = 360, and a low liquid to vapor density ratio 
of (ρ𝑓/ρ𝑔 = 11.47). Noticeably, the figure showed that a gradual increase in pressure drop by 
increasing the mass and vapor quality can be seen. Moreover, the model predicted well the 
pressure drop data for the range of mass fluxes, (200 to 800 kg m2 . s⁄ ), and equivalent Reynolds 
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number of ( 2,260 ≤ Reeq ≤ 9,025). However, the model slightly, overpredicted the pressure 
drop data for the mass flux, 1000 kg m2 . s⁄  and (Reeq ≅ 11,280) for the vapor quality 
range (0.40 ≤ x ≤ 0.80). Again, a marked decline can be observed at different positions on the 
line graphs, which are varied by increasing the mass flux. A possible explanation for this is the 
influence of mass flux on the boundaries of flow pattern regimes. Moreover, a sharp decline in 
pressure drop can be seen for low mass flux, 200 kg m2. s⁄   at very high vapor quality, x > 0.96, 
and this could be attributed to the dry-out of the liquid film thickness at this vapor quality. The 
results of this comparison showed that the model gave a fairly good prediction of the pressure 
drop data of Ducoulombier et al. [227] which fall in the range of equivalent Reynold 
number ( 2,260 ≤ Reeq ≤ 11,280), with a MAE of 10.18 %. 
Figure ‎4-12 presents the pressure drop of flow boiling of CO2 in a 1.42 mm inner 
diameter mini-tube predicted by the present model, and compared with pressure drop data of Wu 
et al. [177] measured at a much lower inlet saturation temperature ( 𝑇𝑠𝑎𝑡 = −10 ℃), and a 
confinement number, 𝐶𝑐𝑜𝑛𝑓 = 0.6, with a lower ratio of heated length to inner diameter (𝐿ℎ/𝐷 =
211), and a low liquid to vapor density ratio (ρ𝑓/ρ𝑔 = 13.83), for mass flux range of 
300 to 600 kg m2. s⁄  , and (9,300 ≤ Re𝑒𝑞 ≤ 38,500). The figure showed that there has been a 
noticeable underestimation by the model of the pressure drop data. However, the model 
predicted the pressure drop data in the mentioned range of equivalent Reynolds number with a 
MAE of 18.97 %. The degree of underestimation increases as the mass flux increases, and this 
can be attributed to the effect of the flow mode on the smoothness of the interface, and 
consequently on the flow instability of the flow pattern regime. Another possible explanation, for 
this underestimation, is that for 𝐶𝑐𝑜𝑛𝑓 = 0.6, the gravity force still plays a significant role and 





Figure ‎4-11: Comparison of pressure drop predicted by the present model with the experimental 
data of  Ducoulombier et al. [227] for flow boiling of CO2 at 𝑻𝒔𝒂𝒕 = −𝟓. 𝟎 ℃, through a circular 
micro-tube with D=0.529 mm, and heated length of 191 mm for mass fluxes range of 𝟐𝟎𝟎 −
𝟏𝟎𝟎𝟎 [𝒌𝒈 𝒎𝟐. 𝒔⁄ ]. 
 
Figure ‎4-12: Pressure drop predicted by the present model versus vapor quality and compared with 
experimental data of Wu et al. [177] for flow boiling of CO2 at 𝑻𝒔𝒂𝒕 = −𝟏𝟎 ℃, through a circular 
micro-tube with D=1.42 mm, and heated length of 300 mm, for mass fluxes range  𝟑𝟎𝟎 −
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In summary, the present model has been compared with 498 two-phase pressure drop 
data points of annular flow regime collected from the available literature for the working fluids 
and operating conditions shown in Table (4.2), corresponding to equivalent Reynolds numbers, 
1,900 ≤ Reeq ≤ 38,140, heated length to inner diameter ratios,90 ≤ (Lh Dh⁄ ) ≤ 580, and 
saturation temperature range of,−10℃ ≤ Tsat ≤ 40℃, that provide a wide range of liquid to 
vapor density ratio of  11.45≤ (ρf ρg⁄ ) ≤ 35.0. The results predicted by the present model, along 
with collected experimental data have been plotted using Bland-Altman plot as shown in 
Figure ‎4-13. The calculated mean difference is Mean=-3.59, while the upper and lower limits of 
agreements are (ULOA=+18.75) and (LLOA=-25.95) respectively. As it can be seen, most of the 
data points (93.8 %) are fallen in the limits of the agreement. In general, the present model gave 
a good prediction for the two-phase pressure drop data points with a MAE of 23.02 %.  
 
Figure ‎4-13: Using Bland-Altman Plot method for assessing the agreement between the average 
two-phase pressure drop predicted by the present model and those measured experimentally (498 
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4.6.3. Void Fraction 
Void vapor fraction for flow boiling in single micro-tubes has been calculated by the 
present model and compared with the experimental data measured by Shedd [228] for flow 
boiling of the refrigerant R410a in 0.508, 1.19, and 2.92 mm inner diameter single micro-tubes at 
inlet saturation temperature range from 43.5 to 50 ℃ and a range of mass flux from 200 to 
800 [kg m2. s⁄ ]. The results of vapor void fraction are presented as follows, 
 
Figure ‎4-14: Void fraction versus vapor quality for flow boiling of R410a in 0.508 mm inner 
diameter tube at 𝑻𝒔𝒂𝒕 = 𝟒𝟒.𝟎 ℃, and 600 [𝒌𝒈/𝒎
𝟐 .𝒔] mass flux.  
 
Figure ‎4-14 shows the variation of vapor void fraction versus vapor quality predicted by 
the present model and those measured by Shedd [228] for flow boiling of R410a in 0.508 mm 
inner diameter tube at inlet saturation temperature 44 ℃, and a confinement number, 𝐶𝑐𝑜𝑛𝑓 =
1.14,with mass flux of 600 [kg m2 . s⁄ ], which corresponds to an equivalent Reynolds number 
𝑅𝑒𝑒𝑞 ≅ 6,050. It can be seen that the model predicted well the void fraction data in the range of 
vapor quality of (0.10 ≤ x ≤ 0.90). However, a slight overprediction of the void fraction data 
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from annular flow to mist flow regime. For larger tube size, 1.19 mm, and the same mass flux, 
600  [kg m2. s⁄ ], and similar inlet saturation temperature, 43.5 ℃, which matches a confinement 
number, 𝐶𝑐𝑜𝑛𝑓 = 0.49, and corresponds to a higher equivalent Reynolds number 𝑅𝑒𝑒𝑞 ≅
14,300, the average vapor void fraction of the R410a, has been predicted and plotted together 
with the void fraction data of Shedd [228] as depicted in Figure ‎4-15. A steady increase in the 
void fraction predicted by the model can be observed for the void fraction fall in the vapor 
quality range of (0.20 ≤ x ≤ 0.90), and a good agreement with the void fraction data points, 
which fall in the range of vapor quality of  (0.35 ≤ x ≤ 0.70), can be seen. Figure ‎4-16 presents 
the variation of vapor void fraction in terms of vapor quality predicted by the present model and 
those measured by Shedd [228] for flow boiling of R410a in a 2.92 mm inner diameter tube, with 
a higher inlet saturation temperature, 50 ℃,  and mass flux, 600 [kg m2 . s⁄ ], which matches an 
equivalent Reynolds number of 𝑅𝑒𝑒𝑞 ≅ 35,400, and confinement number, 𝐶𝑐𝑜𝑛𝑓 = 0.27. It has 
been seen that the model predicts the trend of void fraction in terms of vapor quality. 
Additionally, a good agreement with void fraction data can be seen for high vapor quality 
regime, (0.65 ≤ x ≤ 0.90), which suggests the dominance of annular flow regime in this range 
of vapor quality. Furthermore, according to a flow pattern map developed by Shedd [228] for the 
flow of R410a in the same tube size and exact working conditions, the annular flow regime 
boundaries fall in the range of vapor quality of (0.60 ≤ x ≤ 1.0). However, an obvious 
overprediction can be observed for the void fraction data fall in low and intermediate vapor 
qualities (0.15 ≤ x ≤ 0.65). A possible explanation for this is that for the slug flow regime the 
void fraction is lower than that for the annular flow, and the present model was developed based 
on the annular flow. One more explanation is that the scale effect plays a significant role 
for 𝐶𝑐𝑜𝑛𝑓 = 0.27, where the gravity factor cannot be neglected anymore. Therefore, this result 





Figure ‎4-15: vapor void fraction versus vapor quality for flow boiling of R410a in 1.19 mm inner 
diameter tube at 𝑻𝒔𝒂𝒕 = 𝟒𝟑.𝟓 ℃, and 600 [𝒌𝒈/𝒎
𝟐. 𝒔] mass flux. 
 
Figure ‎4-16: Void fraction versus vapor quality for flow boiling of R410a in 2.92 mm inner 
diameter tube at 𝑻𝒔𝒂𝒕 = 𝟓𝟎.𝟎 ℃, and 600 [𝒌𝒈/𝒎
𝟐 .𝒔] mass flux. 
Overall, the vapor void fraction of the flow boiling of the R410a has been calculated by 
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the working conditions listed in Table (4.3), which correspond to a range of equivalent Reynolds 
number, (2,160 ≤ Re𝑒𝑞 ≤ 48,000), and confinement number, (0.27 ≤ C𝑐𝑜𝑛𝑓 ≤ 1.14). The 
results are shown in Figure ‎4-17, and a good agreement with void fraction data can be observed 
where the majority of the void fraction data points were predicted and fall in the limits of 
agreement, with a MAE of 3.22 %.  
Table (‎4-3):  Test conditions of vapor void fraction data of R410a measured by Shedd [228] and 
used here for model validation 
Hydraulic diameter 
𝑫𝒉 , [𝒎𝒎] 
Saturation Temperature 
𝑻𝒔𝒂𝒕 , [℃] 
Mass flux 
𝑮, [𝒌𝒈 𝒎𝟐. 𝒔⁄ ] 
0.508 44.0 200, 400, 600, 800 
1.19 44.0 200, 400, 600, 800 
2.92 50.0 200, 400, 600, 800 
 
 
Figure ‎4-17: Comparison of vapor void fraction predicted by the present model with those of Shedd 
[228] for flow boiling of R410a in 0.508, 1.19, and 2.92 mm inner diameter tubes at 𝑻𝒔𝒂𝒕 = 𝟒𝟒.𝟎 to 
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4.6.4. Vapor and Liquid Film Velocities 
Vapor core, and liquid film velocities are modeled and calculated by the main model 
equation, Eq. (4.31). It is of interest to present a sample of calculated velocities here. Therefore, 
the vapor and liquid film velocities for flow boiling of CO2 in 1.42 mm inner diameter tube were 
presented here. Figure ‎4-18 shows the variation of average vapor velocity versus the vapor 
quality predicted by the present model for flow boiling of CO2 in 1.42 mm inner diameter tube 
with a ratio of heated length to inner diameter (𝐿ℎ/𝐷 ≅ 210), at a low inlet saturation 
temperature, -10 ℃, for a range of mass fluxes, 300 to 500 [kg m2. s⁄ ], which correspond to a 
range of equivalent Reynolds number, (8,700 ≤ Re𝑒𝑞 ≤ 14,800). The figure shows that there 
has been a steady increase in vapor velocity by increasing the vapor quality. Furthermore the 
model predicted the influence of mass flux on the vapor velocity, where it can be seen that the 
higher mass flux is, the higher vapor velocity predicted.  
 
Figure ‎4-18: Average vapor velocity versus vapor quality predicted by the present model for flow 
boiling of CO2 in 1.42 mm inner diameter tube at 𝑻𝒔𝒂𝒕 = −𝟏𝟎 ℃, and operating conditions similar 
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For the same working conditions, the average liquid film velocity has been calculated by 
the present model, and plotted as shown in Figure ‎4-19. Looking to the figure, a similar trend of 
the liquid film velocity can be noticed at the three mass fluxes. For the mass flux 300 
[kg m2. s⁄ ],( Re𝑒𝑞 ≅ 8,700), the liquid film velocity tends to slightly increase at the low vapor 
quality, (x ≤ 0.3), and then it is likely to level off  in the vapor quality range  (0.30 ≤ 𝑥 ≤ 0.5) , 
after this, there has been a gradually decrease in liquid film velocity by increasing the vapor 
quality. According to the flow pattern map updated by Cheng et al. [103] for CO2, the 
boundaries of annular flow regime corresponding to mass flux 300 [kg m2. s⁄ ] are fallen in the 
vapor quality range, (0.23 ≤ 𝑥 ≤ 0.72). It is of importance to mention here that these boundary 
values of vapor quality represent the center line of transition lines, since the transition from flow 
pattern to another does not occur instantly. With regards to the other two mass fluxes, 400, and 
500 [kg m2. s⁄ ], a slow decrease in liquid film velocity for (0.4 ≤ 𝑥 ≤ 0.68) , and  (0.45 ≤ 𝑥 ≤
0.62) , can be observed, and then a sharp decline in the liquid film velocity can be seen. The 
significance of this result in addition to showing the trend of liquid film velocity, is that it would 
be helpful to predict the transition line from annular flow to mist/dry-out flow regime. In other 
words, a slight fluctuation at x=0.65, and x=0.67 for the mass fluxes 400, and 500  respectively, 
has been observed, and these points are very close to those suggested by the flow pattern map 
updated by Cheng et al. [103] for CO2. 
4.6.5. Liquid Film Thickness 
Liquid film thickness for various working fluids listed in Table (4.1), and Table (4.2) 
have been calculated by the present model, based on the relation between the modeled vapor 
void fraction and liquid film thickness which represented by Eq. (4.21). A sample of the obtained 
results for flow boiling of CO2 in 1.42 mm inner diameter is presented and discussed in this 
section. Figure ‎4-20 shows the variation of liquid film thickness versus the vapor quality 
predicted by the present model for flow boiling of CO2 in 1.42 mm inner diameter, with a mass 
flux, 300 [kg m2. s⁄ ], which corresponds to, Re𝑒𝑞 ≅ 8,700, at an inlet saturation temperature -10 
℃ . It can be noticed from the figure that the liquid film thickness decreases by increasing the 
vapor quality, and the mass flux. Moreover, the relationship between the liquid film thickness 
and vapor quality is nonlinear in the annular flow regime (i.e. for this case 0.2 ≤ 𝑥 ≤ 0.8 ), after 
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this, a sharp decrease in liquid film thickness can be observed, and this of course is due to the 
onset of dry-out phenomenon. 
 
Figure ‎4-19: Liquid film velocity versus vapor quality predicted by the present model for flow 
boiling of CO2 in 1.42 mm inner diameter tube at 𝑻𝒔𝒂𝒕 = −𝟏𝟎 ℃, and operating conditions similar 
to those of Wu et al. [177] as listed in Table (4.1). 
 
Figure ‎4-20: Liquid film thickness versus vapor quality predicted by the present model for flow 
boiling of CO2 in 1.42 mm inner diameter tube and the working conditions of Wu et al. [177] 
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4.7. Sensitivity Analysis of the Model 
The influence of the initial liquid film thickness which is calculated by Eq. (4.33), and 
Eq. (4.34) on the two phase heat transfer coefficient has been discussed by performing the 
sensitivity analysis of the model. The analysis was performed for results predicted by the present 
model for flow boiling of CO2  in a 1.42 mm inner tube diameter for saturation conditions at 
−10 ℃,  with a mass flux, 300 [kg m2. s⁄ ], and for a range of vapor quality of  0.3 ≤ x ≤ 0.8. 
Figure ‎4-21 shows the influence of initial liquid film thickness on the performance of the present 
model for predicting the two-phase heat transfer coefficient in annular flow regime.  
 
Figure ‎4-21: Sensitivity analysis of the two-phase heat transfer coefficient predicted by the present 
model to the initial liquid film thickness. 
It can be seen that for the vapor quality, x=0.7, decreasing or increasing the initial liquid 
film thickness by ± 50 %, the deviation in the heat transfer coefficient does not exceed ± 10 %. 
On the other hand, for the vapor quality, x=0.4, it can be seen that the heat transfer model is 
more sensitive to the initial liquid film thickness. One possible explanation for this is that, at the 
vapor quality, x=0.4, the flow pattern could be slug flow pattern or coalescence bubble pattern 
which is close to the transition line, where the liquid film thickness fluctuates and becomes 
unsteady. As the vapor quality increases, the model is less sensitive to the initial liquid film 




















































thickness. Therefore, in the range of annular flow regime, the sensitivity level of the model to the 
initial liquid film is reasonable, and acceptable.     
4.8. Conclusions  
A semi-analytical model to predict the two-phase heat transfer, pressure drop, and void 
fraction in annular flow regime for flow boiling in a horizontal micro-channel subjected to a 
uniform heat flux, has been developed based on the separated flow model. The influences of 
working fluid, channel size, and operating conditions on the two-phase heat transfer, pressure 
drop, and void fraction have been considered. It has been noticed that, in the annular flow 
regime, the two-phase heat transfer coefficient, pressure drop, and void fraction increase with 
mass flux and exit vapor quality. The model has been compared with 1,253 experimental data 
points, collected from the available literature, for model validation. The model was compared 
with 602 two-phase heat transfer data for flow boiling conditions that cover a range of equivalent 
Reynolds number 2,000 ≤ 𝑅𝑒𝑒𝑞 ≤ 18,350, and a range of confinement number, 0.3 ≤ 𝐶𝑐𝑜𝑛𝑓 ≤
1.8. The heat transfer data were predicted with model with a MAE of 18.14 %. Furthermore, the 
model was compared with 498 pressure drop data points, which fall in the range of equivalent 
Reynolds number 1,900 ≤ 𝑅𝑒𝑒𝑞 ≤ 38,400, and confinement number, 0.32 ≤ 𝐶𝑐𝑜𝑛𝑓 ≤ 3.4, and 
showed a good agreement with the data with a MAE of 23.02 %. Regards to the void fraction, 
the model was compared with 153 void fraction data points corresponded to 2,150 ≤ 𝑅𝑒𝑒𝑞 ≤
48,000, and 0.27 ≤ 𝐶𝑐𝑜𝑛𝑓 ≤ 1.14, and predicted the data with a MAE of 3.22 %. The 
applicability of the present model can be limited in terms of equivalent Reynolds number and 
confinement number together. Overall, the present model is applicable for 1,900 ≤ 𝑅𝑒𝑒𝑞 ≤
18,000, and 0.5 ≤ 𝐶𝑐𝑜𝑛𝑓 ≤ 3.4. Moreover, two main applications of the present model can be 
addressed here. Firstly, estimating the cooling load of the micro-channel heat sink based on the 
operating condition. Secondly, predicting the two-phase pressure drop in the same flow regime, 
and hence, estimating the pumping power required for circulating the working fluid at the 
applied conditions. It is of interesting to point out here, that the present model may be extended 
for the future work by considering the surface tension effect, and force gravity to improve the 
model accuracy and expand its applicability range, and to be used for predicting the annular flow 




5. Investigation of Bubble Frequency in Slug 
Flow Regime for Flow Boiling in a 




Amen Younes1, Ibrahim Hassan2*, Lyes Kadem1 
This paper was submitted to J. of Heat Transfer, and is under review. 
 
1Department of Mechanical and Industrial Engineering, Concordia University, 
1455 de Maisonneuve Blvd. W, Montreal, QC, Canada, H3G 1M 
2Mechanical Engineering Department, Texas A&M University at Qatar 









Slug flow is an essential flow pattern observed in micro-channels where its transition 
boundaries in micro-channels are characterized by two complex hydrodynamic phenomena, bubble 
confinement and bubble coalescence. Slug flow can be classified in terms of bubble size into two 
major zones, which are the isolated bubble zone and coalescence bubble zone. In this paper, a semi-
analytical model for predicting the main characteristics of slug flow pattern (isolated bubble zone), 
including the bubble frequency, for flow boiling in a horizontal micro-channel is developed for 
diabatic flow conditions. The influences of surface tension, shear, and inertial forces are taken into 
account. The model is developed based on the principle of drift flux model, and a fully developed 
slug unit is chosen as a control volume for deriving the equations of motion. The effects of main 
operating conditions, mass and heat fluxes, on bubble length and bubble frequency have been 
investigated. The transition lines which represent the boundaries of slug flow regime have been 
estimated based on the most proper diabatic flow pattern map available in the literature for the 
chosen database. The model has been validated using the bubble length and frequency database 
available in the literature for flow boiling of two working fluids. The first one is R134a in a 0.509 
mm inner diameter horizontal micro-tube for wide range of mass fluxes, 
(300 ≤ G ≤ 1000 kg m2 . s⁄ ), which corresponded to liquid Reynolds numbers 970 ≤ 𝑅𝑒𝑙 ≤
3,400, and confinement number Cconf ≅ 1.6. The second working fluid is R245fa flowing in a 3.0 
mm inner diameter horizontal mini-tube for a range of mass fluxes (300 ≤ G ≤ 700 kg m2 . s⁄ ), 
which corresponded to liquid Reynolds numbers, 3,390 ≤ 𝑅𝑒𝑙 ≤ 7,900, and confinement 
number, Cconf ≅ 0.3. This study has shown that the mass flux has a significant effect on the slug 
length and bubble frequency. The model gave a good agreement with the data of bubble length and 
bubble frequency with a mean absolute error of 27.83 % and 29.55 %, respectively. 
 
KEY WORDS: flow boiling, horizontal mini/micro-channels, drift flux model, transitional velocity, slug flow 





Flow boiling micro-channels are widely used and have many applications, extensively in 
heat sinks and compact heat exchangers. Typically, the main principle of micro-channel heat 
sinks is to dissipate a high heat flux at a lower mass flux. Slug flow is promised to be one of the 
dominant flow patterns in flow boiling in micro-channels, and characterized by its complicated 
behaviour. Several experimental studies have been done for investigating slug flow 
characteristics in micro-channels (e.g.,Triplett et al. [70]; Garimella et al. [79]; Lee et al. [118]; 
Revellin et al. [91]; Saisorn and Wongwises [80]; Fu et al. [119]; and Charnay et al [108]), and 
numerous numerical studies have attempted to simulate and study hydrodynamics of slug flow in 
micro-channels (e.g. Qian and Lawal [229]; He and Kasagi [230]; Zhuan and Wang [231]; and 
Magnini et al. [232]). On the other hand, only few attempts have been made to analytically 
predict slug flow characteristics in micro-channels (e.g. Moriyama et al. [8]; Abiev [233]; 
Consolini and Thome [145]).  
Bubble growth rate is a key parameter for studying bubble dynamics particularly in 
bubbly flow regime where the onset of nucleate boiling is observed. A good attention for bubble 
nucleation, growth, and departure for two-phase flow has been paid in the past. Cooper [234] 
studied analytically the effect of micro-layer evaporation on the bubble growth rate in a liquid on 
a heated wall, and highlighted the significance of the micro-layer evaporation and surface tension 
on the bubble growth rate. Mikic et al. [235] have developed an analytical relation for predicting 
bubble‎ growth‎ rate,‎ based‎ on‎ Rayleigh’s‎ equation,‎ taking into account the influence of inertial 
force and thermal diffusion on the bubble growth rate in a uniformly superheated liquid. Lee et 
al. [118] experimentally investigated bubble dynamics for convective boiling in micro-channels 
and concluded that bubble growth rate is controlled by inertia force, while bubble departure is 
influenced by surface tension. 
Liquid film is promised to dominate heat transfer mechanism in slug flow and annular 
flow regimes. In their analysis of modelling elongated bubble zone in micro-channels, Jacobi and 
Thome [114] confirmed that liquid film evaporation is a dominant heat transfer mechanism in 
this regime. Recently, Consolini and Thome [145] have developed a heat transfer model for 
predicting two-phase heat transfer coefficient for confined coalescing bubble flow which is 
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observed at an intermediate vapor quality. They considered the influence of liquid mass 
redistribution during bubble coalescing and predicted the coalescing bubble frequency where 
they found that it decreases with increasing the vapor quality. Additionally, they revealed that the 
liquid film evaporation dominates heat transfer mechanism in slug flow regime. Furthermore, the 
complex phenomenon of the slug flow is promised to enhance the heat transfer mechanism for 
flow boiling in micro-channels. Mehta and Khandekar [236] have recently investigated the 
effects of slug flow on the heat transfer coefficient by employing the Infrared Thermography 
techniques by creating a water/air intermittent flow in a 5 𝑚𝑚 × 5 𝑚𝑚 square microchannel. It 
has been verified that slug flow provides a local time-averaged Nusselt number 1.2 to 2.0 higher 
than that obtained by liquid single phase at the same conditions. Similarly, in a study conducted 
by Patil and Kandlikar [237], for investigating the effects of micro-porous coating on heat 
transfer in pool boiling in open micro-channels, it has been found that departing bubbles 
enhanced heat transfer coefficient, and the porous coating of the chip-tops enhanced the critical 
heat flux (CHF). 
Revellin et al. [91] experimentally investigated, using an optical technique, bubble 
coalescence and measured bubble velocity, bubble length, and bubble frequency for flow boiling 
of R134a in 0.509 mm inner diameter circular horizontal micro-tube at 30 oC inlet saturation 
temperature. In their study, they observed four main flow patterns and the transition lines, 
namely, bubbly, slug, semi-annular, and annular flow regimes. They highlighted the importance 
of bubble coalescing frequency in defining the transition line of the flow pattern. Moreover, they 
performed their experiments for a wide range of mass fluxes 350 ≤ G ≤ 2000 [kg m2. s⁄ ], and 
observed that the higher the mass flux is the narrower vapor quality range is for the bubble 
coalescence regime. Furthermore, at very high mass flux, the bubbly flow regime is hardly 
observed.  
Recently, Tibirica and Ribatski [109] investigated bubble characteristics of flow boiling 
of R134a, and R245fa in a 0.4 mm inner diameter micro-tube for a range of mass flux of 
100 ≤ G ≤ 900 [kg m2. s⁄ ], and at a uniform heat flux up to 𝑞𝑤
" ≤ 226 [𝑘𝑊 𝑚2. 𝑠⁄ ]. They 
performed flow visualization with a high speed optical technique (reaches to 105 𝑓𝑝𝑠) at diabatic 
conditions. They investigated the bubble departure diameter, bubble frequency, and liquid film 
characteristics. Furthermore, they assessed the available correlations of bubble departure 
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diameter and proposed new correlations for predicting bubble departure diameter and bubble 
frequency for flow boiling in horizontal small tubes. They assumed that inertial and drag forces 
dominate bubble departure mechanism, and therefore, bubble departure diameter is mainly 
influenced by the Reynolds number. It is somewhat surprising that the buoyancy effect is still 
observed for such a small tube size as well as the liquid entrainments in the vapour core, which 
have been related to the interface instability. Furthermore, contrary to the expectations, the 
authors pointed out that nucleation sites have been presented in all flow patterns including the 
annular flow regime for the test in the 0.4 mm inner diameter micro-tubes. 
A study of the transient effects of bubbles in the slug regime in micro-channels has been 
recently carried out by Houshmand and Peles [238] based on the transient wall temperature 
measurement, and flow visualization. The micro-scale resistance temperature detectors technique 
(RTDs) was introduced as an effective method for measuring the transient wall temperature. The 
slug flow pattern was created by mixing the distilled water with an air injected with an average 
frequency of 𝑓𝑏 ≅ 277 𝑏𝑢𝑏𝑏𝑙𝑒𝑠/𝑠𝑒𝑐. Three different zones were identified in the slug flow 
regimes, which are elongated bubble zone, the bubble wake zone, and the single phase liquid 
slug zone. It has been pointed out that the wall temperature increased in the elongated bubble 
zone due to the small thickness of the liquid film, while decreased in bubble wake zone due to 
the influence  mixing caused by the small bubbles followed the wake of the elongated bubble.    
To study slug behaviour and bubble characteristics of adiabatic flow, Yan et al. [239], 
performed flow visualization experiments on air/water flowing in a narrow rectangular duct, 
𝐷ℎ ≅ 6.0 𝑚𝑚, considering the influence of inclination angle, gas, and liquid superficial 
velocities on the slug characteristics (slug velocity, length, and frequency). Based on the liquid 
Reynolds number, the authors defined two major regions of the flow, laminar flow region, which 
is defined as, 𝑅𝑒𝑙 < 3000, and turbulent flow region, which is defined as, 𝑅𝑒𝑙 ≥ 3000. It has 
been revealed that the effect of the inclination angle on slug length and velocity was pronounced 
in the laminar flow region, while it did not show a remarked effect in the turbulent flow region. 
In other words, as the inclination angle decreases for laminar flow region, the slug length and 
velocity increase.  On the other hand, it has been revealed that increasing the gas superficial 
velocity leads to increasing the slug length and decreasing the slug frequency. Since, these 
results have been obtained for adiabatic conditions, and the slug flow is created by mixing the air 
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with the injected water, it still does not show the influence of bubble nucleation, and applied heat 
flux on the bubble frequency and slug characteristics. 
Overall the previous studies indicate that most of the methods available for modeling slug 
flow in micro channels have been developed basically for adiabatic conditions, and do not 
consider the contribution of the applied heat flux in the model basic equations. Thus, more 
analytical efforts for studying flow boiling slug flow in micro-channels are required. The aim of 
this work is to develop an analytical model for predicting the main slug flow parameters in the 
isolated bubble zone (i.e., from the onset of bubble confinement to the onset of bubble 
coalescence) for flow boiling in horizontal micro-channels. Therefore, a complete slug flow unit 
has been considered to be a control volume for deriving the three basic equations of motion for 
each phase, taking into account the principle of drift flux model and the influence of surface 
tension for more realistic slug flow conditions in micro-channels. 
5.3. Analysis of the Two Phase Slug Flow Model 
Slug flow is promised to be one of the main dominant flow patterns for flow boiling in 
micro-channels as it has been verified in many previous studies. It is characterized by its 
complex physical and periodic phenomenon.  An ideal slug flow pattern of flow boiling in 
horizontal mini/micro-channels is represented by three main zones, which are the confined 
bubble, the liquid film thickness 𝛿 trapped between the confined bubble and the channel wall, 
and the liquid slug zone. In order to understand and simplify the analysis of this physical 
phenomenon, the present model consists of two main stages. Firstly, derive the equations of 
motion (mass, momentum, and energy equations) for a fully developed slug flow unit in order to 
predict the slug unit length, the liquid film velocity and the liquid slug velocity. Secondly, the 
mass balance of the whole mixture of the slug flow unit is derived to predict the variation of the 
liquid slug length, bubble length, and void fraction as a function of time. 
5.3.1. Basic Assumptions  
A set of assumptions has been considered here for simplifying the complexity of 
modelling slug flow. These assumptions are listed below, 
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1. All the thermo-physical properties are assumed to be constant at a certain saturation 
temperature. 
2. The slug flow unit is fully developed and the two phases are in thermodynamic equilibrium. 
3. The onset of slug flow is determined by the onset of bubble confinement in flow boiling 
micro-channels (i.e., when the bubble length is equal to channel diameter). 
4. The applied heat flux is uniformly distributed circumferentially and axially along the channel 
length. 
5. At the onset of bubble confinement, the volume change rate of the confined bubble is equal 
to the volume change rate of a spherical bubble growing in an infinite liquid on a uniformly 
heated surface. 
6. The pressure in the elongated bubble is constant and the pressure drop through the slug unit 
is equal to the pressure difference between the pressure inside the bubble and the pressure of 
the liquid slug. 
7. The dominant heat transfer mechanism in the elongated bubble zone is the convective liquid 
film evaporation, and the two-phase heat transfer is estimated based on the liquid film 
thickness for this zone, while in the liquid slug zone, the heat transfer coefficient is evaluated 
using an appropriate liquid single phase correlation. 
 
5.3.2. Derivation of the Equations of Motion 
Figure ‎5-1 shows an ideal fully developed slug flow unit with a length of 𝐿𝑢, which 
consists of a vapor bubble with a length of 𝐿𝑏 and moves with a velocity 𝑢𝑏, the liquid film with 
a thickness 𝛿 and moves with a velocity 𝑢𝑓, and the liquid slug that moves with a velocity 𝑢𝑠 and 
length od 𝐿𝑠. Choosing the control volume which considers the major physical parameters is 
very crucial for developing more realistic slug flow model, thus, a fully developed and complete 
slug unit has been chosen to represent the control volume required for deriving the equations of 
motion of the slug flow. Additionally, all the equations of motion will be derived relative to the 
translational velocity 𝑢𝑡 of the slug unit. As it is assumed at a certain time, the features of the 
slug flow are regular and uniform along the micro-channel within the slug flow boundaries. 













5.3.2.1. Mass Conservation Equations   
The mass balance has been applied for each phase, liquid phase, which is represented by 
the liquid film and liquid slug zones, and vapor core phase, which is represented by an elongated 
bubble zone. The control volume has been chosen to contain an ideal and a complete slug flow 
unit as shown in Figure ‎5-1. Considering a one dimensional fully developed slug flow as 
depicted in Figure ‎5-2, the mass conservation equation for the liquid phase can be written as 
follow, 
  ρf(us − ut) − ρfαf(uf− ut) = −ΓLu (5.1) 
Where us is the phasic liquid slug velocity, and uf is the phasic liquid film velocity, ut is the 
translational velocity of the slug unit, Lu is the slug unit length, ρf the liquid phase density, Γ is 
the evaporation volumetric flow rate occurs at the liquid-vapor interface due to the phase change, 
and αf is the void fraction of the liquid phase. The mass conservation of the vapor phase is 


















  −ρgαg(ub− ut) = ΓLu (5.2) 
Where αg is the void fraction of the vapor phase, ub is the bubble velocity. Adding Eq. (5.1) to 
Eq. (5.2), the mass conservation equation for the whole mixture of the slug flow unit is written as 
follows: 












5.3.2.2. Momentum Conservation Equations  
Figure ‎5-3 shows the momentum terms and forces acting on the liquid phase. Considering 
the evaporation volumetric flow rate as defined in Eq. (5.2), the momentum conservation 
equation of the liquid phase for the slug unit can be derived as follows: 
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Where ui here is the liquid velocity at the interface, p1 is the pressure applied at the left-hand 
side of the considered slug unit, p2 is the pressure applied at the right-hand side of the slug unit, 
τw is the wall shear stress, τi is the shear stress at the interface, Pw is the micro-tube perimeter, Pi 
is the perimeter at the interface, Fsw  is the force acting on the liquid phase at the wall due to the 
surface tension, Fsi is the surface tension force acting from the other phase at the interface, and 













Turning to the vapor phase, the main momentum terms and considered forces acting on 
the vapor phase are shown on the slug unit as depicted in Figure ‎5-3. The momentum 
conservation of the vapor phase for a steady-state and fully developed slug flow unit is written as 
follows: 
























  −ρ𝑔α𝑔(ub −ut)







By combining Eqs. (5.4), and (5.5), taking into account that, (αg + αf = 1), the interfacial terms 
are terminated, and one can get the momentum conservation equation of the whole mixture of the 
slug unit as follows: 
  ρf(us − ut)
2 − ρfαf(uf− ut)
2 − ρgαg(ub− ut)








5.3.2.3. Energy Conservation Equations  
Energy conservation equations for the slug unit are derived for liquid and vapor phases 
based on the sketch shown in Figure ‎5-4. Consequently, the energy conservation equation of the 
liquid phase is expressed as follows: 
  













Where hf−out is the specific enthalpy of the liquid phase at the right-hand side of the slug 
flow unit, hf−in is the specific enthalpy of the liquid phase at the left-hand side of the slug flow 
unit, hfi is the specific enthalpy of the liquid phase at the interface, and qw
"  is the heat flux 
applied at the micro-tube wall. The energy conservation equation of the vapor phase is written as 
follows: 








Where hg and hgi are the specific enthalpies of the vapor phase at the left-hand side of the slug 
flow unit and at the interface, respectively. Adding Eq. (5.7), to Eq. (5.8), and assuming equal 
enthalpies of the two phases at the interface, (i.e. hfi = hgi), the conservation energy equation of 
the mixture can be written as follows: 
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From the mass balance equation of the whole mixture Eq. (5.3), the relative liquid film velocity 
can be represented as follows: 






(ub − ut) (5.10) 
 
Substitute by relative liquid film velocity Eq. (5.10) in the energy equation of the whole mixture, 










𝝆𝒇𝜶𝒇𝑨(𝒖𝒇 −𝒖𝒕)𝒉𝒇−𝒊𝒏  𝝆𝒇𝑨(𝒖𝒔 −𝒖𝒕)𝒉𝒇−𝒐𝒖𝒕 
𝑭𝒔𝒊𝒖𝒊 




Figure ‎5-4: Shows the energy terms and works applied on the slug unit. 
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Now substitute by relative velocities of the liquid film and liquid slug, Eq. (5.10), and Eq. (5.11), 










































Now at this stage, we have seven parameters are still needed to be evaluated, vapor void fraction 
𝛼𝑔, pressure drop ∆𝑝, surface tension force Fsw , wall shear stress τw, bubble velocity ub, 
transitional velocity u𝑡, and the length of the slug unit 𝐿𝑢, which are explained and discussed in 
the following section.  
5.3.3. Constitutive Relationships of the Model 
There have been a few studies which modelled two-phase pressure drop for a segment of 
slug flow unit in terms of the slug flow characteristic lengths for two-phase flow in small and 
capillary tubes, (e.g. Bretherton [63], Fukanu et al. [240], Garimella et al. [79], Abiev [241]). 
Bretherton [63] gave a correlation for the estimation of the pressure drop through a single 
elongated bubble flowing in a capillary tube. Fukanu et al. [240] investigated experimentally, 
and analytically pressure drop of water-air flow in capillary tubes, and revealed that the 
expansion loss is dominant, and controls the pressure drop. Furthermore, it has been shown that 
the expansion loss increases by increasing the vapour velocity. In other words, as the bubble 
velocity increases due to the expansion, there is a liquid mass transfer, flowing from the liquid 
film into the liquid slug, and the bubble length increases while the liquid slug length decreases. 
Garemilla et al. [79] investigated the pressure drop for intermittent flow for flowing of R134a in 
small tubes, but for a condensation conditions. The pressure drop term in the present work will 
be evaluated based on Young-Laplace relation considering the influence of surface tension and 
fluid properties on pressure drop. In other words, it is reasonable to assume that for a fully 
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developed slug flow unit, the pressure drop through the slug flow unit equals to the pressure 
difference between the pressure inside the elongated bubble and the pressure in the liquid slug 
which can be defined using Young and Laplace relation as follow: 







Where pg, is the pressure inside the elongated bubble, pf is the pressure in the liquid, R1 and R2 
are the radii of the ends of the elongated bubble. We assume that the elongated bubble has a 
uniform and similar radii at the end, (i.e.,R1 = R2 = Rb), Rbis denoted for bubble radius. 
Furthermore, considering the definition of cross sectional vapor void fraction as, (αg = Rb
2 R2⁄ ), 
the Eq. (5.13) is rewritten as follow, 




It is known that the surface tension is dominant for flow boiling in micro-channels. 
Therefore, it is of importance to consider it here. Surface tension force is represented in terms of 
surface tension σ, contact line length Lc, and contact angle θ. For maximum value of surface 
tension force, the contact angle is assumed to be 180°, and the length of the contact line is the 
micro-tube perimeter πD. Consequently, the effects of surface tension force on a fully developed 
slug flow unit can be represented as follows, 
  Fsw ≅ (πD)σ (5.15) 
Taking into account the pressure drop as represented by Eq. (5.14), and surface tension force as 
















































Now the wall shear stress τw, in the left side of Eq. (5.16), is estimated in terms of liquid film 
velocity and the working fluid density as given by, 





For wide range of flow conditions which cover laminar transitional, and turbulent flow 
conditions, different correlations discussed in Li and Wu [74] for predicting friction factor have 
been employed including the correlation of Churchill [223] which takes into account the effect of 
the surface roughness. The frictional correlation are expressed as follows, 
  ff = {
f1                for                       Ref ≤ 1600
f2                 for                      Ref ≥ 3,000
f3                  for      1600 < Ref < 3,000
 (5.18) 
Where  














a = [2.457 ln
1
(7 Re⁄ ) + 0.27(ϵ D⁄ )
]
16








  f3 = f1(1600)+
Re − 1600
1400
[f2(3000) − f1(1600)] (5.21) 
Where Ref is the based-liquid film Reynolds number which is calculated in the present model 
using the predicted values of average liquid film thickness δ̅, and average liquid film velocity uf̅ 
at every heat and mass fluxes applied as follows,  




The bubble velocity for slug flow in horizontal micro-channels has been correlated in some 
previous studies based on the drift-flux model, (e.g., Bretherton [63], Mishima and Hibiki [173], 
and Chen et al. [242]) and represented as follows: 
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  ub = Co j (5.23) 
Where 𝐶𝑜 is the distribution parameter for the bubbly and slug flow, which was correlated by 
Ishii [243] for horizontal slug flow in terms of vapor-to-liquid density ratio as follows, 
  Co = 1.2 − 0.2√(ρg ρf⁄ ) (5.24) 
 And j is the superficial velocity which is defined as, 







To close the model for this stage, two closure relationships for cross sectional void fraction and 
translational velocity are needed. The translational velocity of the slug unit, 𝑢𝑡, is assumed to be 
equal to the two-phase superficial velocity (i.e., 𝑢𝑡 = 𝑗).  
The vapor quality in Eq. (5.25), is calculated based on the energy balance equation as, 







Thus the vapor cross sectional void fraction can be expressed as, 




Finding a criterion for defining the bubble confinement is very crucial. In flow boiling 
micro-channel, the onset of slug flow is characterized by bubble confinement. Thus, the 
minimum bubble length considered in this model will be the inner diameter of the micro-
channel, (i.e., Lb ≥ D). Now, the length of the fully developed slug unit, Lu, can be calculated by 
solving Eq. (5.16). Regards to the liquid slug length, there have been some previous studies that 
investigated the relation between the bubble length and slug unit length or channel diameter or 
void fraction (e.g., Barnea and Brauner [244], Fukano et al. [240], Taitel et al. [245], and Abiev 
[241]). Overall, the liquid slug length is calculated in terms of bubble length, Lb , and liquid slug 
length, L𝑢 , as  
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  𝐿𝑠 = 𝐿𝑢 − 𝐿𝑏 (5.28) 
 
5.3.4. Evaluation the Variation of Bubble/Liquid Slug 
Lengths 
At this stage of the present work, we consider the variation of the characteristics length of 
the slug unit in terms of time. Recalling the mass balance equation of the whole mixture of the 




(ρfLs + ρfαfLb+ ρgαgLb)= −ρf(us −ut) + ρfαf(uf−ut) + ρgαg(ub− ut) (5.29) 
Expanding the first derivation of the term on the left hand side, and taking into account that 
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The bubble in the slug unit elongates mainly in the flow direction, and the variation of bubble 
diameter in terms of time (dDb dt⁄ ) comparing to bubble length variation (dLb dt⁄ ) is very 
small. If we denote to the a volume of a confined elongated bubble as Vb, and the volume of 
spherical bubble grows in an infinite domain as V𝑠, then it would be reasonable to assume that 
the rate of change of the elongated bubble volume (dVb dt⁄ ) in the slug unit is equal to that of a 
spherical bubble (dVs dt⁄ ) growing on a surface and controlled by both thermal diffusion and 
inertial effects. Therefore, the relation developed by Mikic et al. [235] for predicting the rate of 
spherical bubble growth in a uniformly superheated liquid has been adopted here and modified to 





++ 1)(1 2⁄ )− (t+)(1 2⁄ )] (5.31) 
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Where Rs, is the radius of a spherical bubble grows in a uniformly superheated liquid, t
+ is a 
dimensionless time parameter which is defined as  






And Ac  and Bc are defined as 














Where b = (2 3⁄ ) for a growing bubble in an infinite medium, and b = (π 7⁄ ) for a growing 
bubble on a surface, Df is the liquid thermal diffusivity, and Ja is Jakob dimensionless number 
which is defined as, 
















At the onset of bubble confinement (at time to = Db ub⁄  ), we assume the radii of the spherical 
bubble growing in an infinite medium and the bubble confined in the slug flow regime are the 









[(t+ +1)(1 2⁄ ) − (t+)(1 2⁄ )] (5.37) 
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This equation can be applicable for the period of time (to ≤ t ≤ tc), where to is the time where 
bubble confinement is observed, and tc is the time where the bubble coalescence begins. 
Additionally, the term (dα dt⁄ ) in Eq. (5.30) may be simplified. Considering the energy balance 
principle only for the liquid film zone, and assuming that the heat transfers by conduction 
through the wall of the micro-tube leads to vaporize the liquid film, (as reported in some 
previous studies, either for the liquid film, Hetsroni et al. [246], or the micro-layer beneath a 
bubble grows on a surface, Cooper [234], one can write the variation of liquid film for 









Taking into account the relation between the liquid film and the area void fraction of the vapor 








α(1 2⁄ )  (5.39) 
By this relation, Eq. (5.38), the variation of liquid slug length can be calculated as represented in 
Eq. (5.30). Since we assumed that at the onset of bubble confinement, Rs = Rc, the time where 
the bubble confinement occurs ,to, can be calculated based on the relation of bubble growth 
developed by Mikic et al. [235] which can be recast as follows, 




















− 1] (5.40) 
 
5.4. Calculation Procedure 
The model analysis preceded above is implemented for calculating the main slug flow 
parameters as follows: 
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1. Define the channel geometrical parameters, the hydraulic diameter, 𝐷ℎ, the heated length, 𝐿ℎ, 
and the material that the tube is made of, the relative roughness of the tube inner surface, 
(𝜖 𝐷⁄ ). 
2. Define the main operating conditions, such as the inlet saturation temperature,  𝑇𝑠𝑎𝑡, or 
pressure, 𝑃𝑠𝑎𝑡, the applied heat flux, 𝑞𝑤
" , the mass flux, G, and the super-heated temperature, 
∆Tsat. 
3. All the required properties of the tested working fluid are detrimed at the given inlet 
saturation temperature, 𝑇𝑠𝑎𝑡, or pressure, 𝑃𝑠𝑎𝑡 as tabulated in [247]  . 
4. The transition lines are estimated using an appropriate flow pattern map. In this work, the 
flow pattern map developed by Revellin and Thome [75] for R134a has been employed. 
5. The initial values of vapor quality, 𝑥𝑜, bubble velocity,𝑢𝑏𝑜, translational velocity, 𝑢𝑡𝑜, 
vapour void fraction, 𝛼𝑜, and the time of bubble confinement, to, are evaluated by 
Eqs.(5.26), (5.23), (5.25), (5.27), and (5.40) respectively, considering that the initial bubble 
length can be set as (𝐿𝑏𝑜 = 𝐷).  
6. Slug unite length (Lu), liquid slug length (Ls), liquid slug velocity (us), and liquid film 
velocity (uf) are calculated by Eqs. (5.16), (5.28), (5.11), and (5.10) respectively. 
7. The bubble frequency for the slug flow, in isolated bubble zone, is defined as the ratio 
between the bubble velocity and the slug unit length (𝑓𝑏 = 𝑢𝑏 𝐿𝑢⁄ ).  
8. Calculate the variation of void fraction (∆α), bubble length (∆Lb), and liquid slug length 
(∆Ls), in a time step of (∆t) using Eqs. (5.39), (5.36), and (5.30) respectively. 
9. Update the values of the parameters (𝐿𝑏,𝐿𝑠,𝑥, 𝛼), and repeat the steps (5 to 7).  
 
5.5. Results and Discussion 
The main characteristic parameters of the slug flow unit, (liquid slug velocity, bubble 
length, liquid slug length, slug unit length, and bubble frequency), have been calculated by the 
present model for flow boiling of two different working fluids, (R134a, R245fa), and two sizes 
of circular channels (0.509 mm, and 3.0 mm inner diameter), respectively. Calculations were 
performed for wide range of mass fluxes (300 ≤ G ≤ 1000 kg m2. s⁄ ), which are similar to the 
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test conditions of the experiments performed by Revellin et al. [91], and Charnay et al. [108] as 
listed in Table (5.1). The results obtained are presented and discussed as following:  
 













Revellin et al. [91] R134a 0.5 70.7 350-1000 30 3.0 
Charnay et al. [108] R245fa 3.0 185.0 300-700 60 - 
 
Figure ‎5-5 shows the bubble frequency measured by Revellin et al. [91], and the one 
predicted by the present model plotted versus the vapor quality for flow boiling of the working 
fluid, R134a, at a mass flux of,(G = 350 kg m2. s⁄ ), in a 0.509 mm inner diameter micro-tub. A 
clear increase of bubble frequency by increasing the vapor quality can be observed until a certain 
vapor quality, (x ≅ 0.038), for the experimental data, and  x ≅ 0.04 by frequency predicted by 
the present model, where the liquid slug length vanishes, and the first stage of bubble 
coalescence begins. Furthermore, close to the transition line from bubbly to bubbly/slug flow 
(𝑥 ≅ 0.018), it can be seen that the model over-predicted the experimental data and this can be 
attributed to bubble size since the bubble confinement has not occurred yet. On the other hand, 
the model gives a good agreement with the experimental data which fall in the isolated bubble 





Figure ‎5-5: Bubble frequency predicted by the present model, and the one measured by Revellin et 
al. [91] versus vapor quality for R134a in 0.509 mm inner diameter micro-tube with a mass 
flux, 𝟑𝟓𝟎 𝒌𝒈/𝒎𝟐 .𝒔, at 𝑻𝒔𝒂𝒕 = 𝟑𝟎 ℃, and 𝜟𝑻𝒔𝒖𝒃 = 𝟑.𝟎. 
Taking into account the influence of mass flux on the bubble frequency in the isolated 
bubble zone, Figure ‎5-6 Provides the results obtained by the present model for flow boiling of 
R134a in a 0.509 mm inner diameter micro-tube at a mass flux of 500 𝑘𝑔/𝑚2. 𝑠, that 
corresponds to a liquid Reynolds number ,𝑅𝑒𝑙 ≅ 1,400, and compared with those experimental 
data measured by Revellin et al. [91] at the same operating conditions. It is apparent from the 
figure that the model predicted, the trend of bubble frequency variation versus vapor quality, and 
gave a good agreement with the experimental data at low vapor quality, x=0.02. A possible 
explanation for this is that at this vapor quality and mass flux, the onset of bubble confinement 
would be expected, and therefore the assumption of that bubble length is equal to inner diameter 
is verified and works well at this condition. However, as the vapor quality increases, an under 
estimation of the data can be observed, and this can be attributed to several factors might be 
related to the uniformity of the flow pattern, the applicability of the correlation used for 
evaluating the wall friction factor, the flow instability which is expected to be experienced in this 
regime,  and the influence of the flow pattern transition phenomenon, which may occur here for 



















































the vapor quality increases, the bubble frequency is expected to increase, while the liquid slug 
length decreases, until it vanishes as shown in the Figure ‎5-6 as indicated by the dash-dot line 
at 𝑥 ≅ 0.0382, which represents the bubble frequency peak at this condition. 
 
Figure ‎5-6: Bubble frequency predicted by the present model, and the one measured by Revellin et 
al. [91] versus vapor quality for R134a in 0.509 mm inner diameter micro-tube, 𝟓𝟎𝟎 𝒌𝒈/𝒎𝟐.𝒔, at 
𝑻𝒔𝒂𝒕 = 𝟑𝟎℃, and 𝜟𝑻𝒔𝒖𝒃 = 𝟑.𝟎. 
Figure ‎5-7 presents the bubble frequency data of flow boiling of R134a measured by 
Revellin at al. [91] at higher mass flux, 700 𝑘𝑔/𝑚2. 𝑠, which corresponds to a liquid Reynolds 
number, 𝑅𝑒𝑙 ≅ 1,950 compared with that predicted by the present model. Again, a steep increase 
in bubble frequency versus vapor quality can be observed from the figure. Interestingly, a better 
agreement can be seen with the measured data which fall in the range of vapor quality,0.019 ≤
𝑥 ≤ 0.03 than those where 𝑥 ≤ 0.018. This result may be explained by the fact that the bubble 
nucleation sites are not distributed uniformly on the inner surface which leads the nucleated 
bubbles to departure and grow with various bubble characteristics. Another explanation is that at 
the vapor quality range 0.019 ≤ 𝑥 ≤ 0.03, the elongated, isolated bubbles are expected to be 





















































Figure ‎5-7: Bubble frequency predicted by the present model, and the one measured by Revellin et 
al. [91] versus vapor quality for R134a in 0.509 mm inner diameter micro-tube, 𝟕𝟎𝟎 [𝒌𝒈/𝒎𝟐. 𝒔], at 
𝑻𝒔𝒂𝒕 = 𝟑𝟎 ℃, and 𝜟𝑻𝒔𝒂𝒕 = 𝟑.𝟎. 
Figure ‎5-8 presents the bubble frequency predicted by the present model versus the vapor 
quality, compared with those measured by Revellin et al. [91], for flow boiling of R134a in a 
0.509 mm inner diameter horizontal micro-tube with a higher mass flux, 1000 𝑘𝑔/𝑚2. 𝑠, that 
corresponds to Reynolds number, 𝑅𝑒𝑙 ≅ 2,800. According to the flow pattern map developed by 
Revellin and Thome [75] for flow boiling of  R134a, the long-dashed line represents the 
transition line from the bubbly to bubbly-slug flow regime, the small-dashed line represents the 
transition line from bubbly-slug flow to slug flow regime. From the Figure ‎5-8, it can be 
observed that the present model, over-predicted the bubble frequency data in the isolated bubble 
zone. However, the model predicted well the bubble frequency trend, where the number of 
bubbles increases by increasing the vapor quality, until the bubble frequency peak is reached, 
where the liquid slug length is expected to vanished at this peak, which is predicted by the 
present model 𝐿𝑠 = 0 at 𝑥 ≅ 0.0201,(represented by the dash-dot line). The observed over-
prediction of the bubble frequency data may be influenced by the flow instability which can 
occur at the liquid vapor interface. Furthermore, the range of vapour quality for mass flux, 
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than that obtained at mass flux , 350 𝑘𝑔/𝑚2. 𝑠, 0.019 ≤ 𝑥 ≤ 0.04, in Figure ‎5-5. In other words, 
the higher mass flux is the narrower isolated bubble zone is observed. 
 
Figure ‎5-8: Bubble frequency predicted by the present model, and the one measured by Revellin et 
al. [91] versus vapor quality for R134a in 0.509 mm inner diameter micro-tube, 𝟏𝟎𝟎𝟎 [𝒌𝒈/𝒎𝟐.𝒔], 
at 𝑻𝒔𝒂𝒕 = 𝟑𝟎℃, and 𝜟𝑻𝒔𝒖𝒃= 𝟑.𝟎. 
Taking into account the effect of working fluid, operating conditions, and the channel 
size, the present model has been implemented to predict the bubble frequency for flow boiling of 
R245fa in 3.0 mm inner diameter mini-tube at inlet saturation temperature of 60 oC, and 
compared with bubble frequency data of Charnay et al. [108] for mass fluxes 300, 500, and 700 
𝑘𝑔/𝑚2 . 𝑠, which corresponded to liquid Reynolds numbers of 3,390 ;  5,650; and 7,900 
respectively, as depicted in Figure ‎5-9. From this figure, we can see that, in the isolated bubble 
zone, the bubble frequency increases by increasing the vapor quality and mass flux. Furthermore, 
a significant effect of the mass flux on bubble frequency and flow pattern transition line (from 
isolated to bubble coalescence zone) can be observed. In other words, as the mass flux increases, 
the bubble frequency increases, and the bubble peak frequency increases. Additionally, bubble 
coalescence phenomenon is observed earlier at higher mass flux, where the liquid slug vanishes 
faster. It is of interest to note that the model well predicted the trend of bubble frequency versus 



















































quantitatively well predicted (where the liquid slug length is vanished). Under certain 
circumstances, the present model gave a slight shift for the bubble frequency peaks compared to 
the experimental data. Furthermore, with respect to the mass flux, 500 kg/m2. s, and liquid-
Reynolds number, 5,650, a significant underprediction can be observed for the bubble frequency 
data points falling between the minimum bubble frequency and the peak. One explanation for 
this is that at theses working conditions and channel size, which correspond to a confinement 
number, 𝐶𝑐𝑜𝑛𝑓 = 0.3, the gravity force significantly influenced the bubble characteristics and 
consequently, the obtained results.   
Altogether, the experimental bubble frequency data predicted by the present model have 
been compared with those measured by Revellin et al. [91] for R134a, and Charnay et al. [108] 
for R245fa, in the isolated bubble zone, at the corresponding operating conditions for each set of 
data, and plotted in Figure ‎5-10. A good agreement is obtained with a mean absolute error of 
29.55 %.  
 
Figure ‎5-9: Bubble frequency versus vapor quality for flow boiling of R245fa in 3.0 mm inner 
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Figure ‎5-10 A comparison between bubble frequency data measured by Revellin et al. [91], and 
Charney et al. [108], and those predicted by the present model for a range of mass fluxes of 300 to 
1000 [𝒌𝒈/𝒎𝟐 .𝒔]. 
Turning to the results of bubble lengths, Figure ‎5-11 shows the bubble length data 
measured by Revellin et al. [91] for flow boiling of R134a, and those predicted by the present 
model in the isolated bubble zone (beginning from the bubble confinement where it is assumed 
that the bubble length equals the channel diameter until the first stage of bubble coalescence). It 
has been noted that the bubble length increases with vapor quality. Additionally, the higher mass 
flux is the longer is the bubble length. The bubble length trend predicted by the present model 
matches those measured by Revellin et al. [91]. It can be seen that as the vapor quality increases, 
the model over-predicts the bubble length data in the isolated bubble zone. A possible 
explanation for this is that the effects of the thermal expansions and liquid film evaporation 
dominate the bubble elongation mechanism as the vapor quality increases. Furthermore, the 
superheat temperature has a significant effect on the rate of the liquid film evaporation which is 
measured to be 3 in the data of Revellin et al. [91] for all mass fluxes. In general, the present 
model predicted the bubble length data measured by Revellin et al. [91] for R134a in the isolated 
bubble zone and a good agreement is obtained with a mean absolute error of MAE=27.83 %, as 
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Figure ‎5-12: Bubble length data measured by Revellin et al. [91] versus those predicted by the 
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The slug unit length, 𝐿𝑢, the bubble length, 𝐿𝑏, and the liquid slug length, 𝐿𝑠, have been 
predicted by the present model at each vapor quality corresponds to the isolated bubble zone in 
the slug flow regime. A sample of the predicted lengths plotted versus the vapor quality is 
depicted in Figure ‎5-13 for flow boiling of R134a in a 0.509 mm inner diameter with mass 
flux, 500 [𝑘𝑔 𝑚2. 𝑠⁄ ], at an inlet saturation temperature, which matches a liquid Reynolds 
number, 𝑅𝑒𝑙 ≅ 1,400, and a confinement number, 𝐶𝑐𝑜𝑛𝑓 ≅ 1.6. Furthermore, the figure shows 
the isolated bubble zone blundered by two vertical lines, the dotted line on the left side of the 
graph which represents the transition line from bubbly to bubbly-slug flow that corresponds to a 
vapor quality 𝑥 ≅ 0.019, and the dash-dot-dot line which represents the onset of bubble 
coalescence, where the liquid slug length vanishes, and corresponds to a vapor quality,  𝑥 ≅
0.039. The minimum bubble length as assumed to be as same as the channel inner diameter at 
the onset of bubble confinement, as represented by the horizontal dash-dot line. Additionally it 
can be noticed that, in the isolated bubble zone, the slug unit length and liquid slug length 
decrease by increasing the vapor quality, while the bubble length increases. Moreover, a steep 
decrease in liquid slug length and a steady increase in bubble length versus vapor quality can be 
observed. A possible explanation for this is that both the thermodynamic and hydrodynamic 
effects influence the bubble and liquid slug zones due to the liquid film evaporation that causes 
the elongation of the bubble, and the inertial forces that affect the bubble nucleation and liquid 




Figure ‎5-13: Variation of bubble length, liquid slug length, and slug unit length versus vapor 
quality for flow boiling of R134a in a 0.509 mm inner diameter micro-tube with a mass flux 500 




The present study was designed to develop a semi-analytical model for predicting the 
main characteristics of slug flow for flow boiling in a single horizontal micro-channel for the 
isolated bubble zone at a uniform heat flux condition. The model was developed based on the 
mass, momentum, and energy equations of a fully developed slug unit, taking into account the 
influences of inertia, surface tension, and liquid film evaporation on the bubble behaviour. The 
pressure drop through the slug unit was evaluated based on the Young and Laplace relation, 
considering the effects of vapor void fraction. The main parameters, liquid slug velocity, liquid 
film velocity, liquid slug length, bubble length, slug unit length have been predicted, while 
bubble velocity was estimated based on the superficial flow velocity. Consequently, the bubble 
frequency has been predicted. This study has shown that the bubble frequency, increases by 





















































flux is, the higher peak of the bubble frequency is predicted, the earlier bubble coalescence is 
observed, and the quicker liquid slug length decreases. One of the most interesting finding in the 
present study is that it is possible to predict the onset of bubble coalescence by predicting the 
liquid slug length. The bubble lengths and bubble frequency predicted by the present model have 
been compared against those measured by Revellin et al. [91] for flow boiling of R13a in 0.509 
mm inner micro-tube for a wide range of mass fluxes (350 ≤ G ≤ 1000 kg m2 . s⁄ ), 
corresponded to a range of liquid-Reynolds number,970 ≤ 𝑅𝑒𝑙 ≤ 3,400, and confinement 
number, Cconf ≅ 1.6, and with those measured by Charnay et al. [108] for flow boiling of R245fa 
in a 3.0 mm inner diameter small tube with mass fluxes (300 ≤ G ≤ 700 kg m2 . s⁄ ), 
corresponded to a range of liquid-Reynolds number,3,390 ≤ 𝑅𝑒𝑙 ≤ 7,900, and confinement 
number, Cconf ≅ 0.3 in for the isolated bubble regime. A good agreement with the data of bubble 
lengths has been obtained with MAE of 27.83% and with the bubble frequency data with a MAE 
of 29.55 %, respectively. Neglecting the influence of the gravity and applying the model for 
conventional size channels results in decreasing the accuracy of the present model since the 
gravity force has a significant effect in conventional size channels.  It is of importance to note 
that the major limitation of the present model is its applicability to the isolated bubble zone. 
However, for the future work, by considering the variation of bubble length during the bubble 
coalescence, the present model may be extended to be applicable for bubble coalescence regime. 
This study has showed that a shortage and lack of investigating bubble characteristics in the 
isolated bubble zone for flow boiling in mini/micro-channels still exists, and therefore, more 
experimental and theoretical investigations for the slug flow,(isolated bubble zone) is needed for 
clarifying and better understanding bubble dynamics in this zone. Additionally, since, the surface 
roughness influences bubble nucleation sites, it would be helpful to conduct further analytical 









6. Conclusions and Future Work 
6.1. Conclusions 
Two-phase flow boiling mini/micro-channels have several engineering applications. A 
detailed literature review for flow boiling in mini/micro-channels has been presented. It has been 
reported that the basic flow patterns for flow boiling in horizontal micro-channels are bubbly 
flow, slug flow, and annular flow regimes. The physical phenomena of flow boiling in 
mini/micro-channels, including the variation of liquid film thickness, partial dry-out of the liquid 
film either in slug flow or annular flow regimes, and their influence on the flow boiling heat 
transfer coefficient and pressure are still unclear and not fully understood. Moreover, a shortage 
in reliable and satisfactory predictive methods for predicting the main design parameters of the 
two-phase mini/micro-channel including two-phase heat transfer coefficient, two-phase pressure 
drop, critical heat flux, and void fraction still exist. The following conclusions can be drawn 
from the work done in this thesis: 
1. A new semi-analytical model for predicting CHF, ℎ𝑡𝑝, ∆𝑝𝑡𝑝, 𝛼 was developed based on the 
mechanism of liquid film evaporation, and separated flow model in annular flow regime. 
Moreover, a semi-analytical model to determine slug characteristics in the isolated bubble zone 
was developed based on Drift-Flux Model.  
2. The CHF data of both aqueous and non-aqueous working fluids were successfully predicted by 
the present model better than the tested CHF correlations with hydraulic diameter ranges of 
(0.38 ≤ Dh ≤ 3.04 mm) and heated-length to diameter ratios of 117.7 ≤ Lh D⁄ ≤ 470. 
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3. The tested data were collected from the literature for flow boiling in slug and annular flow 
regimes in single horizontal mini/micro-channels. Three recent developed flow pattern maps 
developed by Revellin and Thome [75] , Cheng et al. [103], and Charnay et al. [108], have been 
used, respectively, to define the boundaries of the slug and annular flow regimes for R134a, 
CO2, and R-245fa.  
4. The scope of the model is limited to slug and annular flow regimes in single mini/micro-channel. 
Therefore, it was validated against ≈ 1,250 data points from literature for different working 
fluids (water, LN2, FC-72, R134a, R1234ze, R236fa, R113 R410a, and CO2), and is applicable 
for range of equivalent Reynolds number 2,000 ≤ Reeq ≤ 48,000, and confinement number 
0.3 ≤ Co ≤ 3.4.  
5. Overall, the model predicted the parameters CHF, ℎ𝑡𝑝, ∆𝑝𝑡𝑝, 𝛼, with MAEs of 19.81% , 18.14 
%, 23.02 %, and 3.22 %. Furthermore, a good agreement with experimental data of bubble 
frequency, 𝑓𝑏, and bubble length, 𝐿𝑏, was obtained with MAE of 29.55%, and 27.83%, 
respectively. 
6. The most obvious finding obtained from the heat transfer results is that flow boiling heat transfer 
coefficient in the annular flow increases with the vapor quality and mass flux, and mainly is 
affected by the liquid film thickness.  
7. The pressure drop increases with mass flux and vapor quality, as well as by decreasing the tube 
size. Moreover, it is likely to decline after reaching the peak at high vapor quality which suggests 
that this peak point may be defined as a transition boundary from annular flow to dry-out flow 
regime. 
8. The results obtained have shown that the bubble frequency increases with vapor quality and mass 
flux, and the peak of the bubble frequency shows the onset of bubble coalescence in terms of 
vapor quality.  
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6.2. Future Work 
6.2.1. Investigation of the Non-Uniform Heat Flux Effects on the 
Characteristics of Flow Boiling Micro-Channels: 
Most of electronic devices are characterized by hotspots that experienced on their chips such 
as electronic chips of CPUs. Consequently, a non-uniform heat flux distribution is experienced 
on the chip surface. It has been proven in several previous studies that flow boiling micro-
channels heat sink is promised to be an effective cooling method for such electronic devices. 
However, the influences of non-uniform heating sources on the characteristics of flow boiling 
micro-channels have not been fully investigated and understood. Consequently, investigating the 
effects of non-uniformity of the heating source on flow boiling micro-channels should be 
performed analytically and experimentally as it is explained as follows: 
Analytical Method: 
In this part an analytical model will be developed for studying heat transfer flow boiling 
of a micro-tube subjected to a non-uniform heat flux conditions. The model will be developed for 
the basic three flow patterns of flow boiling in micro-tubes, namely, bubbly flow, slug slow, and 
annular flow. The model will be developed based on the two-phase flow equations of motions 
and constitutive relations available for each flow pattern. The main dependent variables 
considered in the model are two-phase heat transfer coefficient, pressure drop, bulk temperature, 
wall surface temperature, and total thermal resistance. Various non-uniform heat flux 
distributions will be considered including linearly axial increasing, decreasing, and mid-point 
peak shapes. The influence of these non-uniform heat fluxes on the dependent variables will be 
investigated and discussed considering various working fluids. The equations of the model will 
be solved numerically, and the available experimental flow boiling database for micro-channels 
will be used for model validation. 
Experimental method: 
It is of importance to investigate experimentally the influence of non-uniform heat flux 
conditions on the performance of flow boiling micro-channel heat sinks, taking into account the 
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design of micro-channel heat sink. In other words, different test sections with various geometries 
(rectangular and circular cross sections) including the locations of hotspots will be manufactured. 
The thermocouples and pressure transducers will be located in the proper positions based on the 
chosen test section. The uncertainties in measurements of temperature, pressure, and applied heat 
fluxes will be taken into account. The heat flux will be applied along the test section by applying 
various hotspots. Various working fluids (e.g. R134a, CO2, and F72) will be employed. All data 
will be read using a computer based data acquisition system. A high speed camera will be used 
for visualization the flow boiling in the test section in order to define the boundaries of each 
observed flow pattern, to see the effect of hotspots location on the bubble nucleation, and to 
measure the liquid film thickness in slug and annular flow regime which will be used for 
calculating the total thermal resistance. Furthermore, this will help to predict the onset of dryness 
and study effect of non-uniform heat flux on the occurrence of critical heat flux. The effects of 
applied non-uniform heat flux on the wall temperature distribution, pressure drop, flow boiling 
instability, and micro-channel heat sink performance will be investigated. The experiments will 
be performed for wide range of operating conditions considering low and high mass fluxes. 
 
6.2.2. Investigation of Bubble Dynamics and Heat Transfer in 
Coalescing Bubble Zone for Flow Boiling in a Single 
Horizontal Mini/Micro-Channel: 
It has been reported that intermittent flow regime in horizontal flow boiling mini/micro-
channels can be subdivided into two main zones, which are isolated bubble zone and coalescing 
bubble zone. Furthermore, a literature review indicates that a severe lack of knowledge on 
confined bubble coalescence exists and only few studies have been done for bubble coalescence 
zone for flow boiling in mini/micro-channels (e.g. Consolini and Thome [145]). Therefore, it is 
of importance to carry out more experimental works, and conduct more analytical studies related 




6.2.3. Future Flow Pattern Maps 
The real application of two-phase flow boiling in micro-channels is related to micro-
channel heat sinks which are subjected to non-uniform heat flux. Furthermore, no flow pattern 
maps, even those developed for diabatic flow are applicable for flow boiling in micro-channels 
under non-uniform heat flux. Therefore, for identifying the transition lines of each flow pattern, 
developing a flow pattern map for flow boiling in micro-channels at non-uniform heat flux will 
be very crucial and supports more understanding of the complex phenomenon of two-phase flow 
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Table (A-1): Essential dimensionless groups for two-phase flow in horizontal mini/micro-channels. 
Dimensionless Group Symbol Definition Notes 




It shows the significance of inertial force with respect to viscous 
force. 




Proposed by Chen [54], and expressed in terms of the effective two-
phase velocity, 𝑈𝑇𝑃. 
Equivalent Reynolds No. 𝑅𝑒𝑒𝑞  
𝐺𝐷ℎ
𝜇𝑓
[(1 − 𝑥) + 𝑥(𝜌𝑓 𝜌𝑔⁄ )
0.5
] 
Suggested by Akers et al. [55], and represented in terms of the two-
phase dynamic viscosity. 




It was presented by Wu et al. [57], and expressed in terms of vapor 
quality and void fraction. 
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Rohsenow [56] studied nucleate boiling on heated surface and 
identified Reynolds number based on bubble diameter and bubble 
mass flux. 




The ratio between the gravitational force and surface tension force. 
Additionally, Bond number can show the tendency of the phase-
stratification, Ozawa et al. [58], and indicates the shape of the 
interface and the effects of wettability angle, Li et al. [59].  





The ratio between the applied heat flux 𝑞𝑤
"  and the latent heat of 
evaporation ℎ𝑓𝑔. Moreover, it has been used in several heat transfer 
correlations for two phase flow, Kandlikar [60]. Moreover,  it has 
been proposed as transition criterion to distinguish two different heat 
transfer flow regimes in a single micro-channel as presented by 
Ducoulombier et al. [61] 




It is defined as the ratio of vapor mass flow rate ?̇?𝑔, to the total mass 
rate ?̇?𝑡. Moreover, it is significantly employed to correlate heat 
transfer and pressure drop database of flow boiling in mini/micro-
channels. 




It represents the ratio between the inertia and surface tension forces. 





transition boundaries, Kandlikar [60]. Moreover, various ways have 
been suggested in the literature for calculating Weber number based 
on the dominant flow pattern. 




It represents the ratio between inertial and gravitational forces, Baba 
et al. [62]. 




It represents the ratio between the viscous force and surface tension 
force. Moreover, it has been employed intensively for correlating 
liquid film thickness in slug flow and annular flow regimes, (e.g. 
Bretherton [63], Irandoust and Andersson [35], Shedd and Newell 
[64], Han and Shikazono [65]). 




It was introduced by Cornwell and Kew [248, 67], and defined as the 





0.5 × 𝑅𝑒 
It was proposed by Harirchian and Garimella [66] as a new 
confinement transition criterion to distinguish the transition from 
macro to micro scale channels. It is defined in terms of Bond number 














𝑮[𝒌𝒈 𝒎𝟐. 𝒔⁄ ], 
𝒒𝒘




Chen [54] Water, 
organic fluids, 
V 
  ℎ𝑡𝑝 = ℎ𝑚𝑖𝑐 + ℎ𝑚𝑎𝑐  
ℎ𝑚𝑎𝑐 = 0.023(𝑅𝑒𝑙)
0.8(𝑃𝑟𝑙)




















V & H 
Tubes: 
6 ≤ 𝐷 ≤ 41𝑚𝑚 
Annuli: 
1.1 ≤ 𝛿 ≤ 6.2 𝑚𝑚 







0.4(𝑘𝑙 𝐷⁄ ) 
𝜓 = MAX(𝜓𝑛𝑏 ,𝜓𝑐𝑏)  
𝜓𝑐𝑏 = 1.8 𝑁
0.8⁄  
𝐶𝑜 = [(1 𝑥⁄ )− 1]0.8(𝜌𝑔 𝜌𝑙⁄ )
0.5
 
𝑁 = 𝐶𝑜 for 𝐹𝑟𝑙 ≥ 0.04 
𝑁 = 0.38𝐶𝑜𝐹𝑟𝑙
−0.3 for 𝐹𝑟𝑙 < 0.04 
For 𝑁 > 1.0 : 
𝜓𝑛𝑏 = 230𝐵𝑜
0.5;      𝑓𝑜𝑟      𝐵𝑜 > 0.3 × 10−4 
𝜓𝑛𝑏 = 1+ 46𝐵𝑜
0.5;      𝑓𝑜𝑟      𝐵𝑜 < 0.3 × 10−4 
𝜓 = MAX(𝜓𝑛𝑏 , 𝜓𝑐𝑏) 
For 0.1 < 𝑁 ≤ 1.0 : 
𝜓𝑏𝑠 = 𝐹𝐵𝑜
0.5𝑒𝑥𝑝(2.74𝑁−0.1) 
𝜓 = MAX(𝜓𝑏𝑠, 𝜓𝑐𝑏) 
For𝑁 ≤ 0.1 : 
𝜓𝑏𝑠 = 𝐹𝐵𝑜
0.5𝑒𝑥𝑝(2.47𝑁−0.15) 
𝜓 = MAX(𝜓𝑏𝑠, 𝜓𝑐𝑏) 
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𝐹 = 14.7;      𝑓𝑜𝑟      𝐵𝑜 ≥ 11 × 10−4 
𝐹 = 15.43;      𝑓𝑜𝑟      𝐵𝑜 < 11 × 10−4  






𝐷 = 3.15𝑚𝑚 
𝐿ℎ = 123, 246 𝑚𝑚 
140 ≤ 𝐺 ≤ 740,  
130 ≤ 𝑝𝑠𝑎𝑡 ≤ 410 
3 ≤ ∆𝑇𝑠𝑢𝑏 ≤ 73 
𝑁𝑢 = 30𝑅𝑒0.857𝐵𝑙0.714  










V & H 
Annuli & 
Tubes 
  ℎ𝑡𝑝 = 𝐸ℎ𝑙 + 𝑆ℎ𝑃𝑜𝑜𝑙  
ℎ𝑙 = 0.023(𝑅𝑒𝑙)
0.8(𝑃𝑟𝑙)





























Liu & Winterton 
[251] 
Nine fluids  
4,202 sat. 
Data points 
991 sub. Data 
points 
V & H 
Annuli & 
Tubes 
2.95 ≤ 𝐷ℎ ≤ 32 12.4 ≤ 𝐺 ≤ 8179.3 
0.35 ≤ 𝑞𝑤
" ≤ 2,620 



































2.4 ≤ 𝐷ℎ ≤ 2.92 
𝐿ℎ = 900 𝑚𝑚 
58 ≤ 𝐺 ≤ 832  
3.6 ≤ 𝑞𝑤
" ≤ 129 
0.2 ≤ 𝑥 ≤ 0.94 








Tran et al. [1] R12 
R113 
2.4 ≤ 𝐷ℎ ≤ 2.92 58 ≤ 𝐺 ≤ 832  
3.6 ≤ 𝑞𝑤















0.2 ≤ 𝑥 ≤ 0.8 









𝐷ℎ = 10.92  
ℎ𝑡𝑝 =


















𝑚 = 0.69; 𝐶 = 0.0133 
Yu et al. [181] Water 
H 
𝐷ℎ = 2.98 
𝐿ℎ = 910 
50 ≤ 𝐺 ≤ 200  
 







































𝐹𝑜𝑟 𝑅𝑒𝑓 < 1000 & 𝑅𝑒𝑔 < 1000,𝑋 = 𝑋𝑣𝑣, 𝐶 = 5 
𝐹𝑜𝑟 𝑅𝑒𝑓 > 2000 & 𝑅𝑒𝑔 < 1000,𝑋 = 𝑋𝑡𝑣, 𝐶 = 10 
𝐹𝑜𝑟 𝑅𝑒𝑓 < 1000 & 𝑅𝑒𝑔 > 2000,𝑋 = 𝑋𝑣𝑡 , 𝐶 = 12 




   ℎ𝑡𝑝 = 𝑀𝐴𝑋(ℎ𝑛𝑏 , ℎ𝑐𝑏) 
ℎ𝑛𝑏 = 0.6683𝐶𝑜
−0.2(1 − 𝑥)0.8ℎ𝑙𝑜 +1055𝐵𝑜
0.7(1 − 𝑥)0.8𝐹𝐹𝑙ℎ𝑙𝑜 
ℎ𝑐𝑏 = 1.136𝐶𝑜
−0.9(1 − 𝑥)0.8ℎ𝑙𝑜 +667.2𝐵𝑜
0.7(1 − 𝑥)0.8𝐹𝐹𝑙ℎ𝑙𝑜  
𝐹𝑜𝑟 104 ≤ 𝑅𝑒𝑙𝑜 ≤ 5× 10
6;  ℎ𝑙𝑜 =
𝑅𝑒𝑙𝑜𝑃𝑟𝑙(𝑓 2⁄ )(𝑘𝑙 𝐷⁄ )
1 + 12.7(𝑃𝑟
𝑙




𝐹𝑜𝑟 3000 ≤ 𝑅𝑒𝑙𝑜 ≤ 10
4;  ℎ𝑙𝑜 =
(𝑅𝑒𝑙𝑜− 1000)𝑃𝑟𝑙(𝑓 2⁄ )(𝑘𝑙 𝐷⁄ )
1 + 12.7(𝑃𝑟
𝑙
2 3⁄ − 1)(𝑓 2⁄ )0.5
 
𝑓 = [1.58𝑙𝑛(𝑅𝑒𝑙𝑜) − 3.28]
−2.0 
Choi et al. [144] R22, R134a, 
CO2 
 
𝐷ℎ = 1.5; 3.0 
𝐿ℎ = 2000 
200 ≤ 𝐺 ≤ 600  
10 ≤ 𝑞𝑤
" ≤ 40 
0.0 ≤ 𝑥 ≤ 1.0 
























𝐶(𝑡𝑡) = 20;  𝐶(𝑣𝑡) = 12;  𝐶(𝑡𝑣) = 10;  𝐶(𝑣𝑣) = 5; 




0.51 ≤ 𝐷ℎ ≤ 10.92  ℎ𝑡𝑝 = 𝑆 ∙ ℎ𝑝𝑜𝑜𝑙 + 𝐹 ∙ ℎ𝑙𝑜  






𝐹 = 1 + [(1 𝑋⁄ )1.05 (1 + 𝑊𝑒𝑔
−0.4)⁄ ] 












0.4(𝑘𝑙 𝐷ℎ⁄ ) 
𝑑𝑏 = 0.51(2𝜎 𝑔(𝜌𝑙 −𝜌𝑔)⁄ )
0.5
 








0.16 ≤ 𝐷ℎ ≤ 2.92 20 ≤ 𝐺 ≤ 3000  
4.0 ≤ 𝑞𝑤
" ≤ 1150 
0.0 ≤ 𝑥 ≤ 1.0 
−197 ≤ 𝑇𝑠𝑎𝑡 ≤ 97 
ℎ𝐹𝐵 = 𝑆 ∙ ℎ𝑁𝐵 +𝐹 ∙ ℎ𝐶𝑜𝑛𝑣,𝑡𝑝 
𝑆 = (1 − 𝑥) 
𝐹 = 1 + 80(𝑥2 −𝑥6)𝑒−0.6𝐶𝑜  
ℎ𝑐𝑜𝑛𝑣,𝑡𝑝 = ℎ𝑐𝑜𝑛𝑣 ,𝑙 ∙ (1 − 𝑥) + ℎ𝑐𝑜𝑛𝑣 ,𝑣 ∙ 𝑥 
ℎ𝑐𝑜𝑛𝑣,𝑘 = [3.66 +
0.0668𝑅𝑒𝑘𝑃𝑟(𝐷ℎ 𝐿⁄ )





) ; 𝑘 = 𝑙, 𝑣 
Choo & Kim 
[254] 
Air-Water 𝐷ℎ
= 0.14;0.222; 0.334;0.506 
340 ≤ 𝑞𝑤
" ≤ 950 𝑁𝑢𝑡𝑝 = 0.023 𝑅𝑒𝑙
𝑚𝑃𝑟𝑙
0.4𝐹 
𝐹 = 𝐶 ∙ 𝑋−𝑛 
𝑚 = 0.8 − 0.8[1 + 𝑒(𝑑
∗−37) 7⁄ ]
−1
;   𝑑∗ = 𝑑√𝜎 𝜌𝑔⁄  








Oh et al. [156] Data points: 
1,588 
R22, R134a, 
R410a, C3H8,  
CO2 
Horizontal 
𝐷ℎ = 0.5; 1.5; 3.0 
𝐿ℎ = 330; 1000; 
1500;2000; 3000 
50 ≤ 𝐺 ≤ 600  
5.0 ≤ 𝑞𝑤
" ≤ 40 
0.0 ≤ 𝑥 ≤ 1.0 
0.0 ≤ 𝑇𝑠𝑎𝑡 ≤ 15 
ℎ𝑡𝑝 = 𝑆 ∙ ℎ𝑛𝑏 + 𝐹 ∙ ℎ𝑓  





























R417a, CO2,  
0.19 ≤ 𝐷ℎ ≤ 6.5 19 ≤ 𝐺 ≤ 1608  
0.0 ≤ 𝑥 ≤ 1.0 








































0.529 ≤ 𝐷ℎ ≤ 7.75 97.5 ≤ 𝐺 ≤ 1400  
3.93 ≤ 𝑞𝑤
" ≤ 40 
0.004 ≤ 𝑥 ≤ 0.99 
0.14 ≤ 𝑝𝑟 ≤ 0.91 
𝑁𝑢𝑡𝑝 = 0.00061(𝑆+ 𝐹)𝑅𝑒𝑙𝐹𝑎
0.11𝑃𝑟𝑙
0.4 [𝑙𝑛(1.024𝜇𝑙,𝑓 𝜇𝑙,𝑤⁄ )]⁄  


















 0.48 + 524 × 10
−3(𝑅𝑒𝑙𝐹𝑎




0.87 𝑓𝑜𝑟  600 ≤ (𝑅𝑒𝑙𝐹𝑎
0.11) ≤ 6000
160.8 (𝑅𝑒𝑙𝐹𝑎
0.11)0.6   𝑓𝑜𝑟   (𝑅𝑒𝑙𝐹𝑎
0.11) > 6000⁄
 








Data points : 
5,152 
Horizontal 
0.52 ≤ 𝐷ℎ ≤ 4.26 
150 ≤ 𝐿ℎ ≤ 450 
100 ≤ 𝐺 ≤ 500  
2.4 ≤ 𝑞𝑤
" ≤ 175.4 
600 ≤ 𝑝 ≤ 1000 
ℎ𝑡𝑝 = 𝑆 ∙ ℎ𝐶𝑜𝑜𝑝𝑒𝑟 + 𝐹 ∙ ℎ𝑙 
𝐹 = [1 + (2.812𝐶𝑜−0.408 𝑋⁄ )]0.64  
𝑆 = [1 + 2.56 × 10−6(𝑅𝑒𝑙𝐹
1.25)1.17]−1 
Kim et al. [257] R1234yf; 
Horizontal 
𝐷ℎ = 1.5; 3.0 
𝐿ℎ = 1000; 2000 
200 ≤ 𝐺 ≤ 650  
5.0 ≤ 𝑞𝑤
" ≤ 40 
𝑇𝑠𝑎𝑡 = 10; 15  







For Intermittent flow : 𝑎 = 8.91;𝑏 = −0.158; 𝑐 = 0.19 
For Stratified flow: 𝑎 = 4.47; 𝑏 = −0.1; 𝑐 = 0.1 
For Annular flow: 𝑎 = 6.3; 𝑏 = −0.23; 𝑐 = 0.13 














0.19 ≤ 𝐷ℎ ≤ 2.6 
 
23.4 ≤ 𝐺 ≤ 2000  
1.0 ≤ 𝑞𝑤
" ≤ 1150 
 
For elongated bubbly zone : 
When 𝐵𝑙 < 𝐵𝑙𝑡𝑟𝑎𝑛𝑠𝑖𝑡𝑖𝑜𝑛 







When 𝐵𝑙 ≥ 𝐵𝑙𝑡𝑟𝑎𝑛𝑠𝑖𝑡𝑖𝑜𝑛 & 𝐵𝑜 < 0.48 
 
ℎ𝑑ℎ 𝑘𝑙 = 798(1− 1.81𝐵𝑜)𝐵𝑙
0.714𝑅𝑒𝑙
0.61⁄  
When 𝐵𝑙 ≥ 𝐵𝑙𝑡𝑟𝑎𝑛𝑠𝑖𝑡𝑖𝑜𝑛 & 𝐵𝑜 ≥ 0.48 
 
ℎ𝑑ℎ 𝑘𝑙 = 42.15(1+ 3.17𝐵𝑜)𝐵𝑙
0.714𝑅𝑒𝑙
0.61⁄  
For Annular zone : 
ℎ ℎ𝐿𝐹 = 0.0399(𝐵𝑙
0.3𝑅𝑒𝑙)
0.933⁄  
Note: only here 𝐵𝑙 is Boiling number, 𝐵𝑜 is Bond number 
Lim et al. [7] Water 𝐷ℎ = 0.5 𝐺 = 200;400; 600  
100 ≤ 𝑞𝑤
" ≤ 400 
𝑝𝑖𝑛
















                                                                 
1
 Note : (V) for Vertical, (H) for Horizontal. 
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𝐺[𝑘𝑔 𝑚2. 𝑠⁄ ], 
𝑞𝑤
" [𝑘𝑊 𝑚2⁄ ], 
𝑇𝑠𝑎𝑡[℃], 
𝑝𝑠𝑎𝑡 [𝑘𝑃𝑎], 𝑗[𝑚 𝑠⁄ ] 
Proposed correlation 
Chisholm [259] Steam/water 
mixture 
conventional 
Smooth tubes  
And  
channels 
 ∆𝑝𝑡𝑝 = ∅𝑙𝑜
2 ∆𝑝𝑙𝑜 
∅𝑙𝑜






;   𝐵 =
𝐶Γ− 22−𝑛
Γ2 −1
;   𝐶 = 1 +
(𝑥 𝜌𝑔⁄ )
(𝑥 𝜌𝑔⁄ ) + (1 − 𝑥) 𝜌𝑙⁄
 ; 𝑛
= 0.25  





𝐿ℎ = 1500 
1440 ≤ 𝐺 ≤ 5090 ; 
0.0 ≤ 𝑥 ≤ 0.25 
4.64 × 103 ≤ 𝑅𝑒 ≤
3.76 × 104; 
630 ≤ 𝑝𝑖𝑛 ≤ 1320; 
17 ≤ 𝑇𝑖𝑛 ≤ 53 
(𝑑𝑝 𝑑𝑧⁄ )𝑡 = ∅𝑙𝑜




0.9 +0.27(𝜀 𝐷⁄ )]
𝑙𝑛[(7 𝑅𝑒𝑙𝑜⁄ )
0.9 + 0.27(𝜀 𝐷⁄ )]
]
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𝐿ℎ = 265 
200 ≤ 𝐺 ≤ 1000 ; 
0.0 ≤ 𝑥 ≤ 0.25 
4 ≤ 𝑞𝑤
" ≤ 30; 
37 ≤ 𝑇𝑖𝑛 ≤ 107; 
100 ≤ 𝑝 ≤ 200 
∅𝑙𝑣







0.3     𝑓𝑜𝑟             𝑅𝑒𝑙 > 1.3














0.0896 ≤ 𝑗𝑔 ≤ 79.3 
0.0116 ≤ 𝑗𝑙 ≤ 1.67 
∅𝑙𝑜







𝐶 = 21[1 − 𝑒(−0.319𝐷ℎ)] 




= 2.46;2.92  
𝐿ℎ = 914 
50 ≤ 𝐺 ≤ 832 ; 
0.02 ≤ 𝑥 ≤ 0.95 
2.2 ≤ 𝑞𝑤


























175 ≤ 𝑅𝑒𝑙𝑜 ≤ 17,700 
𝑝𝑖𝑛 = 𝑝𝑎𝑡𝑚 ; 
 
∅𝑙𝑜








𝑠    ;     𝜓 =
𝜇𝑙𝑗
𝜎




;    𝑅𝑒𝑐 = 2,000 
For 𝑅𝑒𝑙&𝑅𝑒𝑔 < 𝑅𝑒𝑐 : 𝐴 = 6.833 × 10
−8; 𝑞 = −1.317; 𝑟 = 0.719;𝑠 =
0.557 
For 𝑅𝑒𝑙 < 𝑅𝑒𝑐&𝑅𝑒𝑔 > 𝑅𝑒𝑐 : 𝐴 = 6.185 ×10
−2 ; 𝑞 = 0.0;  𝑟 = 0.0;  𝑠 =
0.726 
For 𝑅𝑒𝑙 > 𝑅𝑒𝑐&𝑅𝑒𝑔 < 𝑅𝑒𝑐  : 𝐴 = 3.627;𝑞 = 0.0;  𝑟 = 0.0;  𝑠 = 0.174 












𝐷ℎ = 2.13; 
3.25; 6.25; 
 
200 ≤ 𝐺 ≤ 1000 ; 
0.17 ≤ 𝑥 ≤ 0.93 
20 ≤ 𝑇𝑠𝑎𝑡 ≤ 65; 
0.2 ≤ 𝑝𝑟 ≤ 0.51; 
 
∅𝑙𝑜
2 = (1 − 𝑥)2 + 2.87 ∙ 𝑥2 ∙ 𝑝𝑟
−1 +1.68 ∙ 𝑥0.8 ∙ (1 − 𝑥)0.25 ∙ 𝑝𝑟
−1.64  
Yu et al. [181] Water 
Circular,  
 H 
𝐷ℎ = 2.98; 
𝐿ℎ = 910; 
50 ≤ 𝐺 ≤ 200 ; 
𝑇𝑖𝑛 = 80; 
𝑝 = 200; 
 



























100 ≤ 𝐺 ≤ 3570 ; 
5 ≤ 𝑞𝑤
" ≤ 48 
 
Modified Chisholm parameter: 
∅𝑙𝑜














R134a 𝐷ℎ = 0.244; 
0.430; 0.792; 
 
140 ≤ 𝐺 ≤ 950 ; 
0.08 ≤ 𝑥 ≤ 0.95 
∅𝑙𝑜








0.452𝑋−0.320𝐶𝑜−0.82      ;      𝐶𝑜:𝐶𝑜𝑛𝑓𝑖𝑛𝑒𝑚𝑒𝑛𝑡 𝑛𝑢𝑚𝑏𝑒𝑟 








0.075 ≤ 𝐺𝑔 ≤ 80 
66 ≤ 𝐺𝑙 ≤ 1000 
0.06 ≤ 𝑗𝑔 ≤ 72 
0.06 ≤ 𝑗𝑙 ≤ 1.0 
2 ≤ 𝑅𝑒𝑔 ≤ 2,134 
32 ≤ 𝑅𝑒𝑙 ≤ 477 
Based on HFM: 
bubble regime:        𝑓𝑡𝑝 = 6.48𝑅𝑒𝑡𝑝
−0.85  
transition regime:    𝑓𝑡𝑝 = 5.43𝑅𝑒𝑡𝑝
−0.85 
liquid ring regime:   𝑓𝑡𝑝 = (𝐴𝑅 + 0.46)𝑅𝑒𝑡𝑝
−0.6 
Based on SFM: 
bubble regime:         𝐶 = 𝐶𝑚(0.0012𝐺+ 1.473) 
transition regime:    𝐶 = 𝐶𝑚(0.0008𝐺 + 0.95) 
liquid ring regime:    𝐶 = 𝐶𝑚(𝑎𝐺 + 𝑏) 
𝐶𝑚 = 21(1 − 𝑒
−1.612 𝐶𝑜⁄ )  ;     𝐶𝑜 𝑖𝑠 𝐶𝑜𝑛𝑓𝑖𝑛𝑒𝑚𝑒𝑛𝑡 𝑁𝑜. 
𝑎 = 0.658𝐴𝑅 + 0.13 ;  𝑏 = 0.0016𝐴𝑅 + 0.0003; 
AR: aspect ratio 







𝐿ℎ = 245 
100 ≤ 𝐺 ≤ 500 ; 
0.0 ≤ 𝑥 ≤ 1.0 
15 ≤ 𝑞𝑤
" ≤ 355; 
𝑇𝑖𝑛 = 23;33; 43 
(𝑑𝑝 𝑑𝑧⁄ )𝑡 = ∅𝑙𝑜
2 (𝑑𝑝 𝑑𝑧⁄ )𝑙𝑜  
∅𝑙𝑜










𝐷ℎ = 0.50 𝐺 = 200;400; 600; ; 
100 ≤ 𝑞𝑤
" ≤ 400 
0.0 ≤ 𝑥 ≤ 0.20 
110 ≤ 𝑝𝑖𝑛 ≤ 170; 
 








 ;         𝑊𝑒𝑡𝑝 =
𝐺2𝐷ℎ
𝜌𝑡𝑝𝜎










                                                                 
Note: (V) for vertical, (H) for horizontal
 
